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.::;. ) Automatic Weather Observing Systems (AWOS) can be used to replace
, ¥ present observations, with a resulting cost reduction, and to provide
::jf‘ ’ weather data for locations having no observations at the present time.
o The work presented in this report will assist in the development of }
v:,, specifications for the purchase of AWOS systems by the government and in r
-}. the certification of commercially available AWCS systems,

e

. The study reported here represents the efforts of many
N organizations:

N

\:‘ The work was sponsored by the Federal Aviation Administration (FAA)
:'}" Systems Research and Development Serviee (SRDS). Dave Floyd managed the
Sk Arcata tests with assistance frum Jack Uorman. Ray Colao was the
:::EI program manager for the 0Otis tests. Valuable oversight of the project
\' . was supplied by Al Thomas, Ray Johnson and Frank Coons. The pass/fail
'-f," criteria for the tests were adopted from the Automatic Weather
i B} Observation Systems (AWOS) achievable sensor accuracy specificaticns
_:f:',‘ " prepared by the FAA Airways Facilities Service. In FY83 these two
:::j: organizations were merged to form the Program Engineering and
:'.‘ Maintenance Service and the responsibility for reviewing this report
) passed to Leo Gumina, manager of the Weather Sensors Program.

’.

: The National Weather Service (NWS) Test and Evaluation Division
o provided the ceilometer evaluation for the tests. Jim Bradley, Steve
o Imbembo, and Richard Lewis carried out the work.

:;'.i: The Air Force Geophysics Laboratory (AFGL) made their Weather Test
':: "Facility (WTF) at Otis Air National Guard Base (ANGB) available for the
visibility sensor and AWOS processor field tests. The cooperation and
advice of AFGL personnel, Gene Moroz, Leo Jacobs, and Ralph Hoar, were
Eﬁ valuable. Clyde Lawrence providec the intensive maintenance for the
‘\-E ~ standard visiblity sensor and assisted in data collection and equipment
: repair.
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3 |
‘;_'.:; A number of Transportation Systems Center (TSC) personnel made
major contributions to the project. Ed Spitzer provided oversight and :
,' advice and helped design and implement the data acquisition equipment.
::_{ Andy Caporale carried out the installation of the sensors and data
:. collection facilities. Bruce Ressler designed the signal conversion and
}- interface electronics for the tests. The electronics were built by Bill
Murphy and Irving Golini. Paul Alciere developed the new data display
:I:‘_EZ options for the evaluation. Marie Carleton put the report on a word
, processor. The TSC in-house data service contractor, SDC, along with
:':j'. subcontractors, programmed the AWOS data recording system (Steve Kovner
X ) and John Winkler) and assisted in the analysis of the AWOS ceilometer
I (Richard Daesen) and AWOS visibility (Bob Crosby) data.
:cl‘_l:
_}2 The equipment manufacturers played an important role in supplying,
:; installing and repairing the equipment under test. Tasker loaned the
-;-:: RVV-700 system and a stripchart recorder for the tests. Impulsphysics
E::.j allowed the LD-WHL ceilometer to be used beyond the end of its rental
:'.::j period. In lieu of upgrading the FAA's Weathercheck ® swos system for
'.:' the tests, Artais supplied the same system tested at Arcata. X
~
- The Arcata, CA test site was managed by Humbolt County. Jim
*:".:: Wilkerson was the test site operator.
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}_ 1. SUMMARY

i Automatic Weather Observing Systems (AWOS) require visibility and
:.: N ceiling information to meet the needs of aviation. This report
\ describes a methodology which was developed to evaluate visibility

sensors and ceilometers for use with AWOS systems. The methodology was
applied to two visibility sensors, one transmissometer: the Tasker RVV-
700 and one forward-scatter meter (FSM): the Wright & Wright FO0G-15;
and to one ceilometer, the Impulsphysics LD-WHL. In addition to
evaluating sensor performance, the interface of the sensors to a
commercially available AWOS, the Artais Weathercheck ® was examined.
Pass/fail criteria for the tests were based on the "Achievable AWOS
Sensor Accuracies" recently developed by the FAA Airways Facilities
Service,

L e ,
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> The selection of sensors to be tested was based on prior field
testing in 1981 at Arcata, CA. Those tests also identified needed
sensor modifications which have been implemented. Two test sites were
employed for the current field tests which began in early 1982. The
ceilometer was tested at the National Weather Service (NWS) Test and
Evaluation Division site in Sterling, VA. The wvisibility sensor and
AWOS interface tests were conducted at the Air Force Geophysic
Laboratory (AFGL) Weather Test Facility (WTF) at Otis Air National Guard
Base (ANGB).
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The field tests used the current operational sensors for visibility
(Tasker RVR-500 transmissometer on a 1000-foot baseline) and ceiling
(Rotating Beam Ceilometer, RBC) as standards of comparison. Both sensor

WA Y

accuracy and operational problems were examined in the evaluation.
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2. CONCLUSIONS AND RECOMMENDATIONS
2.1 TASKER RVV-700 TRANSMISSOMETER

Table 2-1 summarizes the progress toward successful testing and
deployment of the RVV.700 transmissometer, manufactured by the Tasker
Systems Division of the Whittaker Corporation. It should be noted that
the Otis evaluation period lasted only two months, one of which was
plagued with problems. Detailed conclusions are contained in the
following Sections.

2.1.1 Performance

The RVV-700 meets the AWOS pass/fail criteria for these tests when
data points from rapidly varying events are excluded. The 100=foot
separation between the RVV-700 and the standard RVR-500 baselines was
large enough to allow significant differences in visibility when the fog
was patchy.

The following changes are needed to assure satisfactory sensor
performance:

1) An effective baseline 9 percent smaller than actual should be
used in the visibility calculations.

2) The background errors should be reduced.

3) A more intensive maintenance schedule should be adopted (see
next section).

4) Tower vibration should be damped.

The RVV-700 1000-foot baseline measurements correlated well with
those of the parallel 1000-foot RVR-500 baseline, but indicated a
visibility bilased approximately 9 percent higher than the RVR-500. A
similar difference was also observed during the Arcata tests. The
physical or instrumental effect producing this difference could not be
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5;2; TABLE 2-1. RVV-700 PROGRESS

28
{ i
e ARCATA PROBLEMS

.
N RVV-700 READ HIGHER VISIBILITY THAN RVR 500 WHICH WAS LOCATED AT MUCH
:f:: GREATER HEIGHT

IMPLEMENTED SUCCESSFUL

" ARCATA RECOMMENDATIONS AT OTIS? AT OTIS?
N INSTALL AT SAME HEIGHT AS PARTIALLY NO
b REFERENCE
USE BACKGROUND CHECKS YES YES
NS RAISE ELEVATION TO 8 FEET YES PARTIALLY

\
AN USE 1000-FOOT BASELINE YES YES
'
: REDUCE BACKGROUND LEVEL NO NO
s
el LONGER PROJECTOR HOOD YES YES

1
) LET WINDOWS REACH EQUILIBRIUM YES YES
-l CONTAMINATION LEVEL

5 ADDITIONAL OTIS PROBLEMS
29 FOUNDATIONS UNSTABLE FOR MONTH AFTER INSTALLATION
- WATER LEAK AFFECTED ELECTRONICS
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identified. Although this difference can be readily corrected for :
operational use, it would be desirable to identify its source in order )
to assure that it remains fixed under all conditions. If possible, the

RVV-700 should be compared with the FAA laser calibrator at its next

installation site.

Because the background light level of the RVV-700 was high (U4
percent), measuring the background only once per hour can introduce
significant errors when the background 1level is rapidly changing.
Reducing the period between background checks to 15 minutes and
increasing the lamp current would eliminate this error. The optimum
‘trade=-off between accuracy and lamp life has yet to be determined.

The RVV-700 towers were observed to vibrate during windy
conditions. Although no measurement errors were attributed to the
vibrations, the performance of the sensor would be more certain if the
amplitude of the vibrations could be reduced.

. 2.1.2 Maintenance 4

The RVV-T700 experienced two instrumental failures during the tests:

1) The first pulse amplifier card showed a large diurnal N
variation and had to be replaced.

2) The background level of the receiver became erratic because of
moisture which had leaked into the pulse amplifier housing
through a faulty seal.

These failures represent quality control problems which should be s
corrected at the factory. The lightning protection circuits of the .
instrument were successful in maintaining system operation when most of
the other equipment at the test site had been disabled by lightning
surges.
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‘- The receiver alignment was unstable during the first month of

f-"’ operation. The problem appeared to be due to shifts in the receiver
foundation rather than any problem with the 8-foot mounting posts. :
Heavy rains caused the foundation to settle. The alignment required -
‘:'.:E.'.f only small adjustments during the second month.
R

“ A 30-day calibration schedule is marginal for maintaining

acceptable accuracy, at least during the initial operation of the

‘lf-j'- instrument. The windows were cleaned at the beginning of the test
period and then allowed to develop an "equilibrium" 1level of

contamination. The loss in ;‘.he 100-percent calibration was 6 percent in

-::}jz the first month but virtually nothing in the second. However, the most
Efgj severe window contamination conditions at the site did not occur during

:_-:jj:. the test period.
.f The calibration and maintenance schedule for the RVV-700 should be
.,:“, at least weekly for the first three months at a new site. A 1longer .
:j:::j maintenance interval could then be introduced at a particular site if no
-: - significant changes are noted from week-to-week. More frequent

-‘_" maintenance should be resumed for any season of the year where increased

-;Z'_-_: window contamination or foundation instability (e.g., frost heaves)

‘J could be expected.

.~ A

- 2.1.3 Interface to Artais AWOS
\.n\: The ¢transfer of data from the RVV-T00 computer to the Artais
::"5. processor was verified. Although the RVV=700 computer 1s not strictly
compatible with the National Weather Service (NWS) visibility reporting
“’4 algorithm, an examination of actual data showed that this
::Zj:. incompatability does not result in any significant reporting errors.
?-::'-: Thus, one can conclude that the RVV-700 interface to the Artais AWOS is
’ satisfactory.
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Some software anomalies were noted in the RVV-700 visibilty
reports. However, the NWS has validated the current Artals software in
July 1982 factory tests. AWOS systems should provide an indication of
which software version is installed.

2.2 WRIGHT & WRIGHT FOG-15 FORWARD-SCATTER METER

Table 2-2 summarizes the progress toward achieving satisfactory
performance from the FO0G-15 forward-scatter meter which is manufactured
by Wright & Wright. The modifications which were tested at Otis solved
some problems but introduced others.

2.2.1 Performance

The FOG~15 sensor underwent substantial modifications during the
beginning of the test period. The final version showed some improvement
over the EG&G 207 forward-scatter meter on which it was based. However,
the extinction coefficient response was not as linear as the EG&G 207 or
the earlier versions of the FOG-15. The noise level and zero
instability were significantly less, however.

A non-linear response correction was found to be needed for the

spring 1982 version of the FOG-15. The intrinsic measurement accuracy
of the FOG=15 is then sufficient to meet the test pass/fail criteria for
single events, but not for a week of measurements. Under conditions of
rapidly varying visibility the FOG-15's point measurement does not agree
well enough with the line average of the standard transmissometer to

L SN AL a

pass the accuracy test. The analysis of data from two EG&G 207 FSM's :
showed that averaging two separated FSM's did not give much better :
agreement with the reference transmissometer when the visibility was
changing very rapidly. The FOG-15 calibration remained stable over many Q
months. However, a change of calibration was noted during one daytime :
event.

PP
NI NN d‘l’dﬁ'{{-\. A

"%




TABLE 2-2. FOG-15 PROGRESS

{ ARCATA PROBLEMS

i VARIABLE RESPONSE CAUSED BY LINE VOLTAGE DEPENDENCE--ELIMINATED AT
- oTIS

UNSTABLE ZERO LEVEL-~IMPROVED BUT STILL EXISTING AT OTIS
OTIS PROBLEMS
N 1)  NONLINEAR RESPONSE

.Y

.

) $«. 2) TEMPERATURE AND LIGHT DEPENDANCE OF RESPONSE
: e

oy 3) BOTH CAUSED BY "SOFT" CLIPPING CIRCUIT
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At the very end of the test period it was discovered that the
response of the FOG-15 decreased at high temperatures. The problem was
traced to leakage in the diodes used in the current version for "soft"
clipping of the input signals to prevent false signals on sunny days.
Sinece this part of the FO0G=-15 circuitry is also responsible for the
observed nonlinear response and the change in response due to sunlight,
additional testing must be done after the problem is corrected to
validate the performance of the F0G-15.

2.2.2 Maintenance

One failure was experienced during the test period. Two units were
operated, one for three months and one for two. The zero setting
potentiometer of one unit developed a poor wiper contact. It 1is
recommended that the manufacturer install a higher reliability component
in future units.

The FOG-15 suffered from the lack of an absolute calibration method
throughout most of the test period. Each unit had its own calibration
level which could be used to detect changes in calibration, but not to
set the proper relationship between the sensor response and the
atmospheric extinction coefficient. The manufacturer established an
absolute calibration standard during July 1982, which will be used for
future installations.

The F0G-15 suffered one outage due to lightning surges. The
standard voltage output has lightning protection and was not damaged.
The modulated output used for the Artais AWOS interface was not
protected and was damaged during one storm. Lightning protection should
be added to that output also.

2.2.3 Interface to Artais AWOS

The FOG-15 interface showed indications of unstable gain and a
saturation at high signal levels. A thorough factory evaluation should
be carried out.
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2.3 IMPULSPHYSICS LD-WHL LASER CEILOMETER

Table 2-3 summarizes the progress of the LD-WHL lidar cellometer,
manufactured by Impulsphysics, toward meeting the aviation needs for
cloud height measurements.

2.3.1 Performance

The LD=-WHL ceilometer performed satisfactorily up to its maximum
range of 5000 feet. The LD-WHL was as sensitive to clouds as the
rotating Its
satisfactory. Its performance was found to be satisfactory for AWOS
Three faults were observed.

beam ceilometer. accuracy and resolution were

use. They were not, however, considered to
be severe enough to make the sensor unusable. As the ceilometer state

of the art advances, these problems are expected to be resolved.

One fault observed in the sensor was excessive cloud detection
sensitivity at low altitudes (200-400 feet). This sensitivity results
in reports of nonexistent low cloud layers during fog and precipitation,
which could lead pilots to avoid an airport at which they could safely
land. Discussions with the manufacturer suggest that the sensitivity
could be reduced if the amount of reduction could be specified. A
possible method for defining the needed reduction is outlined in Section
2.4.2. This reduction would eliminate the false layer reports. When
this modification is defined and implemented all LD-WHL units previously
installed should be upgraded.

The LD=-WHL performance fails on sunny days when the sun angle is
high. It is recommended that the sensor windows be shaded from direct
sun exposure at high sun angles.
latitude sites.

This problem becomes severe at low

The LD-WHL is equipped with self-check features which monitor all

functions except window clarity. The only window problem observed

2-8
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TABLE 2-3. LD-WHL PROGRESS

ARCATA PROBLEMS CORRECTED?
1)  EFFECTIVE RANGE OF ONLY 2000 FEET INSTEAD OF THE YES

NOMINAL 5000 FEET--CAUSED BY WEDGED WINDOWS

2) DIRECT MODE DISABLED YES

3) 60 SECONDS BETWEEN MEASUREMENTS INSTEAD OF NOMINAL YES
15 SECONDS

4) FALSE LOW-LEVEL LAYERS NO

STERLING PROBLEMS

S) WATER DROPLETS ON WINDOW
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during the test occurred in a light drizzle when water beads formed on
the windows and destroyed the sensitivity to clouds. Although this
problea is likely to be rare, it would be desirable to devise a solution
for it.

2.3.2 Maintenance

Although the LD-WHL was equipped with 1lightning protection
circuitry, its output drive was destroyed twice by lightning surges.
The problem may have been due to inadequate grounding of the unit.

2.3.3 Interface to Artals AWOS

The Artails interface performed properly. The AWOS processor tested
in the field did not incorporate a necessary software correction
identified at the beginning of the project. However, factory tests
under NWS supervision verified proper functioning of the NWS cloud layer
algorithm in the current Artais software.

2.4 SYSTEM SPECIFICATIONS
2.4.1 Visibility Sensor Acceptance Criteria

The FAA and NWS have not defined a set of visibility sensor
acceptance criteria which can be met by commercially available sensors.
Appendix A describes two approaches for defining visibility accuracy
specifications. Sufficient information om sensor performance is now
available from the Arcata, Otis, and Sterling sites to begin defining
and negotiating acceptance criteria which are both (feasible and
operationally acceptable. The acceptance criteria definition should
include a cost-benefit analysis in order to take advantage of current
sensor technology.

Because no standardized acceptance criteria have been established
for visibility sensors, pass/fail criteria had to be adopted

2-10
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specifically for these tests. The pass/fail criteria adopted proved to
be inconvenient to apply to massive amounts of data because the criteria
are very sensitive to unusual events and to occasional errors in the
recording and processing of the data. Criteria which depend upon the
bulk of the measurements rather than outlying data points would be more

practical. Future criteria <c«finitions should consider this
sensitivity.
2.4.2 Improved Ceilometer Acceptance Testing

The current methodology used by the FAA and NWS for acceptance
testing of ceilometers is difficult and time consuming. An improved
testing methodology is required for timely procurement of ceilometers.
The use of attenuated beam measurements on real clouds appears to
provide a practical pass/fail test of cloud detection sensitivity for
laser ceilometers. This method was successfully tested at Sterling by
the FAA and the NWS, The results of the test indicate that some
additional testing is needed to establish this method.

A realistic selection of the range response of a laser ceilometer
may be possible using the scattered signal from a large solid target. A
manufacturer could measure the signal respohse as a function of range
and adjust the cloud hit threshold to give equal cloud hit sensitivity
at all ranges under clear weather. The maximum-range cloud response
would then be set to pass the attenuated-beam test. This approach
should be tested.

2.4.3 Reporting Algorithm Issues

The AWOS visibility reporting algorithm has not reached the point
of general agreement. The first issue is the visibility values to be
reported. For example, the AWOS "achieveable accuracy" standard in
Appendix A includes a value (3-1/2 miles) never used previously. A
second 1issue is the averaging time, currently set at 10 minutes. The
aviation requirments for averaging time (as well as comments such as
"variable,” "increasing," and "decreasing") have not been defined.

2-11




The NWS is presently rethinking the details of the cloud layer
algorithm which were included to deal with the problems of rotating-beam
ceilometers. Algorithm modifications appropriate to lacer ceilometers
will be developed.

Because of possible future changes in the current algorithms, AWOS
systems should be configured to allow algorithm updating.

2.5 SYSTEM INSTALLATION

The Otis AWOS installation had several operational problems.
Although many of the problems were due to the "one of a kind" nature of
the installation, some of the difficulties could just as easily arise in
an operational system. Many of the problems can be traced to two
sources:

1) A tight implementation schedule, and
2) Lack of understandings among participants.

The test schedule forced all those involved in the installation to
ainimize desirable preinstallation checkouts. The installation plan for
an operational AWOS should include the scheduling of adequate checkout
periods both before and after the actual installation. The Otis
installation suffered from a number of misunderstandings among the
sensor manufacturers, the processor manufacturer, and the site
operators. It would be highly desirable to install an AWOS as a turn-
key system with the processor manufacturer directly responsible for all
the details of the installation, including sensor installation and
associated interfaces. The responsible agent should specify,
coordinate, and check all phases of the installation.

2.5.1 Transmissometer Foundations

The settling of the RVV-T00 foundations could have been prevented
or mitigated by more careful backfilling or by a different foundation

2=12
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design. Nevertheless, the alignment sensitivity of a long-baseline
transmissometer, such as the RVV-700, will necessitate careful
monitoring at any site where the ground is at all unstable.

2.5.2 Lightning Protection

Inadequate lightning protection in the Otis installation was
perhaps the best example of the coordination problems mentioned above.
An abnormally stormy month of June resulted in numerous sensor and
interface failures and pointed out the importance of properly protecting

against lightning surges.
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3. BACKGROUND

Automatic Weather Observing Systems (AWOS) require visibility and
ceiling sensors in order to meet the needs of the aviation community.
The current standard airport sensors (transmissometers and rotating beam
ceilometers) are too expensive in both initial cost and required
maintenance to be used in low cost AWOS systems designed to meet the
weather needs of small airports. Less expensive sensors, some based on
different operating principles, have recently become available to make
these measurements. The AWOS sensor project reported here was designed
to aid certification of these new sensors by

1) developing recommended testing criteria for AWOS visibility
and ceiling sensors, and

2) using the methods developed to establish the performance of
comnercially available visibility and ceiling sensors.

In order to provide timely information to those specifying AWOS Systems,
this project was designed to be finished in August 1982,

Figure 3-1 shows a generalized block diagram of an AWOS system.
Each sensor measures a desired property of the atmosphere. It sends its
measurement via an interface to the AWOS processor. The AWOS processor
generates a weather report by means of processing algorithms which
analyze the raw sensor measurements and convert them into the
appropriate report. The weather reports are then disseminated by means
of voice and/or data links.

3.1 ARCATA TESTS

The FAA visibility test site in Arcata CA has been used for many
studies of visibility sensors in the last four decades. 1Its climate is
characterized by coastal fog in the summer and fall, and rain in the
winter.
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The Arcata site was reactivated for the period between August 1980
and December 1981 for testing visibility sensors and ceilometers, and

for demonstrating their operation with a available
Automatic Weather Observing System (AWOS). The FAA supervised the site
activities while the DOT Transportation Systems Center (TSC) was
responsible for data recording and analysis. Most of the analysis

methods used in this report were developed in support of the Arcata
Tests.

commercially

Table 3-1 lists the weather sensors and their periods of operation
at the' Arcata site. A variety of sensors became available during the
course of the tests, Some of them were modified in response to observed
problems. Simultaneous testing was carried out on several of the
forward-scatter meters (FSM) at the Air Force Geophysics Laboratory
(APGL) Weather Test PFacility (WIF) at the Otis Air National Guard Base
(ANGB). The outputs from the various sensors were recorded on magnetic
tape and stripcharts.
between sensors; recorded human observations were used to identify the
weather conditions.

The sensor evaluation made use of comparisons

A number of configurations of the Artails Weathercheck ®AHOS system
were operated at Arcata during the spring of 1981. The purpose of the
test was to validate the Artais system for reporting visibility and
ceiling from a number of sensors, in particular the Tasker RVV-700
transmissometer and the Impulsphysics LD-WHL ceilometer. It was
intended to record the sensor input data along with the AWOS output in
order to verify proper operation of the AWOS processor. Because of
signal incompatibility, simultaneous recording was unsuccessful.

On the basis of their performance at Arcata the most cost-effective
sensors of three types were selected as candidates for certification for
use with the Artais AWOS processor:

1. Transmissometer: Tasker RVV-700
2. Forward-Scatter Meter: Wright & Wright F0G=15
3. Ceilometer: Impulsphysics LD=-WHL

NPt 4"'-":-)')5\";":" RGOSR “.'\"-."-.'".';\-“'-"\'\' RS
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% Each of the sensors showed some problems which needed resolution before
Ei certification could be recommended. The problems encountered with the
S

A Y

RVV-700 were relatively minor while those of the FOG-15 and LD-WHL were !

: serious. These three sensors and their Arcata performance will be X
ti discussed in turn.
. TABLE 3-1. ARCATA SENSOR TEST PERIODS )
- .
&N VISIBILITY SENSORS BASELINE®(feet) DATES
!I (2) NBS Transmissometer 250 Aug. 1980 - Peb. 1981

A (3) Fs-3 (version 1) FSM Aug. 1980 - Nov. 1980 ]
L 4) EG&G 207 FSM Aug. 1980 - Sep. 1981
‘{J (5) Touch Down RVR 250 Sep. 1980 - June 1981
.:: (8) Roll Out RVR ‘ 250 Sep. 1980 - June 1981 :
S (7 RVV-700 : T20 Mar. 1981 - July 1981 A
\ (8) PFS-3 (version 2) FSM Mar. 1981 - Apr. 1981 )
- (9) Skopograph (dual-baseline) 1200 Mar. 1981 - June 1981

- (10) Skopograph (dual-baseline) 164 Mar. 1981 - Aug. 1981 K
> (1) Fs-3 (version 3) FSM May 1981 - June 1981 -
< (12) - Wright & Wright FOG-15 FSM June 1981 - Dec. 1981
- (13) RVR-500 (dual-baseline) 250 June 1981 - Dec. 1981

(14) RVR-500 (dual-baseline) 40 July 1981 - Dec. 1981

- (15)  PS=3 (version 4) FSM July 1981 - Aug. 1981

P (16)  Skopograph 720 July 1981 - Aug. 1981 .
N (17 Skopograph (modified) 164,720 Aug. 1981 - Dec. 1981 K
~ (18)  FS-3 (version 5) FSM Sep. 1981 - Dec. 1981 '

1 CEILOMETERS "
:5 (19) Impulsphysics LD-WHL Jan. 1981 - Apr. 1981 :
", (20) Rotating Beam Mar. 1981 = Dec. 1981 k
o (21) Weathertronics June 1981 - Dec. 1981 -

SPor transmissometers.

»
LA SO

- AR

3.1.1 Tasker RVV-T00 Transmissometer

A transmissometer operates by projecting a narrow beam of 1light
horizontally through the atmosphere. The light intensity is detected by
ﬂ; a receiver located a distance b (the baseline) away. When the
> visibility is reduced, the amount of 1light reaching the receiver
decreases. The receiver field of view is very narrow 1) in order to

-,
-
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avoid detecting any light which has been scattered out of the projector
beam, and 2) to minimize the detection of background sunlight. A
transmissometer with a given baseline can only measure over a certain
range of visibilities. If the visibility is too high, the loss of light
from the beam is too small to be measured. Conversely, if the
visibility is too low, no light will reach the receiver. Because AWOS
systems need to measure higher visibilities (5 miles) than currently
measured at airports (1 mile maximum), they must use much longer
baselines than the 250 feet now used at airports for measuring Runway
Visual Range (RVR).

The Tasker RVV-700 transmissometer (see Figure 3-2) is a value-
engineered version of the Tasker RVR-500 transmissometer which is
currently employed by the FAA to measure RVR. An RVV-700
transmissometer was installed at the FAA sponsored test site in Arcata,
CA between March and June of 1981. A 720-foot baseline was employed and
the projector and receiver were installed on 5-foot posts. As a
reference standard, an ARVR-SOO transmissometer was installed on a
parallel 720-foot baseline at a height of 16 feet.

Automatic background light measurements were performed on the RVV-
700 during its first month's operation. They were then discontinued
because of incompatibility with the preliminary AWOS interface being
used. Later in the tests the proper digital interface described in
Section 4.4.1 was tested. Manual background measurements on both the
RVR-500 and RVV-700 were made in conjunction with the maintenance
(window cleaning) and calibration operations which were scheduled every

four days.

The Arcata data showed reasonable agreement between the two
transmissometer models. However, the absolute accuracy of the RVV-700
could not be assessed because the major sources of error (window
contamination and background light) were strongly correlated for the two
instruments. The Arcata installation and results were examined by the
test team, with Charles Douglas as a consultant, and five modifications

to the RVV-700 were recommended:
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AN 1) The elevation of the unit should be raised to 8 feet above the
.‘-'::.‘..; ground to give a more representative measurement.
', - 2) A baseline of 1000 feet should be employed, if possible, to
\ improve the accuracy of the measurement.

:::::': 3) The background light level should be reduced.
j?::::: y) The projector window should be protected from contamination
_\‘_ with a longer hood.

-.‘::-_: 5) The window surfaces should not be cleaned but rather allowed
:_:',;:E to reach an "equilibrium™ level of contamination.

|

N 3.1.2 Wright & Wright FOG-15 Forward-Scatter Meter

2
:s' Forward-Scatter Meters (FSM) operate on a different principle from
._:tj transmissometers. Instead of measuring the amount of light lost from a
_ beam, they measure the amount of light scattered out of a beam into a
::.-}‘: specific range of scattering angles. If the light scattered into all
:'_f:j: angles were collected, the two measurements would be equivalent
-: (neglecting absorption). Since collecting light from all angles has
. proved to be impractical, forward-scatter meters select a range of
:;;:'_:j angles (typically 20 to 50 degrees) which gives reasonably consistent
\ results no matter what type of particle is causing the scattering.

Forward-scatter meters have many practical advantages over
L transmissometers:

‘~.‘_: 1) They can measure a larger range of visibilities.

2) They are less affected by window contamination.

s 3) They can be mounted on a single inexpensive post.

.:_‘_§ 4) They are less expensive to buy and maintain.
"-j All of these advantages come at the cost of two disadvantages:

' 1) The FSM calibration may depend upon the obstruction to vision
A (e.g., rain, snow, or fog).

J-. 2) A FSM averages over a smaller portion of the atmosphere and
::jfzj thus may at times provide a less representative measurement of
.; visibility t‘gr a given averaging time.

2
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N
:'-:_:'..-_‘. The Wright & Wright FOG-15 forward-scatter meter (FSM) (see Figure
= 3-3) was developed as a low-cost simplified version of the EG&G 207 FSM,
‘ . which has been used by the Air Force as a research instrument for the
:_j::':':: last decade. It functions in much the same way, using a chopped
'_‘Z\j,'.; incandescent light source and a similar scattering geometry.
R
Two types of FOG-15 instrument deficiencies were identified in the
:ii; 1981 Arcata Tests:
::.::'\{ 1) An excessive variation in the response of the instrument
S compared to a colocated EG&G 207 FSM (later traced to a severe
'\’1-_‘ variation of calibration with line voltage).
_:'E 2) An instability in the zero level of the sensor output.
2o
« _ In addition to instrumental problems the FO0G-15 is also subject to
3::25_'. the two generic 1limitations where the response of a forward-scatter
meter may be inferior to that of a transmissometer:
C i 1) For the same averaging time, the spatial average measured by
'-:\.::1: the transmissometer may yield somewhat more representative
‘ values of visibility. Two or more FSM's may be needed to
:’::::E: produce a comparable spatial average.
. 2) Forward-scatter meters tend to read lower visibility in rain
:-f:'_z: than a transmissometer by as much as a factor of two.
::?-j: Calculations of the effect of rain on human vision indicate
ﬁ.-ii: that the transmissometer response is more appropriate. (See
O3 Appendix F.)
5
:-:g The operational significance of these limitations has not been assessed.

¢ 3
& 3.1.3  Impulsphysics LD-WHL Ceilometer |
AR
: The Impulsphysics LD-WHL ceilometer (See Figure 3-4) measures the
-f:::'\" distance to a cloud with a short infrared light pulse from a diode
.;} laser. It processes the return signal in two ways:
o 3-9
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FIGURE 3-3.

WRIGHT & WRIGHT FOG-15 FORWARD -SCATTER METER
(a) FOG-15

(b) FOG-15 with CALIBRATOR DISK INSTALLED
(c) PROJECTOR

(d) RECEIVER
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FIGURE 3-4. IMPULSPHYSICS LD-WHL CEILOMETER
(a) ALONE
(b) WITH ROTATING BLAM
CEILOMETER RECEIVER IN TOREGROUND
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::.:'_:‘ 1)  Direct Mode: by clocking the time until the return pulse, and

'- = 2) Averaged Mode: by averaging the return signal during a

) specified range gate which is slowly scanned over the range of
N ,, the instrument (5000 feet). Each scan lasts for 15 seconds.
:j'.-' The performance of the LD-WHL unit tested at Arcata was found to be
satisfactory only to a range of 2000 feet, rather than the maximum range
s of 5000 feet. This degradation in performance was subsequently traced

to beam misalignment caused by wedged windows. The Arcata unit was also
programmed for nonstandard sensor operation:

j:j:.yj 1) One rather than four measurements per minute, and

:?{;;I 2) Direct mode disabled.

Standard operation is required.

o 3.2 1982 AWOS SENSOR TESTS

el

‘- ' As a result of the Arcata Tests, the following sensor modifications
:EI‘_::E were made:

e

.",‘:'.:j 1) Flat windows (not wedged) were installed in the LD-WHL to
-.‘. improve reduced sensitivity above 2000 feet. The standard
ﬁ.' sensor operation (direct mode and four measurements per
:::; minute) was restored.

:.'." \ 2) The RVV-700's projector shield and mounting height were

modified and the use of a longer base line (1000 feet) was

:-'., adopted to improve resclution.

I\ 3) The FOG-15 was modified to reduce inherent instabilities and

":J sensitivity to RFI.

T

A The goals of the 1982 AWOS sensor and system tests were to validate
o the performance of the modified sensor to verify that the ARTAIS
N ::V_‘ Weather-Check system will operate satisfactorily with either of two
'.'_»::_ visibility sensors, the Tasker RVV-700 and the Wright & Wright FO0G-15,

.r ) and with the Impulsphysics LD-WHL ceilometer.

20 ' 3-13
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3 1} In addition to establishing sensor performance and operaﬁional
verification, the interface of the sensors to the Artais AWOS processor
was also to be verified. Although the sensor reporting algorithms
contained in the processor software were not to be examined directly, it
was anticipated that they would be checked in factory tests and in the
evaluation of the field measurements.

The primary focus of the 1982 tests was to fill in the information
not available from the earlier Arcata tests. In particular, the
adequacy of sensor modifications in eliminating earlier problems was to
be assessed. Data missing from the earlier tests were recorded,
specifically the output of the Tasker hVV-7OO computer and all the
inputs to the Artais AWOS processor.

In order to take advantage of existing test data from Arcata, Otis,
N 4 and Sterling and to meet the short time frame of the evaluation, the
"}Q{ test responsibilities were divided between the National Weather Service
e (NWS) Test and Evaluation Division at Sterling VA and DOT/TSC in
e Cambridge, MA. The ceilometer testing was conducted by the NWS at
Sterling while the visibility sensor testing was conducted by TSC at the
nearby AFGL Otis test site. The Artais AWOS field verification was also
conducted at Otis, using one of the ceilometers tested at Sterling. The
factory tests of the Artais software were performed by the NWS.

3.3 ACCEPTANCE CRITERIA
3.3.1 Visibility Sensors

Appendix A presents the issues involved in developing realistic
acceptance criteria for visibility sensors. Because the 1980 accuracy
standards are unattainable, an alternative set of T"achievable
!5;; accuracies"” has been proposed for AWOS systems. These AWOS "achievable
:f . accuracies"” have been adopted, with minor changes, as the pass/fail
.,'.11;.;1; eriteria for these tests. The following AWOS visibility reporting
: values (miles) are specified: 1/4, 1/4, 1/2, 3/4, 1, 1 1/4, 1 172, 2, 2
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172, 3, 3 172, 4, 5, 5. The basic accuracy requirement is that the
reported visibility from the test sensor be within one reporting
increment of the "standard" sensor at least 90 percent of the time.
During precipitation (e.g., rain or snow) readings two increments low
are allowed.

’ In the pass/fail evaluation of the current tests two changes wers
made in the "achievable accuracy® standards:

1) The reporting value of 3-1/2 miles was eliminated.
2) A different standard sensor was used.

The reporting value of 3-1/2 miles has never been required
previously. This value also produces the most stringent requirement on
sensor accuracy as is shown in Appendix A. The elimination of the 3-1/2
mile value thus leads to a more easily achieved standard that 1is
consistent with current operational practice. Table 3-2 shows the
effect of eliminating the 3-1/2 mile value on the required sensor error
for two error models. It shows the sensor accuracy needed to meet the
requirement that 90 percent of the sensor reports lie within one
reporting increment of the report from standard sensor. The numbers in
Table 3-2 allow sSensor accuracy measurements to be related to the
pass/fail criteria even when the amount of data is too small to produce
satisfactory statistical information. For example, if the 100-percent
calibration of a 1000-foot transmissometer drifts more than 5.0 percent,
the sensor will fail the accuracy test no matter whether the 3-1/2 mile'
value is included or not. Because other sources of error (e.g.,
background light) add to the error due to calibration drift, the amount
of calibration drift allowed 1s actually less than the value in Table 3-
2.

Defining a high visibility "standard™ has proved to be a
fundamental problem in evaluating visibility sensors. The AWOS
achievable accuracy standards specify a laser transmissometer as the
standard. Unfortunately, the FAA laser transmissometer used to
calibrate transmissometers cannot operate on a 1000-foot baseline

3-15
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TABLE 3-2. EFFECT OF THE 3-1/2 MILE REPORTING ’
VALUE ON REQUIRED SENSOR ACCURACY

AL LAY
P
" ¢ 1

5

ERROR MODEL INCLUDE REMOVE

FRACTIONAL STANDARD <.1l4 <.19
DEVIATION

o TRANSMISSOMETER

R 100 PERCENT

o CALIBRATION DRIFT:

"-\:_x

-~ 1000~FOOT BASELINE <3.6% <5.0%

e ‘2 s

750 FOOT BASELINE <2.7% <3.7%
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without major modifications. Instead, the standard United States
transmissometer, the Tasker Model RVR-500, mounted on a 1000-Foot
baseline was adopted as the "standard" sensor. Originally it was

planned to use an EG&G 207 forward-scatter meter to correct the 100-
percent setting of the "standard"” transmissometer on a daily basis.
Such an approach appeared to be feasible on the basis of earlier
studies. Instead it ;as decided to use the 1000-foot baseline RVR-500
directly while relying on daily window cleaning and calibration checks
to maintain accuracy. This approach is simpler and avoids concerns
about the response of forward-scatter meters at high visibilities.

3.3.2 Ceilometers

The AWOS ceilometer pass/fail criteria are taken from the same AWOS
sensor "achievable accuracy®™ specification document adopted for
visibility sensors. The requirements are:

1) Measure up to 5000 feet for visibility greater than 3 miles
with no precipitation.

2) Accuracy of + 100 feet up to 1500 feet.

3)  Accuracy of + 10 percent to 5000 feet.

4) Capable of measuring to 3000 feet (with a 50 percent cloud
detection probability) in moderate rain.

The natural reference "standard" for ceilometers is the rotating beam
ceilometer (RBC) which 1is currently deployed at airports. Any
ceilometer performing as well as the RBC would be considered acceptable.

The cloud-height measurement accuracy is not a real issue for laser
ceilometers. Because they rely on electronic timing to determine the
height, their range accuracy should be limited only by how well the
cloud base is defined. Thus, the intrinsic height accuracy of a laser
ceilometer is better than that of the RBC. Measuring the range to hard
targets could be used to check the timing accuracy of a laser
ceilometer.

3-17
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The cloud detection sensitivity is the primary evaluation question
for laser ceilometers. The NWS reporting algorithm relies on the cloud
detection probability to determine whether a layer is scattered, broken,
or overcast. If the ceilometer misses clouds, the resulting layer
report can mislead a pilot by telling him that cloud conditions are
better than he will actually experience.

3.3.3 Interfaces

The following requirements were defined for AWOS interface
acceptance criteria.

1) The interface shall not degrade the sensor accuracy.

2) The interface must pass on all sensor self-check and failure
information.

3) Interface failures must be detectable by the AWOS processor.

3-18
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4, TEST DESCRIPTION

The decision to proceed with the final portion of the test program
was made at the beginning of February 1982. This chapter of the report
describes the final six months of the project. The data collection
effort reported here was terminated in mid July. The test site layout
is shown in Figure 4-1. ’

4.1 VISIBILITY SENSORS

The AFGL Weather Test Facility (WIF) at Otis Air National Guard
Base (ANGB) was selected for several reasons:

1) The Air Force routinely collects data from a large anumber of
weather sensors including many EG&G 207 forward-scatter meters and
two transmissometers with RVR-500 electronics (300~ and 500-foot
baselines).

2) Three of the five participants have offices nearby in
Massachusetts.

The routine data collection at the Otis WIF consists of one minute
sensor averages (stored on the Modular Automatic Weather System (MAWS)
magnetic tapes) and 24 hour surface observations taken at the Otis tower
which is one mile from the test site. The MAWS tapes are recorded
simultaneously at Otis and via telephone link at the AFGL home office at
Hanscom Air Force Base. The Otis tapes serve as a back up and were
furnished to TSC for analysis.

The visibility sensor data on the MAWS tapes are sampled every 12
seconds and averaged for one minute, This data recording format was not
complegely compatible with all the needs of the AWOS sensor tests.
Consequently, two additional data recording systems were installed for
specific purposes. Nevertheless, the MAWS tapes furnished the primary

data for evaluating visibility sensors.
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5

4.1.1 Tasker RVV-700 Transmissometer

:.-:. ‘ The RVV-700 visibility system consists of a projector, a receiver,
'-: and a computer. The receiver signal consists of a pulse rate
\‘:‘ proportional to the detected light intensity (4000 pulses per minute
=~ corresponds to 100-percent transmittance). The computer counts the
. signal pulses for 45 seconds and converts the count to a reporting
.::E', visibility value by means of look-up tables. A day/night detector is
‘3.\ used to select the proper table. The visibility value is output as four
“:‘:l:: parallel bits. Table 4-1 shows the reporting values supplied in the
- test unit algng with the breakpoints between the values and the
;E'.j;zﬁ corresponding extinction coefficient (See Section 5.1). One should note
':'.;_«j: that the Tasker computer reports an extra value (1-3/4 miles) not
* included in the AWOS "achievable accuracy" standard. The RVV-700
"} computer checks the background signal by turning the projector lamp off
for about a minute every hour. The last background count is subtracted
e from the data count before the reporting visibility value is generated.

. . 4.1.1.1 Installation

2

.:.:: Tasker RVV-700 and RVR-500 transmissometers were installed on
::f::: parallel 1000-foot baselines (actually 960 feet to eliminate underground
.' ) cable splices). Figure 4-2 shows the sensor layout. Table 42 shows
| :j'.: the height above ground levél of all sensors and the measured
J.‘;_', transmissometer baselines. The RVR-500 baseline was produced by adding
- an additional receiver to the existing 500-foot baseline. The RVV-700
o was displaced about 100 feet to the side in order to secure a clear path
e past small trees, bushes, and the other sensors.

The 1000-foot RVR 500 receiver was mounted on a standard Air Force
"o tower of approximately l12-foot height, which was installed on a
. . foundation consisting of four 18-inch diameter concrete columns resting
l‘f:. on a six-foot square, one-foot thick concrete slab buried five feet

{-':: . below the ground. The RVV-700 foundations were much less massive.
-_:‘;?_: Tasker recommends that the foundation be produced by using an auger to
o

SO
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s
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;" TABLE 4-1. RVV-700 REPORTING VALUES j
- AND BREAK POINTS |
- '
ﬁ
- CODE VISIBILITY (mi) VIS. BREAR PT. O (day) _O (nite) ]
" 0000 <1/4 :
e 7/32 82.4 205.0 :
2 0001 1/4 72.1 176.0
: 3/8 48.1 110.6
o 0010 < 1/2 36.0 79.4
ol 5/8 28.8 61.3 ]
2 o011 3/4 24.0 49.6
B 7/8 20.6 41.4
L 0100 1 18.0 35.4
L 11/8 16.0 30.8 !
bR 0101 11/4 14.4 27.2
< 1 3/8 13.1 26.3
\ 0110 11/2 12.0 21.9
N 15/8 11.1 19.9
{5& 0111 13/6 ' 10.3 18.2 ]
o 17/8 9.61 16.8
= 1000 2 9.01 15.5
e 2 1/4 8.01 13.5
o 1001 2 1/2 7.21 11.9
- 2 3/4 6.55 10.6
= 1010 3 6.01 9.52
= ' 31/4 5.54 8.64
< 1011 31/2 5.15 7.89
o 3 3/4 4.81 7.25 3
> 1100 4 4.50 6.69
1 4 1/2 4.00 5.79
o 1101 s 3.60 5.08 :
o 5 1/2 3428 4.51 '
- 1110 >5
‘h 1111 Overrange
20 l
..; )
- ;
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S TABLE 4-2. SENSOR HEIGHTS AND BASELINES
b3
3 SENSOR COMPUTER NAME HEIGHT (ft.) BASELINE (ft.)
N 1000-Foot RVR 500 RVRS 11.5% 13.0%# 975

¥ 500~-Foot RVR 500 T500 11.5% 12.3%* 498
P 300-Foot RVR 500 T300 11.5% 11.0%% 297
oSN 1000-Foot RVV-700 RVV? 8.7% 8.7#% 962

RN EGSG 207 X10 9.9

Y
£{e EGSG Y10 9.5

s FOG-15 (SN 015) FG15 11.3

o . POG-15 (SN 003) FG16/FGL5*#+ 9.8

.
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drill two 18-inch diameter holes down to two feet below the frost line.
The soil between the holes is to be broken out and the holes filled
directly with concrete. Securing a contractor to install the sensor
foundations was difficult; only one company, located approximately 80
miles away, was found to be willing to take on the Jjob. Since the
contractor did not have access to an auger, he used a back hoe to dig
the foundation. A hole six-foot deep with a single bucket width (24-
inches) was dug. One end was approximately vertical and the other
sloped. The top four feet of the foundation were defined with a two-
foot by three-foot plywood form which was removed after the concrete had
hardened. The bottom of the foundation was cast directly against the
soil which was kept as undisturbed as possible.

The sensor signals were connected to two Data Acquisition Systems
(DAS) which record signal voltages. The first, the AFGL MAWS systen,
samples its inputs every 12 seconds and records one-minute averages.
The second, a Fluke Model 22U0B was synchronized with the counting gates
of the RVV-T00 computer. It records U5-second averages of the sensor
signals 1listed in Table 4-3. The transmissometer data pulses are
converted to dec voltages by a circuit which counts for a specified time
(12 or 45 seconds respectively for the two systems) and then latches the
count into a digital-to-analog (D/A) converter. The digital output
signals (4 visibility bits, day/night, data valid, and failure) from the
RVV-T00 computer are recorded on the Fluke DAS by using a D/A converter.

All the transmissometers were operated with automatic background
measurements. The background checks for the RVR=500 transmissometers
were synchronized with that of the RVV-700. Because the standard U5-
second background duration is too short to allow measurement with the
MAWS DAS, the background duration was increased to 3.4 minutes. This
extension of the RVV-700 background check causes the RVV-700 computer to
report a failure for a period after each background check. The voltage
indicating a background check was recorded on both data acquistion
systems,
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TABLE 4-3, CHANNEL ASSIGNMENT FOR FLUKE DATA ACQUISITION SYSTEM
CHANNEL SENSOR

1000-Foot RVR 500
1000-Foot RVV-T00
RVV-TO0 Computer

FOG-~15 (SN 003)
Background Check Voltage
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a2 4.1.1.2 Maintenance Strategy
i The usefulness of a visibility sensor for an unattended AWOS
. requires a long period between maintenance and calibration visits. As
::lf:; ’ recommended by Tasker, a 30-day calibration cycle was established.
- Instead of cleaning the windows, they were allowed to reach an
X equilibrium level of contamination. After each thirty day period the
, 100-percent transmittance level was reset on the basis of the observed
:I'-jzﬁ maximum transmittance on a stripchart recorder. In particular, the
" transmittance should read 100 percent Just after a frontal passage with
o precipitation.
In contrast, the 1000-foot baseline RVR-500 was maintained
'I"_-l intensively as a standard. The windows were cleaned daily and the
calibration adjusted whenever it appeared to be necessary.
"
i 4.1.1.3 Chronology
w
( The RVV-700 was installed in April. Installation was delayed by a
‘::;:: ‘ misdirected air freight shipment and a freak April snow storm. When
..:'.i: first installed the RVV-T00 performed poorly. Setting up the metering
;::::: circuit of the unit was not possible because of improperly installed
- lightning protection circuitry. The measured transmission exhibited a
'.: 40-percent diurnal variation. Tasker personnel cleared up the problems
\E‘{ the week of May 12 by changing the lightning protection, repairing a
*;‘,E poor lamp connection, and swapping in a new pulse amplifier card in the
receiver.
:_. The installation of the RVR-500 1000-foot baseline was delayed by
f:.-: missing pieces in the receiver tower. The problems experienced with the
:' RVV-700 allowed both transmissometers to begin test operation at the
same time (May 17). On May 14, the RVR-500 lamp was changed to correct
X ",} a severe overshoot which followed each background check. The initial
:" transmissometer calibration was performed on May 17, 1982. The
P calibration was basad on an estimate of 15 mile visibility which
" corresponds to 96 percent transmittance on a 1000-foot baseline (98
::::'_ 4-9
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percent on a 500-foot baseline). The transmissometers were set to read
the appropriate count rate plus the measured background rate. The RVV-
700 windows were cleaned for the last time.

The alignment of the RVV-700 was observed to have shifted on May
31. The system was realigned three times during the first month of the
test period. The observed loss in transmittance due to misalignment was
35%, 39% and 12% on June 2, 9 and 18 respectively. The misalignments
occurred during a period of heavy rains after a two month spell of very
dry weather. The area of_ backfill around the RVV-700 receiver settled a
number of inches during the rainy period. The direction of the
foundation shift was toward the sloping side of the hole, which had to
be backfilled to the full six-foot depth.

At its time of first recalibration (and realignment) on June 18 the
RVV-700 had lost 6 percent in its 100-percent transmittance setting,
when compared to the RVR-500 which was calibrated several times and had
its windows cleaned every day. Five percent of this loss had occurred
by May 25.

Just before the recalibration on June 18, the RVV-TO0 began to
exhibit a background level instability which was traced to moisture
which had leaked into the receiver electronics housing through an
inadequate seal. The problem was rectified on June 23 when the seal was
repaired and a bag of dessicant was installed in the housing. The
second recalibration of the RVV-700 was done on July 2! on a very clear
day following a storm. The recalibration was made difficult by the
failure of the meter in the projector electronics package. No change in
the 100-percent setting was needed. The receiver was realigned with a
gain in 100-percent setting of less than one percent. Midway during the
second month's operation the RVV-700 projector was realigned and gave a
3 percent gain in 100-percent setting.

The 1000-foot baseline RVR=-500 needed no changes of alignment

during the first month's operation, apart from projector adjustments
when the lamp was changed. The July 21 calibration showed that the
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1000-foot baseline RVR-500 receiver had finally drifted out of
alignment. Realignment produced an increase of 6 percent in the 100-
percent setting. Since the alignment had been checked frequently, it is

likely that the rainy period preceeding the realignment was responsible
for this shift.

4.1.2 Wright & Wright FOG-15 Forward-Scatter Meter

At the beginning of the final six month test period an unmodified
FOG-15 unit (SN 003) was operating at Otis. The unit tested at Arcata

(SN 004) was returned to the Manufacturer for modifications to correct
two deficiencies.

1) An excessive variation in the response of the instrument
compared to a colocated EG&G 207 FSM.
2) An instability in the zero level of the sensor output.

4.1.2.1 Modifications

The excessive signal variation was traced to a severe line voltage
dependence in the calibration of the instrument. Factory tests showed a
factor of two variation 1in the calibration as the line voltage was
changed from 100 to 130 VAC. The source of this variation was the
voltage dependence of the light chopping frequency which is generated by
an induction motor. The change in frequency leads to phase shifts in
the synchronous detector used to extract the chopped signal from the
background noise. This problem was solved by introducing identical
phase shifts into the reference signal for the synchronous detector. A
unit (SN O04) with this modification was installed at Otis on 2/23/82.

The unstable baseline problem persisted in this modified unit and
was traced to radio frequency interference (RFI) at the Otis site, a
problem which does not exist at the Wright & Wright factory in Oak
Bluffs, MA. On 3/12/82 an RFI power line filter was installed and a
signal line exhibiting minimum RFI was selected. The zero stability was
notably improved although it still exhibited some problems.
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On 4/13/82 a new unit (SN 015) was installed which had a number of
additional modifications. The cable input to the instrument was
modified to permit proper installation of the power line RFI filter.
The internal components of the instrument were grounded and bypassed to
minimize the sensitivity to radiated RFI. In addition, the chopping
frequency was increased to improve the rejection of background 1light
signals. This unit was operated for the duration of the test period
except for two weeks at the beginning of May when it was removed for
testing at the Calspan environmental chamber because of a prior Air
Force commitment. After it was brought back to Otis it developed a zero
instability for two weeks. The zero level was adjusted on May 26. The
instability persisted until May 27 when the unit stabilized with a zero
offset of 36 mV which remained constant until July 9 when the unit was
returned to the factory for evaluation. The problem appeared to be
caused by poor wiper contact on the zero potentiometer. The
manufacturer plans to switch to a higher quality component for this
critical adjustment. The observed zero shift corresponds to a 50-

‘percent error at 3-mile daytime visibility, which 1is unacceptable. An

additional FOG-15 unit (SN 003 with the same modifications as SN 015)
was installed on May 25. In addition to the usual voltage output, this
unit was also equipped with a frequency modulated current output for
interface to the Artais AWOS systenm.

4.,1.2.2 Calidbration

The POG=15 units constructed to date are equipped with a rotating
filter wheel in front of the detector. The calibration procedure
consists of installing a translucent-plastic scattering disk into the
scattering volume and rotating a neutral density filter (N.D. 3.0; i.e.,
x1000) in front of the detector in order to reduce the signal to a
manageable level (see Figure 3-3). If the scattering disk and the
neutral density filter are stable in time, any drift of the unit can be
checked.
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X This FOG-15 calibration procedure does not allow a unit's
{‘ . calibration to be referenced to a standard because of variations in the é
% actual attenuation of nominally identical neutral density filters. Late
‘;: in the test program the internal neutral density filter was referenced
. ) to a standard filter which can be installed in any unit. The absolute
calibration of the standard disk and filter is obtained by measuring the )
output of a unit which has been calibrated against a transmissometer.

On July 9 the calibrations of three FOG-15 units (SN 3, 4, 15) at
Otis were checked with the standard disk and filter as well as an older
disk and the internal filters. The results are shown .in Table 4-U, .
Both voltage and frequency outputs were checked. Enough measurements E
are included to test the consistency of the calibration technique. The ;
ratio of the signals from the two scattering disks should be the same 2
for all units and filters. Likewise, the ratio of the signals from the
internal and standard filters should be the same for both scattering
disks. The results in Table U4-2 show a calibration consistency of about
6 percent.
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On July 16 the calibration of unit SN 015 was rechecked at the
factory and found to show a 25-percent higher voltage. This change was
traced to a decreased response at high temperatures because of leakage :
in the diodes used to clip noise in the signal processing electronics. R
The problem was corrected and unit SN 015 was reinstalled on July 22. R
This change could conceivably affect the noise rejection capability of X
the unit. The rain response may also be affected since the large signal ;
spikes from individual rain drops may have been suppressed by the soft 1
ij- clipping. No data from this unit have been analyzed since additional '
-, sensor changes are pending.

RSl RN N
-

The calibration data in Table U4 for SN 003 and 015 were measured
on a hot day with strong solar heating, and may therefore be affected by -~
the femperature problem. The SN 004 measurements were made inside the i
WIF building and are probably valid. Calibrations made under cool
conditions (and with the new olipping for SN 015) on July 22 or 23 are
also shown in Table U-l. The calibration for SN 003 was consistent at .

p 4-13
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s TABLE 4-4. ABSOLUTE CALIBRATION
y OF FOG-15 (7/9/82)

) SN= 003 004 015
- DISK FILTER | V £(Hz)| V £ (Hz) v
s — — - - -

>

R oLD INTERNAL | 0.349 1.121 1148 0.450

o 0.346%* 400 0:543%%

_ 0.351%#

N
o= oLD STD. 0.369 538 0.225
A Sl
oA STD.  INTERNAL | 0.902 2.72 2663 | 1.028
ol STD., STD. | 0.926 1256 0.493
N ZERO 0.001 0.019 38.1 | 0.036
2 0.005*  94.8% 0.020%* 0.005%*
e DISK RATIO:

ALy STD./OLD
e INTERNAL | 2.59. 2.45 2.36 | 2.40
S STD. 2.51 2.44 | 2.42

FILTER RATIO:

STD./INTERNAL
OLD 1.06 0.45 | 0.46
STD. 1.03 0.46 | 0.49

*July 16, 1982
*=2July 22 or 23, 1982
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all times while that of SN 015 shows the difference mentioned above.
The data for the standard disk and the standard filter can be used to
check the relative response of SN 003 and SN 015 which have been the
test units at Otis. The response ratio of 003 to 015 is 1.74 which is
close to the nominal value of 2.00. The gain of SN 003 would have to be
multiplied by a factor of 1.15 to be equivalent to that of SN 015,

The calibrations of the voltage to frequency (V/F) converter can be
determined from Table 4-4., They are 895 and 990 Hz/volt respectively
for SN 003 and 004. The nominal calibration is 1000 Hz/volt.

4.2 CEILOMETERS
4.2.1 NWS Data Collection

In PFebruary 1982 considerable data had been collected at the NWS
Sterling VA test asite on two laser ceilometers: Impulsphysics LD-WHL
and ASEA QL 1211. The LD-WHL unit had been modified to rectify the
problems discovered in the Arcata tests. The wedged windows were
replaced with parallel-surface windows and the standard operation was
restored. An additional modified LD-WHL unit was moved to Sterling for
side-by-side testing of two units. These units were later used for the
attenuator tests described below. Finally the second LD-WHL was moved
to Otis at the end of April to be interfaced to the Artais AWOS.

The Sterling ceilometer data acquisition system recorded cloud hit
data from the three laser ceilometers on magnetic tape cassettes. Cloud
hits from a reference rotating beam ceilometer were generated by two
different electronic circuits and also stored on the cassettes. The
data system generated real-time printouts of cloud hits from each
ceilometer on a minute by minute basis.

A report evaluating the Sterling Ceilometer data was prepared in
March 1982 and is attached to this report as Appendix B. The response
of the laser ceilometers under various conditions (clear, rain, snow,
fog) and for various cloud heights was observed. The evaluation used
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'.:j:ll-ﬁi the Dulles airport surface observations (several miles away) to
determine the visibility and obstruction to vision. The printouts
- rather than the data cassettes were used for the cloud hit data. The
'j-i}_ printouts contain only one 1line each minute and therefore cannot
\ indicate how often hits are missed. The results of this NWS report will
- be discussed in Section 6.3.
NN 8.2.2  Attenuation Test
0oy
v
One of the fundamental characteristics of a laser ceilometer is its
. capability of penetrating obscuration (fog, rain, snow) to detect a
e cloud. The NWS reporting algorithm requires a cloud-hit probability of
:_-\’ at least 60 or 70 percent for visibilities of 1-1/2 or 2 miles. The
f:'.:: practical upper range of a ceilometer is set by this requirement.
A 4o
, The effect of obscuration on a ceiling measurement is, to reduce
-.(\ " the intensity of the signal returning from a cloud. This effect can be
-{-‘-. simulated by inserting attenuation into the ceilometer beam. A
C comparison of the cloud-hit probability with and without the attenuation '
:‘ ' under unobscured conditions can be used to determine the "excess™ signal
:"\ avallable to penetrate obscuration. The attenuation would be adjusted
,:'-"_'.3 until the cloud-hit probability dropped to the minimum acceptable value.
-'- It is important to use real clouds for this measurement since hard
j:.:-:: targets are unlikely to properly simulate the statistical variations in
,', cloud reflectivity. Appendix C describes a test of this technique.
:T'.j::, i
— The excess signal can be related to a w@minimum visibility ‘
;_.:j. requiremzent. For example, suppose a 5000-foot ceilometer is to operate |
j::_:ji'; in two-mile daytime visibility. If the visibility of two miles 1is
'.'.' uniform up to a cloud base at 5000 feet, the returning signal is reduced
':";: by a factor of 20. An "excess" signal of a factor of 20 would be needed
i to meet this requirement.
>
N
ISy
::::::
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A 4.3 HUMAN OBSERVATIONS

Surface Weather Observations are made 24 hours per day at the Otis
"\- . Control Tower one mile from the test site. Tower personnel made the
N observation forms available for copying at the end of each month. These
observations were used to 1identify obstructions to vision and ¢to
correlate with the output Jrom the Artais AWOS. The observations were
not used to evaluate sensors. The variation in human observations are

o far too great to allow a meaningful evaluation of sensor accuracy,
especially when the sensor and observer are far apart.

. 4.4 ARTAIS INTERFACE

Y The Artais Weathercheck ® AWOS system was installed in mid May.
The processor and recording equipment was installed in a trailer
"' belonging to TSC which was placed as shown in Figure 4-1. The wind
ek ) sensor was placed on a nearby 20-foot tower. The temperature and dew
point sensors were mounted at the 8-foot level. The Impulsphysiecs LD-
WHL ceilometer was located, as shown in Figure i-1, next to the receiver
s from the rotating beam ceilometer (RBC). The Artais AWOS was interfaced
to two visibility sensors (Figure 4-<1): an RVV-700 and a FOG-15 (SN
003). The Artais reports were output to a voice unit which could be
- called via telephone.

I b.4.1 Interface Definition

The Artais interface to the Impulsphysics LD-WHL ceilometer makes
use of the sensor's RS232 110 Baud serial ASCII output. Reports are
I generated every 15 seconds. The initial three characters of a normal
report are "?88#n: they are followed by one or two cloud heights. If any
failure 1is detected by the sensor self checks, one of the asterisks
changes to a letter indicating the nature of the failure. Failure
checks 1include laser power, receiver sensitivity and pbwer supply

:f-j ‘ voltage. In the case of a failure the cloud height fields of the report
'@
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:::::Z: may contain data on the failure. This interface format allows simple
‘ 2 failure detection. Interface failures are also easily detected by the
3_:: absence of a valid report.
s
._'.:,é The RVV~-700 interface consists of six parallel bits: 4 visibility
o bits (Table 4-1), 1 data valid bit, and a day/night bit. In addition,
o provision is made for the Artais processor to set all data bits to "I
'.‘-‘E'.: or "0" to check for stuck bits. The day-night bit is transferred as the
}1‘\. 110 VAC signal on the day/night switch. All others are made by means of
:'.:' optical isolation to avoid grounding problems. The RVV-700 computer
4 outputs two other bits which would be wuseful in an operational
0‘. environment: a failure bit and a computer-in-test-mode bit. The
.,.‘-f failure bit, although not necessary to ensure valid data, was
. interfaced midway through the test period. The RVV-700 computer checks
\ 5 for lamp or cable fajilures, as well as unrealistic signal or background
-r:_'é levels. Although the RVV-700 computer generates a new visibility value
'_f:\'_" every 49 seconds, the Artais processor samples only every minute. The
253 RVV-700 readings are averaged for 10 minutes as called for by the NWS
\ reporting algorithm.
\\* The Artais interface to the FOG-15 makes use of the frequency
.:j modulated current (10mA) output to drive an optical isolator. A
..' ‘ frequency-to-voltage (F/V) converter is used to generate a voltage that
‘ ::'_ is sampled every 10 seconds. The zero signal frequency of the FOG-15 is
-l::-: set to 100 Hz. The full scale signal (10 VDC) generates 10,100 Hz and
- corresponds to 500 10~'m"l (which is half the standard full scale
: response). The 100 Hz offset allows for failure detection. A frequency
jj below 50 Hz is considered to be a failure., The FOG-15 sensor checks for
'.-:: ‘ lamp or chopper motor failure and shuts off the frequency output. Cable
_:Eif: failures also generate a failure indication.
Y
‘ 3.5.2  Data Acquisition
Both raw and processed data from the test sensors were recorded in
a microprocessor-based data acquisition system built at TSC to record
D ceilometer data. It recorded the Weathercheck ASCII reports which were
0
2y 4-18
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sent to the voice unit every minute. The laser ceilometer ASCII outputs
occurred every 15 seconds. The RVV-T00 reports occured every Uu48.75
seconds. Both RVR-500 and FOG-15 data were averaged and sampled for the
same period. In addition, the transmissometer background check signal
was recorded. In other words the same visibility data recorded on the
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W Fluke DAS were also recorded along with the ceilometer and Artais data.

e In summary the data tapes contained:

s

:'-':j'.’-: a) Weathercheck reports

b) RVV-TOO computer output (RVV) (also day/night)

A e) RVV-700 raw data

N d) RVR-500 raw data

Ef:: e) Transmissometer background check indicator

= f) FOG-15 raw data

e g) LD-WHL cloud hit messages

Ny h) Day and time

D

N The ASCII messages from the ceilometer and Artals were listed on
printers. In addition, stripcharts of the WIF rotating-beam ceilometer

‘jx‘:: data were generated.

l‘._-'

- The interfaces of the sensors to the recording system were

) carefully designed to sense exactly the same data received by the Artais
\bs processor. The ceilometer RS232 signal was connected in parallel, The
J_::_;; visibility sensor signals were hooked up to series optical isolators.

‘ Completion of the Artais data recording installation was delayed
;: until mid June because of compatability problems with the Artais message
f::'_:: and because of needed debugging of the recording system, especially the
::‘_ZZif display which showed the data accepted by the microprocessor. The
2 amount of data recorded was limited. Some sensor interfaces were
1:.; damaged by lightning surges on two occasions in late June. The tape
r..; recorder failed on July 13. However, sufficient data were recorded to
_{.'.:: evaluate the interfaces. The Artais processor correctly reports data
':: A "missing” in the event of sensor or interface failure.
=
!:':w.'
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oy 5. DATA ANALYSIS

( .

::f{ ) 5.1 RELATIONSHIP BETWEEN VISIBILITY AND EXTINCTION COEFFICIENT

N

f:tf. The NWS visibility reporting algorithm uses the same equations to

relate visibility to extinction coefficient as are defined for Runway

-7 Visibility Value (RVV):

S Day: = 2.90/V (1

- Night: = (1n (.00336V)) /V  (2)

X

o

2-:1 where o is the extinction coefficient and V is the visibility. The day
:; equation corresponds to a 5.5-percent contrast visibility threshold.
' The night equation corresponds to the visibility of an omnidirectional
7_ 25 candela lamp. These equations are plotted in Figure 5-1 where the
-’\ value of extinction coefficient has been converted to the units used in
% this report: 10°' m™' or 1/10 im.
. - 5.2 Sensor Errors

o 5.2.1 Systematic Errors

> Because the sensors actually measure extinction coefficient, most
~ errors assume a simpler form when related to extinction coefficient
:; rather than to visibility. 1In particular, one can relate the measured
::: extinction coefficient 01 for sensor 1 to the actual extinction
«d

- coefficient 0 by the equation

- (3)
g, = Kjo + D,
;;; where K1 not equal to unity is a slope or gain error and D1 not equal to
-jl; zero is an offset error.
5.2.1.1 Porward-Scatter Meter

1

' A forward-scatter meter (FSM) generates an output signal
g - proportional to the extinction coefficient. The constant of
2

2.
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proportionality depends upon the lamp intensity, the geometry of the

optics, the receiver sensitivity, and, to some extent (e.g. in rain),
the obstruction to vision.

The primary question concerning FSM's is how well the constant K1 in
Equation 3 can be kept at unity. The offset D1
for a forward-scatter meter which uses a chopped light source. Only if
the background light fluctuations are large enough to cause clipping in
the electronics will a significant value of D be generated. Such
clipping generally occurs only under sunny conditions. It is usually of
short duration (a few minutes) and can be minimized by proper sensor

siting.

is normally very small

5.2.1.2 Transmissometer

The transaissometer is subject to errors in both slope (K) and
offset (D). The slope errors, in contrast to the FSM, are not likely to
be large. The first potential source of slope error is the use of light
outside the visible range. The extensive use of infrared light in U.S.
sensor's, both FSM's and transmissometers, could conceivably introduce
errors under haze conditions. A second potential source of slope error
in transmissometers is due to forward-scattered light being collected by
the receiver. This error leads to an overestimate of the visibility.
Forward-scatter errors are most troublesome for véry short baselines
where the receiver field of view must be large to include the full
transmitted beanm. One can show that the forward-scatter error
introduces a fixed percentage error in slope K if one considers only
single scattering and a fixed droplet size distribution. (See Appendix
E.)

For high visibilities the most important transmissometer error
involves the light setting corresponding to 100-percent transmittance.

Errors in 100-percent setting produce an offset D in measured extinction
coefficient, which can be readily calculated. The basic equation for
the transmissometer is:

-
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T = exp(- ob) (4)

where T is the transmittance, b is the baseline and o is the
extinction coefficient averaged along the baseline. This equation can
be rearranged to give

g ==(InT)/b. (5)

If "f" is the measured transmittance when there is no loss in the

atmosphere (T=1.00) (i.e.,f = the 100-percent calibration) then the
measured transmittance is

Tm = Tf. (6)

The measured extinction coefficient is obtained by combining Equations
2, 3, and 4:

Og= 0 = (Inf)/b. (7)

The offset is thus identified as
D = - (1nf)/b. (8)

Contributing to the 100-percent error are (1) window contamination, (2)
calibration error, (3) lamp drift, and (4) receiver drift. In state-of-
the-art transmissometers the drifts are relatively unimportant in
producing offsets. The calibration error can be important for long
baselines. Window contamination and calibration error are thus the
dominant sources of offset error.

The one remaining transmissometer error is background light, the
effect of which 1is not simply an offset or a slope error. Background
light produces an offset error for high transmittances but the error
increases for smaller transmittances.
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‘ 5.2.1.3 Least-Square Fit

{

:j::.; The fact that most sensor systematic errors can be described by
::ff{:f Equation 3 means that a linear-least-square fit to the measurements of
"::j'.; two sensors can be used to identify relative systematic errors. In this
case the extinction coefficient measurements of the two sensors, 1 and
o 2, are fitted to the equation:

2l

‘.u...n

.\\--.I -

01 = Kp% + Dy 9)

; where K12 will be the ratio of K1 and Kz and D12w111 be approximately D1
=D, for K, and K, near unity. This method yields an additional bonus
I that the residual error in 0, can be used as a measurement of the
::‘ ; sensor disagreement.

’ N

Lo

‘\- The least-square fit method will be 1illustrated by the fog event
ORI shown in Figure 5-2 which will be termed Event #1. This event was
f::: selected because the visibility is slowly varying so that sensor
J A comparisons should have relatively little scatter. Actually, Figure 5«2
_jfl':.- shows only part of the event which lasts from 2000 on 6/16 to 0709 on
e,

'~'}:',' 6/17. The airport surface observations were used to verify the lack of
Lo precipitation during this event.

Figure 5-3 shows extinction coefficient scatter plots for Event #1
comparing the measurements of the two 1000-foot baseline
transmissometers, RVV-700 and RVR-500. The dashed lines in the plots
correspond to + 15 percent disagreements. The solid line is the linear
least-square fit to the measurements. There 1is a considerable offset
"D" in this case and also the slope "K" is less than one. Table 5-1

TI-" contains the numerical information of the fit. The top line of the
'- table represents the fit plotted in Figure 5-3 (K=0.896, D=6.11). It
:_;:;, includes all the data points. The other lines in the table represent
}_.r least-square fits to selected ranges of the data. The extinction-
":’_ coefficient range is listed on the left and th# corresponding daytime-

r

visibility range on the right. These are the ranges for sensor 2 which
i is plotted on the X-axis of the scatter plot.
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RVV-700 versus RVR 500, 1000-foot Baselines. Note the
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The value of D=6 in the least-square fit of Figure 5-3 corresponds

to a value £=0.87 according to Equation 8. This loss of 13 percent in
the 100-percent calibration is consistent with the measurement two days
later of a realignment gain of 12 percent coupled with a recalibration
gain of 6 percent.

Figure 5-4 (a, c¢) shows the effect on daytime visibility of the
systematic errors shown in Figure 5-3. The large offset causes a big
error for visibilities above one mile.

The software for generating scatter plots allows for the correction
of systematic errors by means of the equation:

- Ggor = KO o g + D (10)
The values K = 1.1 and D=z -6.7 correct the RVV-700 data of Figure 5-3 to
give the results of Figure 5-5 which show no systematic errors. Table
5-1 shows the least-square fits for these corrections. Figures 5-ib, 4
show the corresponding corrected visibility plots.

5.2.2. Random Errors

Random errors in visibility measurements can arise from a number of
sources. The first is the intrinsic noise of the sensor. The second is
the statistical fluctuations which occur when there are few particles
within the sample volume sensed (relevant to rain and snow). The third
is spatial variations in the extinction coefficient. All random errors
can be reduced by averaging for a longer period of time. The second and
third source of error can also be reduced by averaging over a larger
volume of space.

The least-square fit method described in the last section can be
used to measure the randon.variation between two sensors. The residual

standard deviation (R.S.D) errors listed in Table 5-1 represent the

. N~ W)
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"\ variation in A which is not explained by Equation 3. Because the

( . variation tends to be a fraction of the extinction coefficient, it is

::g useful to divide the rms error of 0, by the mean value of 0qe The

j}i resulting fraction sensor 1 R.S.D. errors are listed in the second to

'EiQ last column of Table 5-1. This normalization also allows the

Y comparisons of rms errors for different sensors to be independent of

PR slope (K) errors.

%

3{32 5.2.3 Additional Analysis Techniques

s Fractional errors are more easily visualized on logarithmic scatter

;i¢} plots than on the linear plots of Figure 5-3,4,5. Figure 5-6 shows both

:}Eﬁ extinction coefficient and visibility plots of the same data. Again the

'53. ‘ dashed lines represent disagreements of + 15 percent. .The slope error K

:}_ causes the data lines to be displaced from the diagonal of the plots.

szj The offset error D causes the data lines to curve on the log-log plots.

:ﬁ: According to Equation 1, 3 and 8, the fractional error in

A . visibility or extinction coefficient be represented as:

1!

N (Va=¥)/Vg = (00g)/0 = (1n £)V/2.9b (11)

o _

) Since the 100-percent calibration errors (1lnf) are similar for all

!-'*: transmissometers, the fractional errors depend upon the ratio of the

::.: visibility to the baseline (V/b). Errors in background correction also
é; lead to fractional errors depending only on V/b. Figure 5-7 shows a
i plot of fractional error (Equation 11) versus V/b for the two 1000-foot

ji; transaissometers for Event #1. When the systematic errors are corrected

(Pigure 5-7b) the fractional error becomes almost independent of V/b.

1, b A
« PRI
P )

The implementation of the pass/fail criteria for this report
=" requires a comparison of the reporting values for the test sensor
compared to a standard sensor which is taken to be the 1000-foot RVR-500
transaissometer (termed "RVR5"). Table 5-2 shows the form of such a

Y SV
) ':'1 "1 \‘
FE R R

l\.

k

i~
a

f_:‘-; 5-13

...................




P A AR N oA A N

ARG N i R AL S S e | e L LA Sl e AR LA

®)

FIGURE S-6. LOGARITEMIC SCATTER PLOTS FOR EVENT #1.
RVV~700 versus RVR 500: NO CORRECTIONS:
(a) EXTINCTION COEFFICIENT; (b) VISIBILITY.

5~14

sgy r— r . r r ym——
RVV? zxr;?crxgg ,’:"
COEFFICIE
208 |- °§1/xlxn> RO
RVV? VS. RVRS 57 .
4 VS, 3 LY i
198 2 MIN AVERAGING ,
/')
sl II’I .
£
a°%s
A J
28 , .
V4
I’I’
‘ L VA 4
s y
[ II:’, -
- .
VAR 4
VA 4
z L l’l’
P OTIS TEST SITE
)7 YEAR: 1982
3 A DAYS: 6/16- 6/17 4
L"” HOURS: 28- 7
’.s l' ' . . - I 1 i 3 [ ]
5.8 1 2 S s 28 55 198 208 888
RVRS EXTINCTION COEFFICIENT (1/18KM)
(a)
‘. L L] L § L g LE ’
RVY? VISIBILITY 7L
(DAYTIME) S,
sl (MILES) L
RVV? VS. RVRS PR
4avs., 3 R
2 MIN AVERAGING AP
P 4
2+ . /I’ -
R
,’ IJ‘#
4
I' L
it P L, [P+4 -1
L F
Rt o
5.3 l’o';’ -
PR |
PR Y4
, ’
sy 7
5. OTIS TEST SITE
5.2 r ,55?,’ VEAR: 1982
’éo',' DAYS: 6/16- 6/17
56, HOURS: 28~ 7 .
'.l ‘: 5 2 § 4 g
8.1 5.2 8.5 1 2 s 1
RVRS DAYTIME VISIBILITY (MILES)




/v Bt i e o ".\ T '-;i,:"“;-' T Vemm s 7 |
e _
;-..‘:J " B B ¥ AJ L ¥
s 3 nmql NORMAL IZED
o ’ VISIBILITY
(LOGARITHMIC)
RVV7 VS, RVRS
4 VS, 3
28 | 2 MIN AVERAGING -
P W
[3 b 4 .
s et
¢ M . L T R
L] “. . -
(1] }.
- 0
o 4, b .
oT1s TRIT SITE
YEAR:
DAYS: 6/16~ 6737
HWOURS: 289-'7
-l . ;S 1 2 «g®y
’.2 7.8 1 2 S ¥ ey
RVRS VISIBILITY/BASELINEC(RVV?)
(a)
48 Pr———— - v T
4 U(FJi HORMALIZED Ki= 1,189
VISIBILITY Ol= -6.78
i (LOGARITHMIC)
RVV? VS. RVRS
4 VS, 3
W} 2 NIN AVERAGING 1
. . « L
.. Al L .. - ..-....'-‘
- .:.;: .. o o ' e "‘ . :. ‘.‘;..'j
. r"n.‘: et o o ° ... ) wet
s 2 4 . .. L ". .."".".n
9, e . * e - veq ®
oo . ., L * o‘. *
* L
“ o
-28 *
0T]S TEST_SITE
VEAR: ' 1o2
DAYS: 6/16- §/17
HOURG: 28- 7
-48 2 ' p— - i
5.2 g.% 1 2 5 18 |

RVRS  VISIBILITY/BASELINE(RVV?)

(b)

FIGURE 5-7. FRACTIONAL ERROR versus (VISIBILITY/BASELINE) FOR THE

TWO 1000-FOOT TRANSMISSOMETERS FOR EVENT #1.

5-15

IR N . o RS 1% .
- .._.:.-.._-_\:.._:_\ ‘_*- o _-‘-..",-\ o .1'\-*.'-' ._,,'\.__"p‘\. N (\5". >
R -a®

-

P R ‘4-‘..;.'\.._.-.'.
DR A R NS .\,‘:&*%J}f:’ P d 2"":._"..&! <




TABLE 5-2. REPORTING VALUE SCATTER TABLE FOR EVENT #1:
RVV=7Q00 VERSUS 1000-FOOT RVR 500: CORRECTED DATA

VISIBILITY COUNT FRACTION
FILEs OTS286.18 RVV? vS. RVRS  SITE: OTIS YEAR: 1982 DAYS: 6/16- §/17 HOURSs 28- 7
‘1o 1188 AVERAGING 2
8le -6.7 ’
TOTALS: s? 2 18 12 1 ’ 12 17 s 29 s 19 ’

284 8.88 85.80 8.88 5.8 0.55 $.88 5.085 0.88 4.88 §S.55 0.88 6.58 (8.8M)

8 8.8 8.88 4.08 8.838 4.58 5.58 $.90 §.88 6.88 £.58 0.57 (8.63) 5.88

L1 .58 8.08 §5.85 0.3 §$.58 §.58 $5.88 S.88 $.88 .41 (8.731 £.37 8.88

avv? 3.88: .58 5.80 .88 8.98 4.58 08.08 5.88 85.858 £.8% (8.48) 85.20 5.8 8.9%
2.80: 8.88 0.08 8.08 5.89 4.88 £.585 0.89 £.24 (8.74) S.14 0.88 .85 8.58

bAY 2.0 8.00 85.08 $.88 .88 §.38 4.88 5.88 (8.70) 5.17 $.89 8.5 6.588 .08
1.88¢ 8.88 0.88 $5.585 $5.55 $.085 $.85 (5.92) .38 0.8 .00 0.88 .l.“ .88

1.28: 8.08 8.88 8.8 0.58 4.1l (85.89] #.58 §.88 6.9 .88 £.58 $.58 8.88

1.881 .80 $.08 8.8 0.88 (5.09) 8.11] S.88 6.88 S.88 $5.95 .85 8.88 0.88

3743 5.88 8.08 5.80 (1.83) .58 £8.808 4.08 0.85 5.88 4.58 8.88 8.08 8.58

1723 .80 8.857 (1.8 5.80 .55 £.58 4.88 4.8 S.8% 0.3 8.8 s.88 N1.M8

1743 .88 (8.093 $.56 5.5 #.898 §.59 8.8 0.08 S£.58 9.5 8.89 8.88 8.3

<1743 (5.9 5.84 9.80 08.88 .95 0.99 §.58 $.08 S.28 8.00 4#.55 98.88 R.88

<174 e e Ve 1.8 1.28 1.88 2.8 2.38 3.88 4 $ b4 ]

RVRS

TOTALS: [ (1] 10 1?7 9 ® 1 18 14 2. 39 4 a
L 1] 0.8 85.86 8.8 8.88 $.88 05.88 5.58 8.88 §$.88 $.58 85.88 .84 (5.40)

| 2] 5.08 8.08 5.88 5.08 8.00 §.585 4.58 0.5 .88 9.8 4.83 (8.84) §.32

13 888 8.88 $.58 £.58 £.08 5.85 $5.58 §.58 §5.88 £.1%8 (5.74) s8.11 4.68

aw? 3.0 .08 8.08 $.88 8.8 0.88 0.88 §.58 4.88 5.14 (8.08] 5.2) 9.88 0.858
2.88: 8.88 8.88 8.50 8.08 2.58 0.58 .38 A4.58 (5.64) 0.88 0.858 8.0 8.8

[ 1%/ 2.881 9.08 S.88 §.58 0.88 $.88 §8.88 4.27 (1.88) 5.2% 5.8 6.08 S.88 &M%
1.888 9.08 85.88 §.58 £5.88 5.88 8.44 (8.7) 0.88 $.88 08.88 6.58 s.58 8.8

1.28: 9.08 9.88 9.6 8.85 $.88 (0.58) 85.88 $.58 $.88 $.88 6.08 §.88 M85

1.80s 8.08 6.88 #.88 £.88 (1.88) 8.89 &8.08 B8.58 JS.88 9.88 4.58 .80 V.B8

s .08 8.88 0.5 ().80) l.“ .80 85.88 8.8 §6.88 5.5 8.88 9.8 .80

172 8.8 6.52 (1.88] S.88 4.9 6.8 §.88 §.58 $.88 8.498 0.88 s.88 4.0

174t 8.8 (5.981 £.88 8.88 6.50 S.58 $.56 5.5 S.85 535 5.8 058 0.3

<1741 (8.09) 8.88 6.88 $.88 9.54 4.8 0.88 §.38 5.88 6.5% .88 . s.88 8.8

<1/4 174 /2 e 188 1.28 1.88 2.8 2.%4 3.88 4 [ ] 8

aves
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comparison. Two scatter tables are generated from the measured
extinction coefficients, the first using the daytime visibility equation
(Equation 1) and the second using the nighttime equation (Equation 2).
The top 1line of each scatter table shows the total number of
measurements falling in each reporting increment (listed at the bottom
of the column) for the standard sensor (RVRS in this case). The numbers
in the body of the table represent the fraction of the time the test
sensor (RVV7) has the reporting values listed in the left column. The
fraction of time that the reporting values are identical is enclosed in
brackets to make the table easier to read. Even though the systematic
errors have been corrected in Table 5-2, the random errors still produce
some disagreements in reporting values. No error larger than one
increment is observed in this case.

Figure 5-8 shows the extinction coefficient strip chart for Event
#2 which consisted of rain which may have had some fog mixed in. Figure
5-9 shows the visibility scatter plots for this event for the two 1000~
foot transmissometers. The remarkable feature of this' event is the
close agreement of the two sensors, In contrast to Event #1 (Figure 5-
4), there is no significant slope error or offset and very little
scatter.

5.3 RVV-700

As discussed above, the measurement accuracy of a transmissometer
depends upon the ratio of the visibility to the baseline. Figures 5-10,
shows how well the RVR-700 ("NTAS") agreed with the RVR-500 ("0TAS")
during the Arcata tests. The percentage error is plotted against the
visibility divided by the baseline of 720 feet. Figure 5-10 shows one
month's data collected with background checks on the RVV-700. Almost no
low visibilities occurred. Figure 5-11a shows the next month's data
where the RVV-700 background checks were disabled. The data consistency
is much improved in Figure 5-11b where only night data are plotted. One
can draw the following conclusions from the plot Figure 5-11b:
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1) The RVV-T00 visibilities are 10 percent higher with a
variation of + 10 percent for normalized visibilities between
0.7 and 10 times the baseline,

2) The two units tend to agree better between 0.5 and 0.7 times
the baseline where they are both receiving very little light
from the projector. No data exist below 0.5 times the
baseline where the transmittance is only 0.3 percent.

3) The percentage error tends to increase rapidly above 10 times
the baseline. The spread is about + 20 percent at 20 times
the baseline.

Figure 5-12 shows normalized RVV-700 accuracy data from Otis for
the two 10-day periods where data were available and the alignment was
stable. The bad data points in Figure 5-12a are probably due to
extremsly inhomogeneous fog conditions. The July data in Figure 5-12b
correlate better than the June data and also better than the Arcata
data; they probably represent the optimum sensor performance since both
the 100-percent calibration and the alignment were stable for this
period.

The normalization of transmissometer data can also be done on the
shorter baseline RVR-500 transmissometers at Otis. Figure 5-13 compares
the 300-and 500-foot baselines with the 1000-foot baseline for the same
period in Figure 5-12a. Note the sharp drop which occurs at the left
where the 1000-foot baseline saturates, but the shorter baselines do
not. Figure 5-14 comparing the 300-foot to the 500-foot baseline does
not olip. The different RVR-500 baselines have smaller systematic
differences than the 10-percent difference between the 1000-foot RVR-500
and RVV-700 in Figure 5-12.

5.3.1 Slope Discrepancy
The events illustrated in Section 5.3 were selected to illustrate

the 10-percent slope discrepancy between the 1000-foot RVV-T700 and RVR-
500 transmissometers. The data of Event #1 are typical of most other
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events in showing a 10-percent difference in slope and a fair amount of
scatter. Event #2 was unique in showing exact agreement with 1little
scatter between the two 1000-foot baseline transmissometers. The
interpretation of these observations will be deferred to Section 6.1.

The data of Figure 5-12 are presented as reporting value scatter
tables in Tables 5-3,4,5. Tables 5-3,5 1include a 10-percent correction
factor (K1 =z 1.10). The data of Table 5-3 do not meet the pass/fail
test (90 percent of the test sensor's reporting values within one
reporting increment of the standard). The July data in Tables S-U4, 5
meet the pass/fail test both with and without the correction factor
Klx1.10. A comparison of Tables 5-4 and 5-5 show that the 10-percent
correction, however, does improve the agreement between the sensors.

The greater scatter in the June data (Figure 5-12a, Table 5-3) than
the July data (Figure 5-13a, Tables 5-4,5 was first attributed to the
receiver instability problem which was not cleared up until June 23. A
closer examination showed that the instability problem made no major
contribution to the observed differences. The majority of the
disagreements in both June and July occurred under ground fog conditions
where the fog was patchy according to the other visibility sensors. The
RVV-700 actually read higher fog densities (points below the zero line
in Figure 5-12) than the RVR-500 under these conditions, presumably
because of its lower height coupled with a sharp decrease in fog density
with height. Only one or two disagreements were associated with data
recording glitches. A correlation of disagreement with background light
variation was noted. Significant differences between the sensors (i.e.,
reporting values differing by more than one increment) were more likely
to occur toward the end of the hour between background checks,
particularly in the evening or morning when the background levels are
changing. In this case the background errors add to the other errors
present to make a significant disagreement more likely.
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TABLE 5-3°+ SCATTER TABLE: 6/18-6/28: RVV-700 versus 1000-FOOT RVR 500

VISISILITY COUNT FRACTION

FILE: OTEZPE.ALL RVY7 VS. RVAS  SITE: OTIS YEAR: 1982 ODAYS: ¢/18~ 6/29 nours: g-2¢
AVERAGING 1§
Kie §.180
TOTALS: 192 3 14 14 18 ] 22 2 28 a9 a8 1817

i1 $.58 8.08 848 6.58 $.88 S.86 $.88 588 6.5 8.8 8.5 4£.13 (5.80]

S 5.08 $.585 5.89 0.08 $.85 S.88 $.08 5.88 £.88 8.8 0.23 (5.361 5.8

4 8885 8.58 8.85 555 $5.89 9.8 $.88 4.88 4.58 4.12 (8.33] 8.28 8.8

AW?  3.08t 5.58 $.58 5.80 $.585 4§50 888 $.08 6.8% £.23 (85.823 531 8.11 08.08

L] L

23.86: 9.90 0.55 5.08 0.5 555 0.55 £.58 £.09 19.14) £.28 6.15 4.85 988

say 2.00: £.58 0.3 0.58 6.885 4.88 0.8% £.19 (8.23) §.36 6.98 0.88 485 8.9
1.88: 5.6 5.58 §.88 5.58 §.59 5.0 (5.88] $.45 5.21 $.58 8.5 S.58 .M

1.28t 5,98 £.808 $.08 8.58 £.1¢ (5.85) $.18 895 808 885 995 558 0.

1.08: 5.08 8.8 8.80 0.88 (8.71]1 9.19 $.00 S.08 5.06 6.585 S.885 5.58 8.09

4s  5.88 5.88 §.21 (5.84) §.88 9.2 9.0 S.08 §.58 $.88 65.85 .85 8.8

/21 8.8 8.43 .43 .18 514 $.25 084 4.98 5.8 5.00 8.08 9.55 0.98

3781 8.58 18.71) 8.29 8.18 885 $.88 $.88 6.08 588 6.88 5.0 0.85 5.8
<1788 C1.991 8.26 5.87 5.48 09.88 §.98 0.85 9.5 $.80 0.85 6.98 .88 .M

a——
/6 4 W WE 188 123 1.88 208 2.88 3.08 s s >
’ avas
TOTALSS s o 3% a2 . s 14 19 22 22 3 38 18w

8 8.00 £.58 0.88 08.88 4.98% $8.88 0.0 8.5 .88 .88 0.38 5.20 (8.92)

| 1 8.08 8.8 08.88 8.808 §5.55 4.80 $.08 0.58 5.8 §.54 8.13 15.27) s8.82

4 5.88 $.808 §$.98 85.88 §.88% 0.85 0.0 0.8 0£.88 8.57 (8.37) 888 4.8

RVVY? 3.00: 8.08 85.88 $.50 0.55 .05 0.80 4.88 5.8 5.14 (8.26) 0.33 8.0 .03
o e

2.88: 8.88 5.88 4§.08 85.08 .55 0.08 .88 S.1) (8.771 S.48 £.17 S48 0.8

[ 1h1] 2.808: .08 £.08 0.85 £8.58 45.58 0.88 §5.2) (5.32) 0.8% ﬂ 5.8 #.88 8.8
1.888 .08 5.8 5.88 0.88 3.880 4.88 (8.42] 8.21 0.88 8.97 &.58 .88 4.8

1.28¢ 6.88 8.08 $.868 5.58 $.88 (5.42) 5.38 S5.\! S.885 5.8 S$.55 sS.0 8.9

1.001 5.88 §.80 8.88 .58 (8.28) 9.28 .97 : 5.08 8.80 8.88 s8.88 u.88

3743 8.80 5.58 0.58 (5.7%) S.08 S5.80 5.2) §.88 £8.88 $.58 .89 $.885 0.5

172 .88 0.88 (8.78) 8.88 5.7% §.12 -;7 5.80 £.58 85.08 0.50 40.55 0.8

1742 .58 (8.71] 8.16¢ & 5.80 8.8 $.580 08.58 5.58 0.3 5.9 0.88 .98

Chs4s (8.99] 9.29 4.8 $.58 48.88 $.55 0.58 .58 §.80 5.88 £8.88 4.88%8 8.0

h )

%
N i <1/8 t/6 W2 34 1.88 1.28 1.88 2.88 2.88 3.48 . s N
N
e Rvas
ahe
Ak
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TABLE 5-4. SCATTER TABLE: 7/9~720: RVV-700 versus 1000-FOOT RV 500: NO CORRECT ION

VISIBILITY COUNT FRACTION!

FILE: OTISSZ.ALL VY7 VS. RVAS  SITE: TRAILEN YEAR: 1982 DAYS: 7/ 8- 7/28  WOURS: S-24
AVERAGING 12 PER o
TotALSs a 43 N 2 n 1 a3 e e 124 163 2238 763
i  S.08 5.5 $.55 0.85. .95 6.08 555 S48 .85 5.4% $.81 5.8 U8.96

[ 8.06 4.808 §5.58 0.58 08.08 5.80 0.5 $.88 .88 5.01 £.36 [(5.47) S
L 1] 9.0 5.58 0.58 0.58. .58 0.5 6.58 6.57 0.92 6.39 (9.38] S5.12 4.5

W7 3.88: 5.806 8.88 85.88 45.88. 05.38 8.88 05.38 A.81 §.62 (8.38) S.54 95.88 $.99 - -
2.48: 8.08 8.8 08.58 $.88. 0.08 5.08 S.88 $5.8) (5.32]1 B.52 6.9 08.88 .88

BAY 2.08: 9.08 S$.00 95.08 8.80. 0.9 9.809 $.47 (85.33) 9.58 0.9\ 5.9 5.5 5.08
1.88¢ 2.0 S.88 5.89 S.88 0.58 85.61 (5.49] £.52 8.5t 8.52 $.99 0.88 s.98
——— ——

1.283 S.88 S5.88 0.08 8.88. A.87 (5.239]1 8.82 S.88 8.0 m s.88 0.88 .88
1.8 2.80 8.88 §.58 85.42. (5.43) 8.58 0.808 .99 .l.i 5.08 08.88 8.99 8.09
4 ‘808 8.88 §.58 (5.58) 5.5 8.08 09.55 0.89 $5.855 0.59 8.858 V.98 4.8
1723 .06 8.21 (9.94] 8.858. 5.8 0.88 48.88 5.0 u 5.80 #8.508 8.8 4.8
/4 8.23 (85.77) 9.88 B8.88 A8.8% 85.88 m s.88 9.09 B5.58 §8.99 85.5% 4.8
<1r74: (85.77) 9.82 8.88 A8.88 0$.00 £.88 5.80 9.8 s.08 3.99 9.88 5.5 4.08
<174 174 1 Y2 4 188 1.28 1.85 2.8 2.384 3.8 b ] -
RVRs ‘

>~
[ ]

TOTALS s 27 ) - 19 13 . N 7 1.7 142 148 1048
b 1 .08 8.88 5.585 0.00. 8.38 8.88% 0.85 §.85 4.88 a.02 m .88 (5.90)
L 1] 5.08 §.858 0§.88 $.55. 5.858 £.06 5.58 .89 .88 8.85 9.8) (8.42) §.82
L1} 8.58 0.88 8.85 6.5 5.38 $.08 £.08 5.00 4.08 £.39 (85.42) $.52 §.88
RVW? 3.0 0.08 8.850 5.0 $.50. 5.08 .58 5.85 0.00 §.39 (8.36) 8.01 6.88 4.88
2.88: 85.88 8.88 6.00 5.00 §5.585 8.55 5.88 0.3 (5.30) .53 6.8 8.5 8.88
e 2.88: S.08 4.50 0.58 5.55. 0.90 5.88 6.58 (8.81) 8.90 8.8 &.M : s.08
1.888 8.58 5.88 0.88 $.88 8.5 6.%4 (85.08) 8.85 $.08 8.28 8.8\ 08.88 s.88
1.28: .00 $.58 5.5 $.80. 5.20 (8.46) 5.806 5.58 .08 0.88 : .08 4.8
1.80: 8.50 0.58 08.88 £.33 (5.74) 8.08 0.89 5.08 4.08 6.08 e.0) 0.88 4.8 :
4 §.80 8.6 85.21 (5.47) 5.80 5.08 6.98 5.8 6.0) 4.88 $.88 09.88 48.88 !
178 .00 8.26 (8.77) S.88 .50 6.80 8.89 .58 :: .80 8.08 8.88 .88 |
1743 8.80 (8.74) 8.88 5.80 S.88 £.800 §.00 0.0 45.858 8.8 $.08 8.88 4.858
<1741 (5.88) s.88 m .88 8.8 8.88 . 6.88 8.86 5.8 98.80 5.88 8.885 8.88
<t/4 174 12 3/4 1.08 1.28 .88 2.80 2.38 1.88 4 $ ¢
(3] 1]
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TABLE 5-5. SCATTER TABLE: 7/ 9-7/20: RVV-700 versus 1000-FOOT RVR 500:
WITH 10-PERCENT SLOPE CORRECTION.

VISISILITY COUNT FRACTION!

FILE: OTISE2.ALL AVY7 VS, AVRS  SITE: TRAILER: YEAR: 1982 DAYS: 7/ 9~ 7/28 HOURS: #-24

AVERASING 12 PER
Kie 1.180

TOTALS: 2 43 ] 24 21 16 43 [ L] [ 1] 124 163 288 763
8 .58 8.88 0.88 $.58. 6.08 S.8%5 0.58 $.58 4.8 8.858 $.35 4.22 (8.8
8 5.00 8.88 0.808 8.88. 85.89 08.085 S.88 S.85 4.88 4.88 S.1% (5.%8) 8.8
& 5.800 8.80 8.8 8.58 0.88 4.88 4.88 -Ll.!_ .88 8.2¢ (5.645) 8.22 l_.l_l.
’VV? 3.88% 5.808 85.88 08.88 4.89.°  8.88 "0.08 N.50 §.58 85.32 (5.68) £.2%9 0.88 Is.0@
2.88¢ 5.08 8.96 £5.88 £5.58. 0.88 8.88 6.59 #.23 (5.41) S.08 6.8 .85 4.88
2.881 .80 8.88 085.88 85.58. §.88 3.88 3.19 (5.70) A4 kl_l s.99 8.88 85.89
1.880 5.00 6.00 §5.50 8.5 $.08 8.22 (5.741 §.83 S.58 8.2 2.88 4.0% 8.8%
1.28: 5.80 8.08 05.88 5.58. 0.14 W5.67) 8.2 L._l_l .l_-ﬂ 21 s.08 0.88 8.89
1.00: .80 £.90 05.00 0.12 (5.%6] 0.11 5.5 9.8 J.88 $.58 8.85 4885 0.0
348 S.08 8.08 6.50 (8.03) S.08 8.98 4.88 488 4.5 S8 .86 .88 8.88
Ve .00 5.8 11.08) 8.0 5.8 0.88 0.08 8.08 .I.A s.89 8.08 5.8 8.09
1746 g.82 (8.90) S.08 4.59 £8.88 8.88 .l._l! 808 S5.58 8.0 4.8 8.8 i.88
€174 (5.90): 8.2 @#.88 8.08 4.808 6.5 8.8 6.58 8.8 £.88 8.8 §S.08 .88
<1/74 174 1”72 e 188 1.28 1.9 2.8 2.6 2.8 4 [ ] 8
Rvas

TOTALS: [ J 7 39 3 19 13 £ n 37 un 162 148 1848
b 1] 8.08 £2.08 5.88 §.55. 5.88 8.5 V.58 05.80 8§.08 9.8 6.88 48.18 (8.90!
L 1] 5.080 - 0.08 0.00 8.58 8.8 8.80 05.08 §.58 8.88 4.2 8.321 (8.71) &%
4 8.0 8.08 £#.08 8.58 A8.88 £.88 0.58 S.88 08.88 5.18 (5.61) €.5% 8.88
3.00%. 5.80 8.88 5.08 9.80 £.809 5.5 5.89 H.08 0.1% (8.78) 8.8 8.1 8.88
R
2.88s 8.8 . 8.808 $.08 $8.08. $5.08 6.85 0.88 4.6 (8.70) &858 5.4 6.5\ 6.8
E—— R
.0
SEEE—

2.00: .00 8.58 8.0 08.56 £8.08 5.88 6.88 (5.%4) .83 8.0} . a.ns 8.8
1.888 5.00 6.8 0.8 0.08 $5.88 0.2% (1.880) §5.800 0§.808 05.80 6.5\ 4.58 8.8
1.28 5.08 8.88 5.58 8.8 0.8% (8.49) S.88 4.88 8.88 .38 m s.88 8.8
1.001 5.8 5.05 5.58 £.99 (5.00) 5.95 0.5% S.08 5.585 .08 0.81 6.58 8.88
3/74: 5.88 0.8 £.53 (8.91) S.0% 4.8 8.88 $.80 (.03 6.58 5.0 s.88 8.08
1/23 .88 8.1 (8.98) 0.88. S5.808 8.08 8.88 6.8 T; 6.80 8.8 s.88 s.58
1743 .50 (5.99) £.88 8.88 £.88 0.8 A.8% 6.88 0.858 8.59 6.88 .88 A.M8
<1742 (8.88). 8.08 2 8.808 £.88 0.800 5.0 9.580 4.88 5.05 O.85 4.88 0.8
<174 174 172 U4 1.48 1.28 1.8 2.88 2.5 .88 4 $ b4
AVRS
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"55 5.3.2 Background Levels

o

"" The RVV-700 background levels observed with the 1000-foot baseline
,:-j.j at Otis are 1illustrated in Figure 5-15, The upper curve is for a
:’:j typical sunny day while the lower curve shows how the background can be
_‘}‘ reduced on a cloudy day. The 1000-foot RVR-500 had background levels

approximately half those of the RVV-700 because of higher lamp current
(15 A vs 12 A). The maximum RVV-700 background levels were between U
SR and 5 percent.

1"4

o

'..‘:

X At Arcata the RVV-TOO (720-foot baseline) had somewhat lower

G maximum background levels (3 to 3.5 percent) which were symmetrical

';:-j:ﬁ between morning and evening rather than showing the evening peak of

N Pigure 5-15. The 720-foot RVR-500 had a much lower background level

‘ \ (0.3 percent) because of a smaller field stop and a higher lamp current

it (perhaps the 20A for which the lamp is rated).

N

~',.J

,;j The background levels can change rapidly enough in one hour to

:3 affect the visidbility measurement. Figure 5-15 shows changes of 2

i percent in an hour, and even larger Jjumps are possible. One way of .

&, Y estimating the errors due to background changes is to compare the

;j transaissometer measurements to a forward-scatter meter which is

._": relatively iusensitive to sunlight. Such a comparison was carried out
for 10 sunny days. Figure 5-16 shows one example. The rest are in

-f::-: Appendix D. The scatter plot on the left covers the data before and

f_:‘, during sunset. The right plot shows the data following in the night.

l.

o NOTE: the times are GMT. This comparison usually shows a significant

broadening of about 1 10~"a"'in the measured extinotion coefficient.

This broadening corresponds to a 100-percent calibration error of about

(e

;:E:); 2 percent, which is reasonable.

ok

e 5.3.3 100-Percent Calibration

£

NG The 100-percent calibration stability in the evaluation will be
: assessed from the calibration log. It is possible, however, to assess

'S;: the 100-percent calibration level by comparison with the standard

J_:Jl'
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:: transmissometer (as in Figure 5-3) or with forward-scatter meters as in
' Figure 5-16 and Appendix D.

5.3.4 Computer Breakpoints

[] ‘p. "' A

Figures 5-17 and 18 compare the RVV-700 computer reading to the raw
data value for day and night respectively. A given reporting value is
~ output for a range of raw data values. The breakpoints should be those
shown in Table 4-1., The scatter plots in Figure 5-17 show daytime
visibility so that the daytime breakpoints can be verified by
inspection. The night breakpoints in Figure 5-18 are also correct, but
must be verified by comparison of extinctio;a coefficients with Table 3~
2. The data are stored as equivalent extinction coefficient and the
software uses only the day calibration to generate visibility.

. 3
s, 0,8 .
R .

)

s
A‘A_'l'l PRND

N .
[

5.4. FOG=-15

PNEN -
v,

QIO

5.4.1 Non-Linear Calibration

" For fog events the FOG-15 data consistently show greater slope with
iy respect to the transmissometers at low (o <30 10'“1!"1) extinction
coefficient than at high extinction coefficients. Figure 5-19 shows the

a scatter plots of Event #1 comparing the FOG-15 (SN 015) data to the standard
- transmissometer. The offset (D1) of =3.6 corrects for the 36 mV sensor
offset. Table 5-6 shows the least-square fits to the data. The
' calibration assumed that 1.00 volt corresponded to an extinction

coefficient of 100 10'“m"1, which gave reasonable overall agreement:

o= 100 V

AR

where o is the extinction coefficient and V is the sensor voltage. The
least-square fits (Tables 5-6) were used as a guide toward defining a

A.' ;‘ .

- nonlinear calibration curve. The fit for 0.6 < o < 38 gave a slope of
1.3 with a very small offset. The fit for 38< o <1000. gave a slope
of 0.9. These numbers were used to calculate the new calibration curve:

AT
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< ,::

)

N _I . V<0.50 0 = 100V/1.3

! . v >0.50 g =z 50/1.3 +100 (V - 0.50)/0.9

e

'.‘,:;: ) Figure 5-20 a, b shows the extinction coefficient scatter plots for

':-Z:: Event #1 with this new calibration. The results are much improved.
Figure 5-20 b,c shows the corresponding visibility scatterplots. Figure
5-21 shows the visibility scatter plots for the other FOG-15 sensor
gt tested (SN 003), which is termed "FG16"™ in the plots. The calibration
Y correction factor of Ki=z 1.15 is used to convert the calibration to an

absolute standard (Section 4.1.2.2). An alternative non-linear

A calibration using equivalent voltage rather than extinction coefficient

i:.,_ was tried for SN 003 which has twice the sensitivity of SN 015. Basing
."::: the nonlinear calibration on extinction coefficient gave better results.
AN

J'.'

e 5.4.2 Accuracy

A

‘ "'t

_...' Tables 5-7 and 5-8 present the reporting value scatter tables
oy corresponding to Figures 5-20 and 5-21. For this smoothly varying fog

e . event both FOG-15 sensors meet the pass/fail test of having at least 90-

;‘.C percent of the test sensor's values within one increment of the standard

;'.S sensor's values. Figures 5-22 and 5-23 show the FO0G-15 visibility

‘.:\ scatter plots for Event #2 which was a rain event. Tables 5-9 and 5-10

show the corresponding scatter tables. For this event SN 015 passes but

:::j: SN 003 just fails because of low readings in the 1.25 mile region.

o

"-ﬁ: A valid sensor evalution should include data from many events.

Tables 5-11 through 5-15 show several weeks worth of data for the two
FOG=15 units. In this case the sensors do not meet the pass/fail test.
They came closer to passing the week of 6/11-18/82 when the calibration
{j was defined using Event #1 than they do on the following week.
Presumably some of the disagreement is due to events having rapidly
changing visibility where the different averaging volumes of the F0G-15
and 1000-foot RVR=-500 preclude good agreement. Averaging two forward-

} scatter meters together should improve the agreement. This hypothesis
o was tested by using the X110 and Y10 EG&G 207 sensors which are

o ‘

S

S

-
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TABLE 5-7» SCATTER TABLE: EVENT #1: TFOG-15 (SN 015) versus 1000-FOOT RVR 500

VISIBILITY COUNT FRACTION

FILE: OTE286.18 FGIS VS. RVAS  SITE» OTIS YEAR: 1982 DAYS: &/16- 6/17 HOURS: 28~ 7
AVERAGING 2
ol -2.0
TOTALS: 87 27 18 12 19 9 12 17 38 - 29 48 19 s
i 0.88 S.89 §.88 8.88 4.08 0.59 S.38 6.88 9.85 .88 .58 8.82 (9.09)
3 8.09 6.8 0.58 6.5 0.88 8.3 48.50 0.5 .9k .m 85,47 (9.68) 9.98
4 8.88 0.08 $.58 0.909 $.88 G¢.55 s.58 08.08 $8.4 5.66 (§.83) S5.88 s.00
Feis 3.88: .88 $.88 5.8 8.08 .88 S£.08 .58 8.88 8.2 .34 8.88 8.88 §8.58
2.88: .00 0.88 0.50 5.88 8.80 8.80 0.08 9.47 18.% .98 8.8 5.58 5.99
BAY 2.081 .00 0.589 08.80 0.58 §.88 8.88 £.33 (8.411 0.} « Y S.88 48.8%8 4.99
. 1.888 .88 5.80 .08 6.8 .88 0.11 (5.350) £.12 5.08 A4 6.80 »2.88 §.88
1.28s 3.88 8.99 95.88 5.80 §£.22 (8.44) 9.58 S£.88 $.88 0.5 $.88 8.88 s.08
1.800 .80 8.8 5.88 8.80 (8.671 S.44 S.80 6.0 4£.88 N8.58 S.8% 0.8% 0.8
348 5.58 6.88 8.58 (1.581 S.11 €.88 S8 6.98 S.58 6.8 $.38 5.5 .88
| V2 1] 9.88 85.89¢ (5.87] 5.85 5.0 8.5 .58 0.08 8.889 S.85% 4.8 0.0 S.08
4 8.92 t5.08) S.12 $5.80 S.98 95.88 8.08 6.08 8.8 6.88 4.88 488 0.8
<1748 (9.981 8.i1 5.56 09.88 8.48 6.50 6.88 0.98 6.08 0.55 S.485 08.88 J.88
<174 /74 e 374 t.08 1.28 1.8 2.8 2.58 121.88 4 ] be
aves
TOTALS: [ ] 48 0 1?7 9 ] u |1 14 s 3 48 4 :
s 5.800 £.80 0.88 08.58 4.8 §8.88 .06 5.85 .58 S8.58 5.5 s5.28 (1.38) i
[ 1] 5.08 8.88 6.88 U§.800 £.08 0.8 6.58 £.08 05.98 $5.88 8.\8 (8.29] s.08
L 1] 8.88 8.00 £.88 §.80 (.08 6.08 §.55 0.58 0.88 0£.480 (8.77) s.88 8.8
1431 3.881 .88 8.80 0.8 £5.89 4.8 5.0 8.8 0.58 15.29 (8.%5) 5.1} .85 .09
2.8 5.80 8.8 §5.80 §$.58 §.08 0.88 5.8 0.58 (8.38) 0.18 S.88 .8 sS.M0
nre 2.8081 5.88 0.80 85.58 4.5 §8.98 0.88 $.27 (8.67) 5.21 8.8 5.8 8.88 a.ms
1.58: §.88 £8.88 §.88 0.80 $8.08 8.3 (5.383 #.20 S.808 0.09 8.8 .88 .08
1.28: 8.0 28.88 0.30 §.850 4.)) (8.38] s5.108 9.88 S.08 N.03 l.l.l a.88 s.00
1.88: .80 B8.8% 8.8 5.12 (3.78) 4.1 S.88 #.88 0.8 8.08 8.88 8.35 8.9
3741 8.8 8.58 5.8 (8.71) .11 S.88 8.8 08.88 0.88 5.8 .58 N.28 .00
1" 5.80 0.8 (5.96) 6.18 0.00 8.88 8.58 0.0 0.88 GS.4% 9.809 N.08 .48
1743 4.80 (1.8080]) 8.84 §.080 8.48 £.88 £.88 8.8 8.08 05.08 08.58 s.88 .
€174 (5.86) 9.08 8.88 6£.50 48.08 $.88 04.80 4.8 S.88 8.8 9.08 0.8 s.2¢
174 (Y1) 12 e 1.98 1.28 1.8 2.8 2.5 J.88 4 L) 8
avas
5-~43
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TABLE 5-8. SCATTER TABLE: EVENT #1: FO0G-15 (SN 003) versus 1000-FOOT RVR 500 ’

VISIBILITY COUNT FRACTION

ritks OT0286.16 FGle vS. RVRS Sl.thl oris YEAR: 1962 DAYS: 6&/18- 8/17 NOURS: 28~ 7
AVERAGING 2
Ki= }.168
TOTALS: 7 2?7 16 12 18 ] 12 17 s 29 [1) 19 1)

28 .88 6.58 0.88 A5.58 8.8 0.88 5.5 08.58 4.58 5.0 S.38 0.4% (5.80)

[ 13 8.08 6.88 0.80 0.238 8.5 4.3%8 4.88 8.50 0.88 9.58 0.1) (1.88) 9.88

[ 1] 8.8 8.538 B85.88 §5.55 #S.58 6.58 .38 8.8 6.58 §5.59 (8.62) S.8% s.88

réle 3.58: §.88 £.88 08.88 08.8%5 08.38 5.88 $.38 £.890 6.4 (8.34) 0.84 8.38 .88
3.888 ‘.88 0.88 $.85 6.55 4.85 §.88 8.8 §.47 (85.87] 5.87 @g.88 6.080 S.88

AY 2.88: 8.8 8.88 8.88 8.8 5.88 5.88 $.31 (9.41) §.29 6.55 4.5 §.88 4.88
1.888 8.88 8.88 5.85 0.88 $.95 8.11 (85.42) 8.12 0.80 .88 4.08 .88 .08

1.26: §.66 8.08 8.88 4.58 5.22 (8.22) 85.17 6.58 $.88 5.58 5.8 8.55 8.8

1.08: .08 B5.88 0.8 5.58 (5.38) 8.7 5.5 4.58 85.85 3588 s.88 085 .M

3/4s 8.8 5.88 0.8% (1.98) 4.28 S.88 8.48 6.8 N.58 0.88 §.58 4.8 4.88

1 ¥4 13 #.58 5.8 18.94) S$.55 5.80 M. 5.58 5.0 0.585 §.80 8.95 0.58 8.08

1741 8.504 (85.913 8.88 S.89 5.8 0.88 05.88 0.88 $.08 4.8 0.80 5.88 '8.88

<1743 (0.96]1 S5.11 S5.58 8.88 £.88. 5.0 0.80 $.590 §$.585 46.80 9.5 8.8 s8.88

<i/4 i74 172 374 1.08 1.28 1.8 2.88 2.8 131.88 4 s >$

RVRS

TOTALSs s L] 20 17 9 ] 11 19 14 2. 30 - 48 1]
e 1) 8.808 8.9 §5.08 £.80 §5.50 0.08 £.88 8.58 0.88 4.88 8.858 4.8 (5.9

| 1) 8.56 £.88 5.58 $.08 §.55 6.58 8.5 08.88 0.58 £.80 0.\7 (8.30) 8.82

[1] .08 £.88 0.58 5.8 4.5 $.08 5.50 5.85 $.88 8.40 (5.084) £5.8¢ 0.88

(L] ] 3.80: 85.58 8.80 0.88 $.88 $5.50 8.5 5.8% 4.88 §5.2%9 (a.32) §5.28 6.8 4.88
.88 .88 85.00 0.08 $.08 $.558 £.55 85.88 8.8¢ (8.38] 42.18 0.0 S5.58 O0.0¢

[ 1313 .00 8.56 8.08 0.54 §.88 §8.08 4988 §5.27 (4.%8) £.3¢ s.88 S .4 S.0 1.88
1.88: 8.50 8.8 §.58 08.58 .58 0§.)! (5.538] S5.44 S.88 0.5 4.8 98.58 .80

1.28s 5.08 8.58 05.50 0.85 4.l) (8.78) S5.18 9.58 6.88 5.08 0.88 8.585 .00

1.48: .88 85.58 8.8 $.18 (3.9%) S$.11 S$S.85 6.38 $.55 .58 6.55 $S.55 5.8

W .08 9.30 0.88 (85.82) 5.88 §.88 5.50 5.85 §.8% §.58 08.88 0.58 0.88

v .58 8.88 (8.9¢] 8.88 0O.58 6.3 §5.50 §5.50 §.00 .88 5.58 8.8 .88

1743 8.8 (1.88) 5.54 5.58 5.58 5.50 5.50 N.38 000 .58 .08 0.3 .M

<i/74: (9.50 9.95 8.88 #.88 §5.98 g.88 .88 9.8 §.88 §.05 4.8% S.9% S.08

<174 174 12 34 1.08  1.28 1.4 2.8 2.58 1.8 L} $ >3

AVRS
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TABLE 5-9, SCATTER TABLE: EVENT #2: FOG-15 (SN 0l15) versus 1000-FOOT RVR 500

VISIBILITY COUNT FRACTION

FILE: OT8286.28 FGIS VS, RVRS  SITE: OTIS YEAR: 1982 DAYS: 6/20- 6/20 HOURS: 9-12
AVERAGING 1
Ble -2.8
TOTALS:  J s  J 1 1] 19 29 [ 1) ] ] ¢ 2 [  J

28 8.58 8.88 0.58 85.88 §.88 $.08 0§.88 4.88 .58 0.8 S.58 s.88 (5.58)
1] 8.8 08.88 8.889 5.8 £.58 $8.58 .59 $.88 0.88 §.59 8.58 (8.80) s5.88
4 5.80 8.88 08.80 85.08 H.88 8.5 §.88 5.885 4.38 5.1l (1.88) 9.8 .88
Feis 3.58: s.08 S.58 5.8 .00 . .88 8.58 08.80 5.8 $8.14 (8.3 8.8 08.858 .00
2.88¢ 5.80 9.08 6.88 5.8 8.5 8.5 5.5 5.82 (8.25) £.23 5.8 4.880 .88
bAvY 2.881 5.89 8.8 0.88 2.88 J.88 8.08 §5.14 (5.78) 5.58 8.800 5.88 0.85 .09
1.88: 8.08 8.8 0.88 A58 4.58 8.2 (5.58) §.22 0.88 9.88 4.08 s.88 .08
1.28: 8.80 8£.00 8.00 8.88 4.858 (5.74) 8.24¢ B2.58 0.809 S5.859 .08 0.589 8.8
1.808 8.50 5.6 0.50 9.88 (5.3)] S.808 0.857 S.82 0.58 8.8 S.88 9.8 0.0

— o
348 8.88 8.88 §.08 (1.80) §.47 (.56 §£.58 $5.06 §5.98 $.38 68.98 §.48 5.8
1723 8.0 8.88 (0.80) 8.8 3.56 $.08 5.88 05.08 08.880 §5.58 .58 9.8 8.48
14 .00 (9.88) 0.80 08.38 0.88 5.8 35.50 8.8 0.89 85.808 .08 508 .04
<1/4s (l.ll). 5.00 0§.88 8.88 8.58 0.88 08.04 8.95 0.80 5.8 .88 .08 s.08
<1/4 e 172 4 1,88 1.28 1.88 2.8 2.5 13I.80 L] $ b ]

RVRS

TOTALS: [ ] [ [ ] [ ) s [ J (7} 22 E ] o7 36 3 8
8 5.808 08.88 8.88 8.88 §.96 $.58 $.55 0.8 8.00 4.88 45.55 4.2) (4.88)

s S.08 85.88 0.0 05.88 .08 G.88 8.58 0.8 6.58 .85 5.73 (0.47]) 8.80

[ g.88 85.58 0.50 85.58 8.08 $.88 .58 S.08 5.8 4.8 (8.81) s8.8% .88

reis 3.081 0.85 0.58 5.88 5.88 5.9 8.55 5.8 0.08 9.88 (5.81) 8.36 8.8 0.38
2.88¢ 8.88 85.08 08.80 0.08 A58 5.88 5.50 8.8 (8.62) 8.8 .89 S.88 808

[ 18] 2.88: 2.00 68.88 5.8 08.88 5.5 8.88 §.18 (8.64) .37 B5.88 0.88 .88 8.850
t.88: 5.80 8.88 08.90 08.58 0.5 6.5 (8.7 6.27 §.88 ‘l_.ﬂ .89 6.08 s.88

1.28: 8.0 8.88 08.80 8.598 5.45 (8.88) 0.28 A8.58 0.58 4.880 8.88 .88 .88

1.88: 5.08 8.88 0.58 £8.58 (8.48) S5.08 0.08 0.8 §S.8% 0.8 4.58 5.8 o.M

34: §.88 $.88 8.8 (8.50) §.88 6.08 §.58 S.08 §.58 8.8 S.88 .08 8.00

1721 8.00 6.858 (5.88) S5.88 8.8 0.09 0.88 0.88 5.80 $.08 0.88 V.58 .89

174 .88 (5.80) S§.55 O§.58 G6.80 5.8 §.88 6.50 N8.88 40.898 8.8 4.58 4.0

<1743 (8.80) 0.88 £.88 68.08 §8.80 5S.48 .59 4$.88 0.3 4§.58 08.08 4s.4%8 4.00

<1/4 (¥4 172 374 1.0 1.28 1.8 2.8 2.5 3.8 4 ] 8

fvas
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TABLE 5-10. SCATTER TABLE: EVENT #2: FOG-15 (SN 003) versus 1000-FOOT RVR 500

VISISILITY COUNT FRACTION

FiLL: OTO286.20 FG14 V8. RVAS  SITE: OTIS YEAR: 1982 BAYS: §/28- §/28 WOuRs: 9-12
AVERAGING I
Ki= 1.188
TOTAL S s s [ ] |} 18 19 29 11} L L] 9 2 s s

be 1 .58 5.08 $.38 $5.58 5.5 S$.356 6.8 $.58 S£5.88 4.3% 8.3 3.5 (5.8W)
[ 1] $.58 8.88 8.88 8.88 .58 8.58 5.8 4.58 8.88 0.8 .88 15.88) s.88
43 9.88 8.8 8.88 2.8 5.5 £5.88 4.538 $.58 0.58 4.3% (a.58) 0.55 8.88
fFe18 3.08: 5.00 8.88 §5.08 8.8 §.58 8.88 S.88 .58 $8.5% (5.33] 1.89 s.58 4.88
2.808 S.80 8.80 $5.88 0.88 $.58 8.855 0.8 4.88 (5.86) 8.47 £.88 4.88 .89
(1) 2.801 .89 85.58 8.858 5.55 §5.99 §.88 4.88 (5.371 $5.67 8.89 5.8 $.58 £.88
1.88: 8.88 8.58 95.88 A.58 8.09 8.88 (.42 8.6) 22. 8.88 68.88 8.5 0.58
1.28: 8.88 8.80 6.88 8.88 §.98 (5.32) 4.30 _lﬁ 5.80 08.88 0.88 s.08 8.08
1.088 5.88 8.38 09.85 4.80 (5.12) 5.43 8.21 6.8 0.5 8.8 .08 8.880 5.8
e s.89 £.58 6.58 (1.88) §.73 8.0% 4.88 4.8 s.08 6.809 65.08 4.0 0.88
173 .88 85.58 (5.858) 4.88 l_.lg 8.88 §.58 5.88 0.98 8.88 A8.88 8.8 1.8
14 8.58 (8.55] 8.88 8.8 9.88% 0.08 4.88 8.58 8.8 4.585 8.0 .88 b
<4248 (8.88) 8.800 $.08 6.0 5.58 0.55 5.9 $4.50 §.58 S5.89 08.88 0.8585 .80
<374 174 L ¥4 ] 34 1,88 1.23% 1.88 2.88 2.88 .89 4 [ b
RVRS

TOTALSS s [ a8 s s s 18 2 24 o7 3 3 [
bi 1 8.88 5.58 8.0 5.85 9.8 0.88 9.08 0.85 32.88 5.3 6.8 48.58 (8.80)

| 1] 5.80 05.58 05.88 £.08 09.08 08.88 .88 §5.88 08.08 8.8 8.08 (\.001 &m0

4 S.88 85.08 0.88 S5.88 0.085 0.58 5.8 0.50 £.88 8.0% (85.331 5.8 0.58

({11 ] 3.08: 5.80 85.88 5.80 8.30 8.8 0.88 5.8 0.00 0.5% (8.48) B.6\ 5.585 .38
2.488¢ .00 8.8 08.08 8.50 5.0 V.58 4.88 0.88 (9.17) 8.%1 &2 s.08 8.88

"nre 2.88: .08 6.8 8.8 8.8 8.8 £.598 5.58 (5.%9) $.7% léll‘ 2.0 8.8 5.8
1.80¢ 5.86 8.8 0.50 45.89 8.85 0.98 (s.648) 19.28 w 5.88 8.88 §.80 s.m

1.28s 8.80 8.8 0.80 0.08 3.8% (5.80) 5.28 2 8.88 8.58 6.88 s5.89 0.8

1.88: §.58 £.88 S.80 85.08 (8.89) 5.08 Lg §.89 8.50 8.88 5.858 0.5 .00

74 3.08 B.50 5.08 (R.50] 5.80 6.8 $.88 4.50 5.0 4.58 8.58 A4.80 .08

wa §.88 B5.80 (8.98] 5.88 S8.07 £5.80 0.550 0.58 5.8 0.88 8.55 .89 8.9

1 8.08 (5.50]1 85.88 4.8 6.880 6.8 §$.58 $.50 5.8580 8.0 6.0 .00 M.

<1742 (0.80) 8.08 9.589 8.05 8.0 §5.89 .00 8.58 0.58 B8.08 48.58 .88 l”

Qs4 (Y2 e 34 1.88 1.2% 1.8 2.8 2.88 l.us L} $ 8

RVRS
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) TABLE 5-11. SCATTER TABLE: 6/11 - 6/18: FOG-15 (SN 015) versus 1000-FOOT RVR 500.

VISIBILITY COUNT FRACTION

FILEs OTa2s6.1) FG1S VS. RVRS  SITE: OTIS YEAR: 1982 DAYS: 6/11- 6/18 HOURS: §-24
AVERAGING 18
Ble -2.0
TOTALS: 12 9 Y J 9 12 [} 13 19 8 3 41 L1 784

: 4.88 85.08 5.8 5.89 5.55 8.0 5.8% 45.88 5.88 5.88 8.5 0.81 (1.80)
$¢  85.80 0.85 858 085 500 .58 588 4.8 588 815 439 (5.39) 5.8
4t 8.50 8.58 805 558 .58 8.85 680 5.88 8.54 5.39 (8.31) S.15 888
PGiS  3.80: 9.08 05.88 §.88 5.88 §5.99 0.00 8.88 .27 $.23 (8.32) $.15 £.80 8.58
.60t 5.00 0.55 589 558 .88 S8 500 D01 (8.88) 8.16 8.88 8.88 s.88
(3} 200t .88 6.8 5.88 4.88 5.8 6.885 6.18 {5.32) 5.23 $.83 .88 S.55 4.89
1880 5.85 .55 558 S35 850 £.12 (5.46) 0.37 0.08 908 538 898 s.m
1.28¢ 500 0.88 0.5 .11 5.60 (5.5M) 5.3 885 585 598 S8 S S
1.081 .00 8.88 $.88 8.33 (5.33) 6.2 6.85 $.56 8.595 0.9% 5.5 $.58 9.3%
as 0.08° 8.08 0.29 (5.44) .85 5.12 5.58 0.5 088 5.8 .86 888 OS89
1728 #.58 5.11 (9.483 8.1) 8.68 0.8 5. I8 N6 048 888 4.08 509
1748 8.8 (5.78) 8.28 S.88 §.06 6.4 $5.00 8.0y 0.38 5.5 0.88 6.80 ‘s
<1741 WN.92) 8.11 N.08 6.885 $.48 6.08 .08 S5.08 S48 849 S8 S5.88 B
<18 /e e s 188 1,238 1.8 2.88 2.88 3.8% 4 ) »
avas

W > |

»
ia_a

TOTALS: L 18 [ ] $ L L} 9 14 12 24 38 36 (]1]
by 1 8.00 8.50 4.58 5.00 8.309 4.5 08.08 8885 0.17 808 u 8.42 (5.99)

| 1} $.58 8.56 $.08 05.58 $.90 5.5 6.5 8.0 .88 _l‘l_l. 5.13 (5.%8) s.n)

4 8.08 8.58 8.8 8.8 8.8 §s.88 §8.88 I0.58 l_-ll_ 2.28 ll.lllv .80 0.88

FQ18 3.00: .80 6.88 £.50 £5.50 (.50 8.8 0.58 48.80 N.808 (5.88) S5.l18 S5.85 .m0
2.4888 8.88 8.88 08.80 8.88 09.88 5.8 5.8 $.43 (5.38) 5.21 6.58 5.3% 8.8

nTe 2.888 4.80 85.88 8.88% 8.88 0.8 0.23 4.%¢ (5.39) §.17 8.8 4.88 8.88 .88
. 1.88: .00 0.88 $.58 08.88 4.8 8.48 (8.22) 8.57 S5.88 .00 .58 £S5.88 .00
1.28¢ 5.88 S.08 0.88 8.5 $.37 5.28] 5.22 S.50 5.88 .08 8.88 8.85 .88

1.48: .80 0.88 §.88 08.28 (9.58) 4.29 §.58 8.88 0.38 5.08 §8.58 s5.08 .88

343 5.80 0.88 0.88 (8.88) #.12 6.48 B8.88 4.08 S.48 S.08 08.53 S8.08 i.00

/2 8.80 8.8 (1.891 8.88 8.8 §.53 S.089 .28 .88 .88 .88 .85 I.00

743 .48 (1.88) £5.89 8.58 §.88 8.08 .50 8.8 468.85 .88 .88 5.8 'l.ll

C)z74s (S.u8) S.48 9.08 £.08 .98 S.04 8.0 2.98 0.880 4.95 888 6.080 .00

I - BT T Wl BRI . IS

R ST Y

.

4.

)

<1/4 7 172 4 .98 1.2%5 1.88 2.88 2.38 1.88 4 s »% N
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TABLE 5-12. SCATTER TABLE:

FILE: OT0286.18

Ble 2.8
TOTALS:
b 1)
[ 1
43
3.08:
2.8
SAav .00
1.08
1.28:
1.80:
374
s
ir4s
<3742

(4 1) ]

4
3.801
2.88:
2.88:
1.088
1.28:
1.80:

e

reis

nTe

Ve
174
<ls4:

A ATAT A “a
IR NN A I IX

FGIS VS. RVAS  SITE: OTIS YOAR: 1382 DAYS: /18- 6/28
AVERAGING 1S
182 n 4 s is ’ 2 ’ . 18
.08 5.88 .88 5.58 2.88 .58 5.88 5.88 .88 8.88
.00 .08 .88 .88 .88 5.80 .88 s.08 8.12 8.9
Ny S
9.08 s.58 588 S.88 445 508 438 S8 828 s.62
.
0.59 0.88 0.58 6.58 4.08 5.88 5.4 §.22 £.37(8.19)
9.00 5.8 8.50 8.95 0.88 §.86 8.5 $.32 (5.121 5.88
r=1 .
608 588 5.08 5,18 9.95 £.56 5.4 15.38) 8.2 588
.00 6.8 0.08 8.18 5.48 0.88 (8.871 5.58 8£.58 8.88
—a—— o
2.08 2.08 8.08 4.88 §.28 (8.37) s5.88 2.88 .88 .80
2.8 .-:! 2.88 8.38 (5.481 8.12 8.08 5.88 8.08 2.28
L ]
5.5 5.08 8.87 (8.30) §.58 6.58 .08 5.8 0.90 9.88
.80 8.20 18.433 5.08 4.0 0.8 5.00 4.88 $.00 9.8¢
5.06 (5.50] 5.00 6.08 6.58 6.0 8.0 8.98 8.00 8.88
(8.943 8.13 2.800 .08 g.00 .99 8.00 5.8080 .88 .88
($71] 1748 173 k71 ) 1.00 1.28 1.88 2.80 2.8 3.00
avas
s w '™ 12 4 . 1 . ) 12
.58 .08 s.08 5.8 8.08 2.08 8.889 .88 5.88 .88
8.88 6.8 $5.88 8.99 0.58 0.55 S.0¢ 5.5 $.08 5.88
§.06 5.85 538 8.55 558 858 8.8 088 822 s.42
8.85 .58 5.08 5.85 6.88 588 .99 £.13 8.17 (4.50)
8.08 8.88 8.88 6.89 5.8 §.55 8.89 8.48 (8.58] .M
L]
.00 .08 s.58 5.88 8.858 g.12 §.27 (8.33) #.38 s.88
L J
8.88 .08 m 5.889 ﬂ .58 (85.%8) 8.12 M s.08
8.88 s.a9 5.88 5.88 .28 (8.371 s.88 .58 5.88 .88
L
8.49 .88 2.88 $.33 (85.58) 2.88 s.88 2.88 5.80 g.88
8.858 s.88 #.13 (85.%58) 48.88 5.88 s.88 .88 s.08 2.88
2.00 .97 (8.76) &8.88 5.09 8.98 .88 .80 8.08 s.88
8.88 (8.61) 8.88 5.80 .59 5.8 .88 2.88 5.88 .89
(85.580} §.32 s.88 2.8 5.88 .08 .89 8.68 5.98 2.88
<1/4 174 172 374 1.08 i1.28 1.58 2.88 2.58 l.58
)
5«50

.\'--"
S LA A ' -

o "

R

6/18-6/25: FOG~15 (SN 0l5) versus 1000-FOOT RVR 500

VISIBILITY COUNT FRACTION

nouRS: 9-24
20 312 82
.42 097 (100
8.42 (5.53) 4.80
t5.18] 6.88 0.88
8.88 §.88 &8.88
8.88 5.88 8.8
5.58 4.38 .88
5.88 s5.88 s.58
5.98 8.88 s5.8¢
8.88 §.88 48.58
8.89 g.88 &5.88
8.88 g.99 4.88
8.88 g8.88 ‘s.88
8.08 8.50 .58
4 s »
" 1 m
.36 £.67 (1.89)
amin—
8.29 (8.28) 6.88
t5.291 5.8¢ &5.88
.87 95.88 4.88
8.5 8.8 4§.89
s.88 8.88 8.58
s.08 s.88 8.8
s.80 .88 $.58
8.58 s.585 g.88
.08 5.88 9.88
s.08 8.88 _8.08
.88 8.88 8.08
2.88 s.88 8.58
.4 )8




TABLE 5-13. SCATTER TABLE: 6/11-6/18: F0G-15 (SN 003)
versus 1000=FOOT RVR 500

YISIBILITY COUNT FRACTION

FILE: OTe288.1} FG16 VS. AVRS  SITE: OT1S YEAR: 1982 DAYS: §/t11- 6/10 HOURS: §-24
AVERAGING 18 ’
Kie 1.198
TOTALS! 12 9 18 ] 12 8 13 19 26 n a 41 %4
8 8.88 8.8% §8.88 §.885 4$.05 S.58 §.58 5.0%5 .55 4.5) 9.2 95.24 (8.99)
e —S———

L T 9.08 £.88 $5.50 £8.88 4.5% 5.88 8.88 $.88 $5.838 0.13 §.22 (B.46) 8.0
L1 85.88 9.88 §.88 0.50 4.0 5.88 5.08 0.88 4.84 5.2 (5.493 5.29 08.88
({41 ] 3.40t §.88 8.0 5.8 4.85 5.8 4.88 §.98% 4.11 5.80 [5.32] 8.2¢ 5.808 .88
3.541 8.08 0.0 8.80 55.00 9.58 §5.58 8.8 5.18 (8.8%4) 5.2 9.82 5.88 0.858

. —— e
oAY .88 5.808 0.88 5.559 6.85 §.88 0.8 $5.23 (8.20) B5.27 8.9 .58 4.58 098
1.581 5.50 9.59 5.90 0.88 5.9% 5.12 (5.38) .37 0,80 5.08 .80 8.8 0.08
1.28: 5.8 8.89 5.88 0.58 9.02 (5.58) 5.18 8.8 .85 S.0% 4.88 .58 000
1.808 5.88 0.80 0.58 £.31 (85.32] §.28 s.98 4.08 5.85 9.88 .98 s5.88 0.%6
743 5.88 8.88% £.20 (5.58) §.0% $.59 4.58 4.0% 5.58 S.8% 5.08 0.50 .88

om——

172 s.88 8.11 185.79) #.11 §.88 8.88 5.8 08.08 8.5 8.8 .58 8.88
1743 .08 (8.79]1 5.8 0.508 4§.08 2.880 S$.00 48.98 3.08 32.386 .85 a.88 .88
<i/74: (8.923 S.11 §.08 0.0 £.80 5.8 9.8 S.0% 9.08 9.85 8.080 .59 s.0%9

A
<174 178 172 4 158 1.2 1.88 .88 2.58 ).0% 4 ] b2 ]
RVRG
ToTALS: ] 18 L] ] ] L} | ] 14 12 24 38 8 ne

6 5.08 08.88 §5.585 48.58 809 8.8 4.88 8.58 8.88 i.B l.-_ll_ ‘.ll s.%8)
[ 1] 8.08 £.08 8.8 5.5 8.50 O8.58 £.88 6.08 4.58 §.885 .11 (9.29] 001
o §.86 $.806 $.58 $.88 5.58 $.58 .88 .85 ﬂ 5.286 18.32]1 8.3¢ 0.59
rels 3.008 .08 £.08 8.58 $.58 5.58 §.88 5.58 0.50 5.28 (5.29) 5.2) 9.8% .88
2.888 5.08 6.0 §.88 088 .85 8.08 4.80 §.21 (0.30] 8.37 Lﬂ s.08 s.88
nTe 2.0 9.80 0.08 8.88 6.585 5.8 S.88 §5.22 (8.84) $5.28 48.58 8.88 5.8 .08
1.881 s.88 0.08 4.5 4.88 _l_.'l; 8.88 (8.44) 8.57 8.88 Ll_l s.88 s.88 .88
1.28: .58 8.58 0.58 S.58 8.37 (8.20) 8.22 27- 5.88 8.88 4£.080 8.05 8.88
1.88 8.08 S.58 8.8 4.88 (8.37) 8.2 8.8 8.8 §5.88 A.08 N.98 4.858 0.B0
3748 .08 8.88 5.880 (85.08) 5.4 8.8 ﬂ S.88 8.08 8.8 8.8 6.58 0.s8
1723 45.88 8.88 (1.58) 8.20 aﬂ_ 4.8 8.8 4.38 S.08 8.38 .88 .98 - 3.08
178 8.808 (1.581 B.00 £.080 .88 8.8 4.8 8.3 §.08 _lil-l .88 .88 08.28
Ciz48 (8.880) S8.08 8.8 4.88 5.0 8.80 $.98 9.50 4.88 SN0 0.88 N.58 B.98
<174 174 /2 3/4 t.48  1.2% 1.68 2.08 2.5 13.48 4 s 8
RVRS

5=51
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TABLE 5-14, SCATTER TABLE: 6/18-25 FOG~15 (SN 003) versus 1000-FOOT RVR 500

VISISILITY COUNT FRACTION

AR OTI286.18 FGi8 VvS. RVRE  SITE: OTIS YEART 1902 OAYS: 6/18- 6/28% HOURS® 8-24
AVERAGING 18
* 1.148
TOTALS: 152 n 14 18 18 ] 21 ] s 16 26 2 682

28 8.88 45.88 $5.88 $5.59 3.58 5.80 .88 .08 $.58 0.3 8.31 8.9 (1.89)
[ 1] 8.88 6.88 5.58 8.9 5.8 558 6.58 $.55 4.2% 6.19 .38 (5.09) 4.88
—— R
L1} 8.09 6.9 6.08 5.5 5.5 $.88 6.88 8.5 §.12 £.44 (8.27) 5.88 9.88
Fele 3.00: .80 8.88 6.88 $.809 .89 .88 §.18 8.2 $.2% (5.131 $.509 S5.5% 4.58

2.88: 8.00 0.89 85.80 .38 9.88 g.5¢ 0.18 0.22 (8.123 £.12 4.88 §.85 §.88
L J
SAY .88 5.58 8.06 B8.58 5.15 9.08 §.58 0.14 (8.22) §.2% 8.88 8.08 §.85 4.9

1.98¢ 5.88 8.88 48.38 s.08 -l-.g §.28 (8.87) £.3) 5.08 6.88 8.88 5.09 8.08
1.28: .88 8.88 .00 2.1 8.28 (8.37) 8.8% 0.99 08.89 £.58 6.86 8.88 .88
1.08: 5.80 6.80 $.88 $5.20 (5.49] §.12 4.85 6,48 .88 £.86 6.88 §.86 0.88
& 8.88 .l-.-l: 5.36 (8.481 s5.08 l—.ZL & 5.88 8.80 8.88 0s.38 5.58 .08

W 2.88 £.23 (5.%7) 8.5 & $.08 8.88 0.3% 45.085 8.8% 0.95 .98 5.88
L/4s 5.87 (8.82) 0.57 0.5 8.9 $5.88 5.88 0.58 5.6 0.54 8.0% §.538 .8
ci/4: $8.93) 5.23 $.88 $.88 8.9 408 8.8 6.58 §.80 A0 8.05 .80 §.58
<174 178 172 s 1.6 1.28 1.38 2,08 2.9 318 4 ] 8

TOTALSS [ [ 1) E L) 12 4 13 18 10 12 14 10 732
be 1) 5,880 8.58 5.88 08.88 4.09 4.88 O0.88 0.52 §8.38 .08 -l._ll- .58 (8.9

L 1) .08 48.88 5.58 6.8 5.96 4.8 8.58 5.80 $5.88 5.08 08.21 (5.48) 8.ms

(1} 8.5 6.538 5.58 6.50 5.58 .48 .58 0. m 8.42 (5.29) 8.88 8.88

(L 31 ] 3.08: 5.080 8.080 S.08 A8.08 0.98 4.8 -l-_l’. w- 8.1 (8.33) #.14 S.88 §.88
2.88: S.00 0.88 6$.58 B5.88 0.58 4.88 5.58 8.27 (85.6473 0.2 6.88 8.8 8.88

are 2.00s 8.808 £8.58 5.58 5.88 85.88 §.12 8.27 (8.22) .08 4.58 S.88 8.88%8 .88
1.0 5.80 8.8 #s.88 48.8¢ 8.58 -l-.: (8.48] »8.29 2‘- 6.88 8.8 85.35 8.3

1.28: a8 s.m m a.kg  $.28 (8.121 S.18 8.57 5.8 S5.98 5.3 $.35 S5.38

1.88: 8.880 8.08 .48 8.42 (8.38) 4.8 0.8 ﬂ 8.88 8.0 8.830 3.8 S.48

/43 s.808 8.58 B5.1% (8.42) 4.858 _l_.g 5.88 B5.08 8.88 S.88 S.88 .88 8.0

/s s.88 #.86 (5.81]) os.80 L..g 8.80 8.88 0.88 5.58 0.8 w.4f 5.88. 8.8

174z .88 (5.59] 5.10 08.90 $.58 4.58 8.8 B.88 .88 4.3 8.88 .85 s.08

<1742 (s.080) 5.6 9.88 : 8.808 4.538 8.08 08.88 o0.48 4.4 6.89 os.28 s.08

<Ls4 V4 172 34 1.0 1.2% 1.8 2,88 2.38 131.88 4 S >S

VRS

5=52
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FILE: OT1582.198 FGIS VS, RVRS  SITE: TRAILER YEAR: 1982 DAYS: 7/ 9- 7/18 HOURS: #§-24
AVERAGING 12 PER
Kie 1.1%8
TOTALSS 29 2 19 16 1\s 12 24 k2 24 28 47 [ ] (11}
8 8.808 S.8% 5.00 08.80¢ 8.8 S5.48 4.55 9.5) 40.88 4.1} .72 1.88 (1.8
—a— ——— s — ——
$2 8.80 9.88 £.808 8.5 8.8 S.08 5.58 6.58 8.9 §£.32 0.26 (8.58] 8.88
L] .88 $.88 £.88 8.08 $.90 6.88 §.88 6.33 §.84 4.29 (5.52) s5.88 .58
ony

({33} 3.588 8.08 £.808 £.58 8.88 s.88 08.58 .98 $.83 5.62 (5.1)) 8.8 S.08 .08

. 2.5 5.88 0.8 0.8 8.88 8.88 0.88 8.5 4§.28 (5.17) S5.88 S.88 4.58 .88
Ay 2.08: .08 8.88 8.58 8.58% 6.8 $£.08 8.17 (5.36] 0.88 £.84 0.8 46.58 8.89
1.58: 8.08 4.8 5.5 5.58 8.15 §.38 (5.71) $.86 §.12 8.04 0.58 §.88 s.a2¢

— ammmy S—

1.28: .08 §.88 $£.80 85.5¢ £.49 (8.33]) 5.0 4.858 $.88 §.48 8.3 0.88 8.8

1.80: 5.08 8.8 8.80 5.2% (5.58) 8.580 4.8 £.88 S.88 8.5% 0.8¢ s.08 .08

4 S.08 9.80 5.2 (85.82) #.88 S.060 4.88 4.88 §.88 S.0¢ 4.88 s.02 s.88

1722 5.8 8.14 (5.74] S8.88 8.80 S.48 9.88 £.80 $.40 S.58 .58 5.5080 &89

742 .87 (8.77] 8.88 6.08 6.88 £.58 £5.88 0.88 £.05 £.59 8.5 6.5 .59

<1/4: (9.93) 5.98 6.80 05.08 08.88 S.48 08.595 4.58 0.8% S48 06.89 S.0 .08

<1/8 174 1/2 L) 1.8 1.28 1.580 2.8 2% 11.99 L] ] >

/ves ’
TOTALS: [} 22 2 13 9 9 1 17 26 3 38 ” m
e 5.88 6.88 8.8 0.57 8.8 4.11 5.0 0.8 4.8080 0.83 £8.19 4.9% (1.50)
. — —— —— —E——
L ) 8.88 £.48 8.0 5.08 S.0v £.808 §5.58 4.48 5.89 09.83 8.22 (5.8%) 5.8
—

h"“iﬁ‘i"“_‘; ‘J}iﬁ.‘“l*)l LY %J’T'Ah} ' "

TABLE 5-15. SCATTER TABLE: 7/.9 - 7/16: FOG-15 (SN 003) versus l000-FOOT RVR 500

VISIBILITY COUNT FRACTION

L 1] 8.80 8.58 5.8 5.3 4.88 8.58 4.8 4.2 &l_‘ 8.31 (8.42) 8.88 8.88
rels 3.00: .80 0.88 $.84 8.850 8.5 5.58 (.59 4.8 8.9 (8.87) 5.8 s.58 .88
2.808 .88 8.88 5.88 6.88 08.58 5.88 2.08 §.29 (8.77) S8.53 4.1} a.08 8.88
[1h{4 2.80: .08 8.88 $.58 0.855 .58 8.88 5.27 (8.59] S.54 A.03 Tu- a.88 8.39
1.58: 8.88 8.4» w s.88 & #.11 (8.73) #.12 8.38 :l- S.48 0.88% 8.54
1.28: .88 .40 5.88 8.85 3.1} [0.7%) 5.88 S.88 .88 BR.48 0.83 4.9% .08
1.8 .08 B8.38 6.48 0.3 (¥.79) S.U08 S.88 8.08 8.3 S.u4 Tn' 9.0 J.u8
3/74: J.08 J.88 £.23 (8.48) d.é8 S.55 3.880 S.85 G.98 OS.u8 H.58 W5 4.9
1723 .00 9.89 (8.73) 5.880 4.48 S.58 .40 B.80 .48 S.04 $.48 M. Ndi .84
1743 .98 (3.911 #.808 B8.858 0.88 .88 4.58 8.89 N8.88 £.88% 0.88 9.8 e
€3/4: (8.943 0.88 6.80 A4.88 4.4di 3.8 8.8 6.08 8.8 S.48 .54 s.88 4.88
<1/4 (Y2 (¥4 k1) L.u8 1.29 1.580 2.48 2.58 3.0 4 H %
RVRS
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symmetrically placed (Figure U-2) along the 1000-foot baseline.
Surprisingly, averaging the two sensors together produced more
consistent improvement in the slowly varying events than in the rapidly
varying ones. Apparently the spatial variation was so great for the
rapidly varying events that more than two sensors would be required to
equal the averaging of the transmissometer, even for ten-minute
averaging times. Figure 5-24 shows how much the visibility can differ
between the FOG=15 and the 1000-foot RVR=-500 for the most rapidly
varying events observed, which were due to ground fog.

5.4.3 Calibration Stability

A number of fog events were examined both at the beginning and end
of the test period to determine the stability of the FOG-15 calibration.
In general the fog response over a four-month period remained consistent
to within about ten percent. On some occasions the nonlinearity of the
response was somewhat les® than that used to calibrate Event #1 on June
16=-17. On one occasion (June 19-20 hours: 19-&) the low extinction
response reverted to its usual value, a factor of 1.3 lower than assumed
in the nonlinear response. This time period covers afternoon to the
middle of the night. Most of the other fog events examined cover from
the middle of the night until mid-morning. This difference in response
for different time periods is probably the effect of sunlight (see
Section 6.2).

5.4.4 Response To Rain and Snow

An extensive study of the FOG-15 and EG&G 207 response to rain and
snow was prepared for a preliminary report on this project. Only data
from earlier FOG-15 versions were included. Figure 5-25 shows the slope
of the response relative to the 500-foot transmissometer for a number of
events. The forward-scatter meters were calibrated to give agreement
with the transmissometers in fog and the calibration appeared to remain
stable over the time period examined. The events were selected to avoid
contamination of the rain and snow with fog as much as possible and to
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have good correlation between the two sensors. The rain response is
consistently higher by a factor greater than 1.5. The snow response was
generally somewhat lower than or the same as the fog response.

Few candidate fogless rain events were identified in the spring
tests. Figure 5-26 shows one event where rain and fog occurred. The
slope for one period was a factor of 1.5 higher than the other period,
perhaps reflecting the difference between rain and fog.

5.4.5 Calibration of Earlier Instruments

Figure 5-27 shows extinction-coefficient scatter plots comparing an
earlier version of the FOG-15 to the 500-foot RVR 500 using the new
nonlinear calibration for the FOG-15., Instead of straightening out the
response as in Figures 5-20 and 5-21, the new calibration generates a
break in the response curve. The break in the response if any should be
below 10 10~'a™l rather than at 38.5 10%a""as in the current
calibration.

In this respect the response of the earlier instrument is more like the

EG&G 207 which tends to show a low extinction nonlinearity.
5.5 ARTAIS INTERFACES

The reports from the Artais AWOS generally agreed with the Otis
tower surface observations (SA's). Table 5-16 compares the temperature,
dew point, and winds for one day in June. The Artais altimeter setting
was never properly set up and is not included in Table 5-16. Table 5-17
compares the visibility and cloud reports from the AWOS to all the
surface observations for the same period of time as Table 5-16. This
period (including Event #1) was selected for analysis because both
ceilometer data and the Artais reports were recorded on magnetic tape.

Large differences in reported visibility are noted in Table 5-16.
At high visibility the low AWOS reports are caused by the 100-percent
error of the RVV-700 which was about 13 percent at this time. The human
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observations are lower in dense fog probably because the tower height
(96 feet) has a higher fog density than the ground.

The AWOS cloud reports in Table 5-18 generally agree with the human
observations. The following differences are noted:

1) The AWOS reports are simpler, listing fewer layers.

2) The AWOS ceilings tend to be lower.

3) The AWOS ceilometer measures cloud layers where the human

reports "obscured."

4) The AWOS reports variable ceiling too often.

5) Sometimes the detailed réports differ significantly in cloud

cover.

These effects are due to various sources including the separation
between the tower and the test site (effect 5), the properties of the
ceilometer (effects 2,3), and errors in the reporting algorithm (effects
2,8). The ceillometer tends to report nonexistent low clouds when the
visibility is low, thus leading to effects 2 and 3.

5.5.1 Ceilometer

The NWS cloud layer reporting algorithm was programmed in FORTRAN
for use in comparing the Artais reports to the reports generated by
computation from the ceilometer hit data. The description of the NWS
cloud layer algorithm contains some ambiguities, When ambiguities
arose, the selection of parameters was made to give results similar to
those of Artais. Table 5-18 compares the computed reports (CMP1-3) with
the Artais report (WEAT) for selected periods of time. Three computed
values are generated. CMP!1 uses all the LD-WHL data (every 15 seconds).
CMP2 and CMP3 use every other data report as is used by Artais. One
would expect either CMP2 or CMP3 to agree with Artais since one of them
should be using the same data. There is usually little difference among
the three computed reports. The NWS cloud layer algorithm analyzes the
last 30 minutes worth of data. The reports in Table 5-18 are listed
every 5 minutes.
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TABLE 5-18. (concluded)
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el OF2t 2 SCT 16 BKN 19 OVC BXN WRIL OVC CP2t X 10V
or3: 2 SCT 16 ONC HIR CLDS vSD P X 10N
o VEATS 1 SCT M124 OVC CI8 13V 18 VEATS =X M1 QVC
&17/82 9336200 OPLS ~X 2 BXN 1S OVC DKM VRIL SCT /17/82 13117000 CP1S X 1 OVC
' P2 <X 2 SCT 13 OVC v =X 10X
CP3: =X 2 XN 13 OVC DKM VRIL SCT Pl =X 1OV
VEATS =X 1 SCT N14 OVC CI8 13 v 17 UEAT: =X M1 OVC
/17/82 9341500 OP1S <X 2 DM 1S OVC V12782 13:22100 01 -1 1 OVC
OP28 <X 2 NN 15 OWC P =X 10w
0PI <X 2 XN 1S OVC W3 -X 10
o VEATS -X M2 BN 13 QVC CIS 1 V 2 HEAT: -X M1 OVC
N 12/82 9344200 OPLE -X 2 DN 1S VC DKM VRRL OVC 17/82 13:27:00 OPL: <X 1 OMC
oy OP2t =X 2 N 1S OVC CP2; X N
s © CHPSS <X 2 DNOM 1S OVC BN VRRL OVC CP3: =X 1%
i VEATS =X M1 -BXN 13 VG CIB 1 V 2 VEAT: -X M1 OVC
'y m,m ’33““ m: .’ 2 m UI7m 13:32:“ 0'12 '! l M
oF2L X 20V Cw2: -X 10V
~ ors <X 200 or3s -t 1OV
N VEATS <X ML BXN 13 OVC CIS 1 V 2 VEAT: -x M1 ONCCIG 19 2
)
N V17/82 10336200 OP1: X 1 OVC
AC Or2: -X 1 OV
o3 X 10V
NEAT: =X N1 OVC
s /17/82 10041500 OP1E =X 1 OVC
- e Y
e HE W
oo WEAT: -X ML OVC CIG L V 2
NG W17/82 10:56:00 OP1: 1 OvC
:\:_. or2: 1 v
O, o3 1.0vC
WEAT: M1 OMC CIB L V2
N /17/82 113 1300 w13 20
= o2 2 v
ows: 2 0ve
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LGN
N
f*': The frequent Artais reports of variable ceiling are due to a
:'-\’-Z programming error which was identified last winter but not corrected in
{' the software used in the tests. The Artais reports are biased toward
;-'_:- lower ceilings because of round-down errors, as was noted in NWS
-:.:;'; software tests at the factory. Apart from these observations, the
E::E:‘ Artais reports generally agree with the computed values. An examination
: of the details of the computer proc_essing showed that the differences
::::’g:: arise when the measurements are near a breakpoint in the report.
[ Y
ok 5.5.2  Visibility Sensors
'-lji:.{{ The RVV-.700 computer is, strictly speaking, incompatible with the
.:_ NWS visibility reporting algorithm. The algorithm calls for a 10-minute
\‘:\', average of measured values while the computer puts out the réporting
"f value for a U5-second average. The resolution of the RVV-700 values is
—b thus rather coarse. Earlier NWS reporting algorithms called for
:_ averages of extinction coefficient. The current algorithm calls for a
:; one-minute average of extinction coefficient, conversion to visibility,
e and then a l0-minute average of visibility. The coarseness of the RVV-
,\,‘- 700 values and the choice of extinction coefficient or visibility to
":'-"\ average has little effect on the resulting visibility report, as will be
'..:j:'.-:; illustrated using an event with rapid changes in visibility (shown in
Figures 5-28, 29, 30). Figure 5-28 compares the visibility based on an
g ,_._, extinction coefficient average of RVV-700 computer data to that based on
’:‘::::: RVV-700 raw data. Instead of the steps shown in Figures 5-16, 17, these
' plots show reasonable agreement. The coarseness of the resolution is
:_.::ﬁ.. lost when the data are averaged. Figure 5-29 shows the results of
converting the RVV-700 computer average to reporting values. The final
\::-C:: reporting values show clean breaks with respect to the raw data. Thus,
:,:' the RVV 700 interface introduces no significant errors into the

A
L B |

LAY

visibility reports. Figure 5-30 compares the results of averaging

ot visibility to that of averaging extinction coefficient for the same
:Tj:'.ff event of Figures 5-28, 29, The method of averaging makes 1little
. difference.
& :
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FIGURE 5~28. COMPARISON OF RVV-700 COMPUTER OUTPUT TO RVV-700 RAW DATA, AVERAGED

FOR 10 MINUTES.
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FIGURE 5-29. COMPARISON OF REPORTING VALUES ACCORDING TO THE ARTAIS ALGORITHM
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FIGURE 5-30. COMPARISON OF VISIBILITY AVERAGING TO EXTINCTION COEFFICIENT

AVERAGING FOR RVV-700 COMPUTER DATA.
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The test for the accuracy of the Artais interface (and reporting
algorithm) for the RVV-T00 and FOG-15 is shown in Tables 5-19 through 5-
22 which compare the Artais reports to reports based on a 10-minute

average of the raw sensor visibility value. Two periods of time are
covered. The values in these tables differ from the earlier scatter
tables in that the ten-minute averages are compared every minute. The
data points are therefore not independent as they are in the previous
scatter tables where non-overlapping averages were used.

The RVV-700 reports gave reasonable agreement during both time
periods. However, there was a consistent tendency to report
visibilities higher than those expected from the raw data. This
overestimate of visibility may be related to an observed asymmetry in
the time required for the Artais report to follow changes in the RVV-700
report. The Artais report followed increéses in visibility in 2 or 3
minutes while 6 or 7 minutes were required to follow decreases in
visibility. This asymmetry is the reverse of Artais' stated intention
of following visibility decreases more rapidly than increases. This
difference in response would lead to a bias toward higher visibility as
is observed in Tables 5-19 and 5-21. This effect is most likely due to
software rather than the interface. The correct readings of the RVV-700
computer bits was verified by displaying them on the Artais processor
display.

The FOG-15 reports showed less satisfactory agreement than :tihose of
the RVV-7T00. The most notable dafect is the absense of daytime reports
below 1/4 mile and nighttime reports below 1/2 mile. This absense could
be due to a saturation in the frequency to voltage converter of the
interface. The second disagreement between the Artais reports and the
raw sensor reports 1s different for the two time periods. During the
June period (Table 5-20) the Artais report tended to read high for
visibilities above 1 mile. On the other hand, the July period (Table 5-
22) shows the Artais report reading low. Between the periods the
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TABLE 5-19. COMPARISON OF ARTAIS VISIBILITY REPORTS TO RAW DATA REPORTS:
RVV-700, 6/18-6/23

. 18002 OTIS CHIDAS VISIBILITY DISTRISUTIONS 10 NIMUTE AVERAGES VERSUS ARTAIS P 1
N RYU=700 VISIBILITY 0.00
N ARTAIS: 0,00 0,25 0.50 075 1,00 1,25 1,50 175 2,00 2.50 3.60 3.50 4,00 5.00 6.00 AL

NUMBER 29113 rl 0 0 0 0 0 0 0 0 0 ¢ 3 0 54
PERCENT % U 0 0 0 0 0 0 0 0 0 0 0 0 0 100

RW-700 VISIBILITY 0.25
ARTAIS: 0.00 0.25 0.50 0.75 1.00 1.25 1,30 1.75 2.00 2,50 3.00 3.50 4.00 S5.00 4.00 ALL

NUMBER ¢ W 1wt 1t o o0 o O 0o o 0 o0 0 0 0 &
I

RW-700 VISIBILITY 0.30

ARTAIS? 0,00 0,23 0,50 0,73 1.00 1,25 1.50 175 2,00 2.0 3.00 3.50 4.00 5.00 6.00 ALL
MRMBER 0 2 % & 3 1 0 0 0 0 0 0 0 0 0 I
" PERCENT 0 1 8 8 1 0 0 0 0 0 0 0 0 0 0 100

RW-700 VISIBILITY 0,73
ARTAIS: 0.00 0.25 0,30 0.75 1.00 1.25 1,50 1.73 2,00 2.50 3.00 3.50 4.00 5.00 4.00 ALL

>
"~
-
P>

3 2 ¢ 1
6o 2 71 2% 2 o 1

(-]
(-]
(-]
-]
<>
©
L~

129
100

L2 - ]
-]
-3
[ -2
[ -]
(-]
o
L]

RW=700 VISIBILITY 1.00
ARTAIS: 0,00 0,25 0.30 0,73 1.00 1.25 1,50 1.73 2,00 2.50 3.00 3.50 4.00 S5.00 4.00 AL

FLP G MDA~ ¥ TSF I3 W Y

MgER ¢ o0 o0 3 S 2 2 ¢ 1t ¢ 1t o 0 o0 o0 N
PERCENT o0 O 0 4 &8 2 3 o0 1 o0 1 0 0 0 0 100

RW-=700 VISIBILITY 1.23
ARTAIS: 0.00 0.25 0.30 0.73 1,00 1.25 1.%0 1,73 2.0 2.0 3.00 3.50 4,00 5.00 &6.00 AL

MMBER 0 0 0 1 4 % 12 o0 2 0 0 1 o0 0 o0 7 N
MRET 0 o0 0 1 6 7 17 0 3 0 0 1 0 o 0 100 g

RW-700 VISIBILITY 1,50 :
ARTAIS: 0,00 0,25 0,50 0,75 1,00 1,25 1,50 1,75 2,00 2.50 3.00 3.50 4,00 5.00 6,00 ’
MMBER 0 0 0 0 2 1 ¥ 17 4 2 0 0 0 0 1 & :
PMRCEMT 0 o0 o0 0 3 2 S8 2 6 3 0 0 0 0 2 100 X
RW-700 VISIBILITY 1.75 r

1,00 1,28 1.5 1.75 2,00 2,50 3.00 3.30 4.00 5.00 4.00 AL

6 o0 2 &4 B 0o 1 2 2 0 0 9
6 o0 2 & % 0 1 2 2 0 0 100

. ..
SR L
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S TABLE 5-19. (concluded)
o2

o
1882 OTIS CHIDAS VISIBILITY DISTRIBUTIONS 10 MIMUTE AVERAGES VERSUS ARTAIS P, 2 X
= RW-700 VISIBILITY 2,00

S ARTAIS: 0,00 0.25 0.50 0.75 1.00 1,25 1,30 1,75 2,00 2.50 3.00 3.50 4.00 5.00 6.00 AL
AN MMER 0 0 o0 0 0 0 0 o0 & 15 o0 3 0 3 1 8
PERCENT 0 o0 0 0 0 0 0 o0 7T 17 o0 3 0 3 1 100
}
-'\ »

N RW-700 VISIBILITY 2.50

v ARTAIS: 0,00 0.25 0,50 0,75 1,00 1.25 1.50 1.75 2,00 2,50 3.00 3.50 4,00 5.00 4,00 AL
e ' :

R wee o o0 o0 o0 o o0 o0 o0 2 8 A 0 2 0 2 107
. PRCENT 0 0 0 0 0 0 0 o0 2 75 20 0 2 0 2 100
~\.

N RW-700 VISIBILITY 3.00

.':‘:\' ! mAISS °'N 003 0.50 0075 10“ 108 1050 1.75 ZQN 2.50 3000 30” 4,00 5.00 ‘o“ “.L
AR '

_ NUBER o 0 o0 0 0 0 0 o o & M M S 1 1 114
e PERCENT o0 o0 o0 0 o0 o0 0 o 0 5 & 2 4 1 1 100
0

’\ 5

ot RW-700 VISIBILITY 3.0

T ARTAIS: 0,00 0.25 0,50 075 1,00 1,25 130 175 2,00 2.50 3.00 3.50 4,00 5.00 6,00 AL
{ WIBER 6 0o o 0 0o 0 0 o0 o0 o0 2 ¥ 33 3 3 ® )
o PRCET 0 0 0 0 0 0 0 0 0 0 3 4% M 4 4 100
T

Aahy
b © RWe700 VISIBILITY 4.00 :

T ARTAIS:  0.00 0,25 0,50 0.75 1.00 1.25 1.50 1,75 2,00 2,50 3.00 3.50 4.00 5.00 6.00 AL
[} .

WOER 0 0 0 0 0 0 o0 o0 o0 o0 1 S % 15 B 13}
IREN PERCENT 6 o0 o o0 o0 0 o o0 o0 o0 1 4 & 1u 17 100
o |
N RW-700 VISIBILITY $.00

- MRTAIS: 0,00 0,25 0,50 0,75 1,00 1,25 1,50 1,75 2,00 250 3.00 3.50 4.00 5.00 6,00 AL
o MR 0 0 0 o0 0 0 0 0 0 0 0 1 & 8 8 1%
o PERCENT 0 0 0 0 0 0 0 0 0 0 0 1 3 0 4 100
At

-2:;_5; _ RW-700 VISIBILITY 6.00

N MRTAIS: 0,00 0,25 0.0 0,75 1,00 1,25 1,30 175 2,00 250 3.00 3.50 4.00 5.00 6,00 AL
e NUNBER o 0 o o0 0 0 o 0 o 0 0 o0 1 1 38 30
e PERCENT 0 0 0 0 o0 0 o o6 0 0 o0 o0 0 0 9 100
N |

oy RW-700 VISIBILITY ALL .
— AMTAIS: 0,00 0.25 0,50 0,75 1,00 1,25 1,50 1,75 2,00 2.50 3.00 3.50 4.00 S.00 6.00 AL
QA WIMBER 429 473 39 138 92 71 S 82 100 103 9% 80 141 111 430 2778
o PERCENT 15 17 14 § 3 3 2 3 4 } 3 3 5 4 15 100
-Z::t;‘

®-~ 574

B O
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TABLE 5-20- COMPARISON OF ARTAIS VISIBILITY REPORTS TO RAW DATA REPORTS:
FOG-15, 6/18-6/23

. 18M82 OTIS CHIDAS VISIBILITY DISTRIBUTIONS 10 NIMITE AVERAGES VERSUS ARTAIS  P. 3
FOG-15 VISIBILITY 0.00
ARTAIS: 0,00 0,25 0.50 0.75 1.00 1.25 1,50 1,75 2,00 2.50 3.00 3.50 4.00 5.00 6.00 AL
NMBER 0 204 129 0 O o0 O o0 O o0 o0 0 0 o0 o 333
. PERCENT 0 6 3 0 o0 o O o0 o0 o0 o0 0 0 o0 0 100
|
g F0G-15 VISIBILITY 0.2
ARTAIS! 0,00 0,25 0,50 0.75 1.00 1,25 1,50 175 200 2.50 3.00 3.50 4,30 5.00 6.00 ALL
R ! MMBER 0 109 49 o0 o0 o0 0 o o0 0 0 0 o0 6 o 5%
-; PERCENT 0 21 2 o0 0 o0 o0 o0 o0 0 o0 o0 o0 o0 0 100
S
oy FO6-15 VISIBILITY 0.50
e ARTAIS: 0,00 0.25 0.50 0.75 1.00 1.25 1.50 1.75 2.00 2,50 3.00 3.50 4.00 S5.00 6.00 ALL
MMBER 0 20 8 4 t 0 0 o0 0 o0 0 o0 o o0 o0 43
PERCEST 0 S 91 3 o0 0 o0 o0 o o o o0 o0 o0 0 100

: F0G=-15 VISIBILITY 0.75
ARTAIS: 0.00 0.23 0.30 0.73 1.00 1.25 (.50 1.73 2.00 2,30 3.00 3.50 4.00 5.00 &.00 AL

L]
o
o
L]
(-]
(-

13

2 W 7 1 0
] 0 0 0 0 0 0 ¢ 1%

0 0
19 N 1 0 0

o o
oo

FOG-15 VISIBILITY 1.00
ARTAIS: 0.00 0.25 0.30 0.7 1.0 1,35 1.3 1.75 2,00 2,50 3.00 3.50 4.00 5.00 4.00 ALL

MRMBER 94 O 0 & €8 6 o o o0 o o o o O O 107
PERCENT O 0 0 & 7 13 06 o0 0 o6 O o0 O o0 0 100

FOG-15 VISIBILITY 1.2%
ARTAIS: 0,00 0,25 0.30 0.75 1.00 1.25 1.50 $75 2,00 2,50 3.00 3.30 4.00 3.00 4.00 AL

MMER 0 0 0 o0 7 & 4 0 o0 o0 0 o o0 0 o0 1y
PERCENT o0 O 0 0 & 53 ¥ 0 o0 o0 O 0 0o 0 0 100

FOG-1S VISIBILITY .30 .
ARTAIS: 0,00 0,25 0.50 0.75 1,00 1.25 1,80 1.75 2,00 2,50 3.00 3.30 4.00 35.G0 4.00 ALL

0 0 4 & B 12 0 0 0 0 0 0 1
0 0 3 % W 10 0 0 0 0 0 0 100

Qo

FOG=15 VISIBILITY 1.75
ARTAIS: 0,00 0,25 0.50 0.75 1.00 1.25 1.50 1.75 2,00 2,30 3.00 3.30 4.0 35.00 .00 ALL

NAIER 0 9 0 0 0 0 0o 20 & 4 2 0 2 1 ¢ 21
PERCENY 0 0 0 0 0 0 6 % & 3 3 0 3 { ¢ 100
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ARTAIS?

0.00

©

- -]

0.3

0.23

TABLE 5-20. {concluded)

0TIS CHIDAS VISIBILITY DISTRIBUTIONS

0.50

-]

0.30

940
34

0.75

.73

- -4

0.73

0.73

0.75

113
4

FOG-13 VISIBILITY 2,00
1,00 1.5 130 175 2,00

¢ o0 o0 2
o 0 0o 2

FO6-15 VISIBILITY 2,50
1,00 1,25 1.50 1.7 2,00

0 0 0 0 0
0 0 0 0 0

FO8-15 VISIBILITY 3.00

.00 1.3 1.30 173 2.00
0 0 0 0 0
0 0 0 0 0

F08-15 VISIBILITY 3.50
1,00 1.23 1.30 175 2.00

0 e q ] 0
0 0 0 0 0

F0B-13 VISIBILITY 4.00
1,00 1,23 1.30 1.73 2.00

0 0 0 0 0
0 0 0 0 0

FOG-15 VISIBILITY 5.00
1,00 1.25 1.30 1.3 2.00

FOG-15 VISIBILITY 6.00
.00 1,25 1.30 1.7 2,00

0 0 0 0 0
0 0 0 0 0

FOG-13 VISIBILITY AL
x.“ 103 l.m 1.” 2000

100 8 115 8 93
¢ 3 4 2 3

5-76

10 NINMUTE AVERAGES VERSUS ARTAIS

250 J.00 3.50 4.00 5.00 4.00

3
%

2.5

5

o o

2.3

2,50

104
4

16
13

3.00

39

3.00

3.0

o o

3.00

0
0

3.50

3
rl}

350

20
14

3.50

1
1

4.00

4.00

67

4.00

20
16

4,00

3.00

20
14

o b 4

5.00

4

5.00

5.00

104
4

§.00

-2 - 4

.00

&3

6,00

18
76

6.00

14
100

§.00

127
100

6.00

P,

AL

105
100

160
100

138
100

124
100

1356
100

14
100

17
100

AL

451 2748

16

100

4
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t;\-;:- TABLE 5-21. COMPARISON OF ARTAIS VISIBILITY REPORTS TO RAW DATA REPORTS:
RVV-700, 7/7 - 7/12.
b
o 72082 OTIS CHIDAS VISIBILITY DISTRISUTIONS 10 MINUTE AVERAGES VERSUS ARTAIS  P. 1
g ! RW-700 VISIBILITY 0,00
e ARTAIS: 0,00 0.25 0,50 0.75 1,00 1.25 1.50 1.75 2,00 2.50 3.00 3.50 4.00 5.0 .00 AL
P.'\~
o MMBER 47 1S o0 o0 o0 o0 o ¢ o o0 o o o 0o ¢ &
e PERCENT 7% 24 o0 o0 o0 o0 o0 O 0 0 0 0 0 0 0 100
RW-700 VISIBILITY 0.25
< ARTAISS 0,00 0.25 0.50 0.75 1.00 1,25 1.50 1.75 2.00 2,50 3.00 3.50 4.00 5.00 6.00 ALL
MMBER 0 118 28 0 o0 o0 o0 O o 0 0 0 0 0 0 1
PERCENT o0 B8 19 o0 o0 0 o O 0 0 o0 o0 0 0 0 100
, RW-700 VISIBILITY 0,50
. ARTAIS: 0,00 0,25 0.50 0.75 1,00 1.25 1.50 1.75 2.00 2.50 3.00 3.50 4.00 S.00 6.00 ALL
' MMBER 0 0 126 40 o0 0 o0 O o o0 o0 0 o 0 0 1
PERCENT O O 7% 24 0 0 o0 0 o o0 0 o0 o0 0 0 100
.‘\
-2 RW-700 VISIBILITY 0,75
o ARTAIS: 0,00 0.25 0.50 0.75 1.00 1.25 1.50 175 2,00 2,50 3.00 3.50 4.00 S.00 .00 AL
- " .
) MMNR 0 O 4 73 34 3 o o6 o0 o0 o0 0 o o0 O 114
. PERCENT 0 O 4 &4 3 3 ¢ O o o0 0 o0 O o 0 10
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TABLE 5-21. (concluded)

7JR82 OTIS CHIDAS VISIBILITY DISTRIBUTIONS 10 MIMJTE AVERAGES VERSUS ARTAIS B. 2
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I.Q! TABLE 5-22. COMPARISON OF ARTAIS VISIBILITY REPORTS TO RAW DATA REPORTS

S FOG-15, 7/7 - 7/12.

7082 OTIS CHIDAS VISIBILITY DISTRIBUTIONS 10 WINUTE AVERAGES VERSUS ARTAIS P, 3
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NN TABLE 5-22, (concluded)
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.i::-\- 73082 OTIS CHIDAS VISIBILITY DISTRIBUTIANS 10 MINUTE AVERAGES VERSUS ARTAIS  P. 4
{. FOG-15 VISIBILITY 2.00
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optical isolater in the FOG-15 interface was damaged by a lightning
surge and was replaced. The data thus indicate that the FO0G-15
interface hardware was defective and also may have suffered a
calibration change when the lightning damage was sustained.
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;-_-'j 6. EVALUATION
LZ;: The evaluations in this report are based on data collected during a
-f: limited period of time in the late spring and early summer. No data on
__C cold temperatures or freezing precipitation were collected for the final
- modifications of the sensors.
- 6.1 TASKER RVV-700 TRANSMISSOMETER

-‘Vl,'-' l, NN
. .

PR

The RVV-T00 transmissometer suffered from a number of
maintenance/calibration problems, especially during the first month of
testing. The initiation of the testing was delayed by some quality
control and design problems which were rectified. During the first

- month the foundations settled and drastically misaligned the receiver
- several times. The 100-percent calibration drifted in the first two
" weeks by an unacceptadble amount. At the beginning of the second month's
i d testing the receiver electronics became unstable because of moisture
- leaking through an 1inadequate seal. After the first five weeks of
. - testing, the RVV-700's problems mostly disappeared and the sensor gave
';;:: good performance. Virtually no realignment was needed at the end of the
::;: second month of operation. The 100-percent calibration changed only
:-:‘.I about one percent in six weeks. The second month's operation, apart
; from the seal leakage problem, was consistent with a 30-day maintenance
period. One should note, however, that the worst conditions of window

o contamination at the test site (southwest storms) did not occur during
, the two- month test period.

:::: The RVV-T700 met the pass/fail accuracy test adopted for the tests
:::: during July when stable operation was observed, It came close to
"}\ meeting the pass/fail test in June when the operation was less stable.
‘ . The failure to meet the pass/fail test in June was due to ground fog
«.:: events where the fog density was significantly different at the
E locations of the RVV-700 and the standard RVR-500.

:E-i'
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The only troublesome observation concerning the RVV-T00 was the

" 1 fact that it consistently (apart from a single rain event and short .
L

ground fog episodes) gave visibilities ten percent higher than the

~.jj:'.:1 parallel RVR-500. This difference, however, did not affect the results

::j:-:jf of the pass/fail test. About 1 percent of the difference is due to a
' slight difference in baseline length. Since the optical characteristics

NS of the two units are virtually identical, there are only two possible
P sources for the error:

3

‘\ 1) Spatial differences between the two baselines, or

pa— 2) Some electrcnic problem generating an increased output pulse
. E‘ rate which still doesn't change the background level which is
-‘. subtracted every hour or the 100-percent calibration which
v remains consistent.

-\.-':51' A similar ten-percent difference between the RVV-700 and RVR-500
-:;’ was noted in the Arcata tests. It was ascribed to the difference in
:j:_\-:: heights of the two sensors. The RVV-700 was mounted 5 feet above the
( ground; the RVR-500 baseline was directly above the RVV-T00 baseline at .
a height of 16 feet. The Otis test was set up with much less difference
‘s. in vertical spacing (9 versus 12 feet), but with a 100-foot lateral
-::- f:‘ spacing between the baselines. In both tests the separation between the
i baselines was too great to rule out spatial variations as an explanation
;.': for the discrepancy. The simplest method of eliminating spatial
\:.1 variation would be to use the FAA's laser calibrator attached directly
\:j to the RVV-.700 tower as a standard of comparison. The laser calibrator
‘ would however, require significant optical and mechanical changes to
': operate on a 1000-foot baseline.

; A number of approaches were taken to assess the effect of fog
‘-'-‘.'-:‘l variation with height on the RVV-700/RVR-500 discrepancy. The
. t observation of higher fog density by the RVV-700 in ground fog is
;iﬁ-f?: evidence for such an effect. The observation of excellent agreement for
;‘;\' Event #2 in rain 1is also consistent with the normal 10-percent
e
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disagreement being due to an increase in fog density with height. An
attempt was made to use the other sensors at the Otis site (including
two Videographs located at 6-and 20-foot heights) to assess the vertical
variation in the fog density. The 10-percent difference between the
RVV-700 and RVR-500 appeared to persist whether or not there was a
significant height gradient. Both 1000-foot baseline transmissometers
were compared with the 300-foot RVR-500 which crossed both baselines.
The 300-foot baseline tended to read between the two 1000-foot baselines
with 5 percent variation from event-to-event.

Until the source of the unexplained 9-percent discrepancy is
identified, it would be advisable to apply a 9-percent correction
(increase) to the extinction coefficient measured by the RVV-700
(equivalent to reducing the baseline used in the extinction coefficient
calculation by 9 percent). If the source of the discrepancy turns out
to be electronic, this correction 1s necessary. If the source is a
~ general increase in fog density with height, as 1is expected for the
advection fogs which were most common at Otis, then the correction
represents an overestimate of fog density at the RVV-700 height. It is,
in fact, equivalent to measuring at a higher level. - Of course, the
correction goes the wrong way in ground fog where the fog density
decreases with height. In either case, the correction does not affect
the pass/fail test.

6.2 WRIGHT & WRIGHT FOG-15

The lack of an absolute calibration method for the FO0G=15 was
rectified at the end of the test period. An after-the-fact calibration
of the two units tested produced reasonably consistent results. The
sensor gain remained reasonably stable over the course of the tests.
The newer of the two units tested (SN 015) was quieter than the older
one (SN 003), probably because of a higher quality photodiode. One
component failure (the zero setting potentiometer in SN 015) was
observed. The voltage-to-frequency converter in SN 003 showed some
tendency to drift out of calibration.



Two significant problems were observed in the latest version of the
FOG=-15:
1)  the calibration is nonlinear and

2) the calibration changes at high temperature.

According to the manufacturer both of these effects are due to a
new "soft"™ clipping circuit which was added to the final FOG-15 version
FOG=15 which was tested. The soft clipping reduces the signal gain for
large signals and when large amounts of noise (i.e., sunlight) are
present. This circuit thus accounts for the observed nonlinear response
and reduced gain during the daytime. The manufacturer has returned to a
"hard" clipping circuit which should restore the dynamic range and
calibration consistency of the instrument. Unfortunately, the data from
the current tests cannot be used to verify the characteristics of a
modified instrument. The following results apply only to the "soft"
clipped version.

A calibration curve with two slopes differing by a ratio of 1.44
was found to be needed to make the FOG-15 agree with a transmissometer
in the fog. The break point occurs at 38.5 10'um'1. '
same calibration to fog measurements of earlier "hard" clipped versions
of the FOG-15 gave unsatisfactory results. The earlier FOG=15 units
agree with the EG&C 207 in showing a possible break around 5 10™'m~'.
The nonlihear calibration for fog was generally consistent over the

Applying the

four-month test period. For one daytime event the calibration was
observed to revert to the previous linear calibration.

The earlier "hard" clipped versions of the F0G-15 showed a higher
response to pure rain than to fog, as was also observed for the EG&G
207. The enhancement factor appeared to be between 1.5 and 2.0. Not
enough rain data was accumulated with the "soft" clipped FOG-=15 to
establish its response to pure rain. One event indicated that the rain

response may be similar to earlier versions.




6.3 IMPULSPHYSICS LD-WHL LASER CEILOMETER

The tests described in Appendix B showed that the LD-WHL was more
sensitive to clouds than the ASEA QL 1211 and was at least as sensitive
as the rotating beam ceilometer. The attenuation tests reported in
Appendix C showed that, under clear conditions the LD=-WHL can measure
clouds to its maximum height of 5000 feet even when its received beam 1is
attenuated by 35 percent. Under conditions of fog, rain, and snow the
LD-WHL tends to report a nonexistent cloud layer at 200 to 300 feet.
This false layer disappeared when the receiver beam was attenuated by 55
percent. The LD-WHL loses receiver sensitivity when illuminated by
sunlight at a high elevation angle.

6.4 ARTAIS INTERFACES

The RVV-700 interface performed satisfactorily. All information
was properly passed to the AWOS processor. The potential
incompatability with the NWS reporting algorithm proved to be
unimportant for actual data. The software showed minor inconsistencies
with the NWS reporting algorithms. However, NWS factory testing
verified the current Artais software.

The FOG-15 interface showed 3igns of saturating for large signal
levels, and evidence for a shift in gain. Additional factory testing of
this interface is required.

The LD-WHL interface performed satisfactorily. The cloud layer
algorithm in the Artais processor showed signs of an error in reporting
"variable® «ceiling which had ©been identified earlier to the
manufacturer. The NWS conducted factory tests on the corrected
algorithm have verified that the current cloud layer software performs
correctly.
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The test plan was designed to perform a laboratory test of the
Artais cloud layer software. Recorded data from earlier tests
(including snow) was to be inserted into the Artais processor. However,
this phase of the test was omitted since the field test served to check
the processing algorithm on real-time data, so that playing back old
data was not necessary.

The interface tests examined the failure detection capability of
the Artais processor. All the sensors were properly reported as missing
when they or their interfaces had failed.

6.5 Testing Methods

The pass/fail accuracy criteria adopted for the tests looks for
outliers in the data. These outliers may be due to sensor problems, but
could also be caused by unusual events, data recording/processing
errors, or human activities such as calibrations and checks. It can be
difficult to filter out all the non-sensor outliers in order to arrive
at a true picture of sensor performance. It would be desirable to adopt
a sensor accuracy test that depended on 90 percent of the measurements
rather than the 10-percent extreme values.

The ceilometer attenuation tests described in Appendix C showed
that the ceilometer sensitivity can be assessed in the relatively short
period of nine days. The results of the test were somewhat surprising;
the cloud hit probability dropped from near 100 percent to zero as the
transmission of the attenuator dropped from 65 percent to 45 percent.
This drop correspends to an excess signal-to-threshold ratio of about
2.0 which is surprisingly low considering the good performance of the
ceilometer aven with significantly reduced visibilities. Informal
discussions with the manufacturer indicated that a value of 5 should be
expected. The explanation for this lower value may lie in the test.
The multiplicity of attenuation filters may have increased the
divergence of the receiver beam and thereby reduced the overlap between
the transmitter and receiver beams.
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- Additional testing is needed before an attenuation test can be used

- to quickly assess ceilometer performance for acceptance or quality
:::. assurance testing. Some changes in methodology could be useful.
}«.j: Attenuating the transmitter beam rather than the receiver would give a
B'j:: fairer test of the effects ¢ background light on the receiver, as well

as avoiding a receiver failure report when the self-check signal is

attenuated too much. A direct measurement of filter attenuation would
‘_'_-_'.7_ be helpful. Likewise, some assurance that the filter does not affect
the beam shape is needed.
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j'.:-j. VISIBILITY SENSOR ACCURACY REQUIREMENTS

e,

{:

. Dr. David C. Burnham

o

e 1. INTRODUCTION

- The current criteria for certifying AWOS visibility sensors (see Section
:}_'_-I 2.1) appear to be too stringent to be satisfied by any existing sensor. The
\}'_ purpose of this report is to verify this fact, to examine the actual sensor
A%

performance achieved, and to define realistic performance standards.

This report is intended to bde a working document which will be used to
present test results to the organizations responsible for setting standards.
Information on sensor performance will be added as it becomes available. 1In
particular, new ways of looking at sensor data will be developed to aid the

"w-,, process of setting standards. Revisions will be made in response to comments
, :’-:-' from those involved in the certification process.
t 2. PERFORMANCE STANDARDS .
o
.

N 2.1 1980 CERTIFICATION STANDARDS

' Standards for certifying AWOS visibility sensors were specified by the FAA
" Office of Aviation Standards on 2/13/80. An acceptable sensor should

=

"-. (a) Be reliable, accurate, and low cost

:""': (b) Be capable of extrapolating changes in visibility over the following
range of values and accuracies (statute miles):

‘\-
_::: ACTUAL VISIBILITY 1/4=3 more than 3 to approx 7
SENSING/MEASURING +1/8 +1/2
. (c) Be capable of reporting visibility in 1/U4 mile increments for measured

visibilities of 1/4 to 3 miles and 1 mile increments for measured
visibilities of more than 3 to approximately 7 miles.

A=2
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(d) Be capable of meeting (b) and (e¢) in all commonly occurring visibility
environments (i.e., rain, fog, snow, ete).

These standards are based on the way visibility is used in aviation. The
following is a simplified description of the reasons for the standards. A
visibility of three miles or more is needed to allow visual flight rules (VFR).
For visibilities below three miles, instrument flight rules (IFR) are used.
Minimum visibility values in quarter-mile increments are required for
instrumented runways to allow an approach. Reported visibilities above three
miles are less precise because they are needed only for forecasting, not for
operations. The accuracy requirements were set to insure that the reported
values are meaningful, i.e., that the accuracy is half the reporting interval.

The requirements as stated above are incomplete without a number of

assumptions:

a) The first assumption is that visibility is derived from the measured
extinction coefficient using the same equations as Runway Visibility
Value (RVV). These equations assume a 5.5 percent contrast threshold
in the daytime and a 25-candela omnidirectional lamp for viewing at
night.

b) The second is that the extinction coefficient is averaged for a time
of 10 minutes before being converted to visibility. _

¢) The third assumption is that the accuracy specifications represent one
standard deviation.

2.2 DEMONSTRATION AWOS PROCUREMENT STANDARDS

Because the requirements established in 1980 appear to be too stringent,
the FAA's Airway Facilities Service proposed in 1981 a relaxed set of
requirements (entitled "AWOS Sensor Achievable Accuracies®™) to be used in
procuring demonstration AWOS systems. The following reduced number of
visibility increments (miles) are to be reported: <1/4, 1/4, 1/2, 3/4, 1 1/4, 1
172, 2, 2 1/2, 3, 3 1/2, 4, 5, >5, A laser transmissometer is specified as the
visibility standard. Values reported by a candidate sensor must be within one

A-3




»"f{'_: increment of those reported by the standard 90 percent of the time for

a independent data samples. For example, if the standard reports 3 miles, the

[u candidate report must be between 2-1/2 and 3-1/2 miles for at least 90 percent

] of the measurements. In precipitation (rain, snow, etc.) this requirement is |

relaxed to permit the candidate sensor to read two increments lower than the ‘
standard. This standard differs from the 1980 certification standard in that it ]

n deals with reported values which have a coarse resolution rather than measured

A values which have higher resolution. Section 5 shows how the two can be

related.

3. AUTOMATED VISIBILITY OBSERVATIONS

A basic requirement on automated visibility observations is that they be at
least as good as the human observations they are intended to replace. In
principle, they need to be no better since human observations are now used to
control and limit aircraft operations. However, because humans and sensors
provide different types of measurements, it is not fair to use a single standard
: of comparison. A visibility sensor is superior to a human observer in terms of
the consistency and timeliness of the measurements. It may be inferior in terms
of how well the measurements represents the conditions to be encountered by the
pilot. Human judgement can interpret unusual conditions and filter out
misleading sensor readouts. The variability of human observations leads to
large disagreements between human and sensor measurements (+ 50% at best). This
level of disagreement does not imply that sensor errors of + 50 percent are
acceptable. A much higher accuracy is expected from sensors in order to
compensate for their possible deficiencies in representativeness and judgement.

The visibility accuracy standards of Section 2 are oriented toward the
numbers used to report visibility without much consideration of what the numbers
. mean. The actual visibility is not as well defined as these numbers imply. The
- visibility is often not the same at the pilot's location as at the sensor's
H location. In addition, what the pilot can see varies from pilot-to=-pilot,
Finally, it is unlikely that a pilot can tell the difference in his view of the i
-::jfjj ground when the visibility is changed by a small amount such as 15 percent.

These sources of variation are factored into the visibility standards used to
A-l4
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control aircraft operations. Consequently, sensor errors which are smaller than
these other sources of variation will have little impact on operations. One
should note that these ™"natural®™ sources of variation generally introduce a
percentage uncertainty in the visibility. Consequently, the most natural form
of a visibility accuracy standard is in terms of percentage error.

4, VISIBILITY MEASUREMENTS

Visibility sensors actually measure the atmospheric extinction coefficient
rather than the visibility. Standardized equations (RVV) are then used to
translate the extinction coefficient into an estimate of visibility. The RVV
equations were developed by comparing instrumental measurements to human
observations. Figure 1 shows a plot of the equations. For the same extinction

" coefficient, the visibility is higher at night. Figure 2 shows how much greater

the night visibility can be; it is a plot of the ratio of the night visibility
to the day visibility ror the same extinction coefficient, i.e., the same fog
density.

4.1 TRANSMISSOMETER BASELINE

The selection of a transmissometer baseline is a compromise between
accuracy at the high and low ends of the visibility range to be covered. Two
baselines, 750 and 1000 feet, have been considered for AWOS use. Figure 3 shows
the dependence of the transmission on visibility for these two choices. At the
high wvisibility end, small changes in transmission correspond to large changes
in visibility. For the same transmission accuracy, increasing the baseline from
750 to 1000 feet reduces the error by 25 percent. At the low visibility end the
results are more dramatic. At 1/U-mile visibility, the 750-foot baseline yields
a transmission of 18.2 percent and 1.8 percent for day and night respectively.
The values drop to 10.3 percent and 0.47 percent for the 1000-foot baseline.
The daytime values pose no particular measurement problems, but the night values
could pose a problem, depending upon where the break point is set for reporting
less than 1/4-mile visibility. Current transmissometer practice allows
discrimination of 0.25 percent transmission (10 counts/minute) at night. This
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level would allow a 3/16-mile break point for the 750-foot baseline, but only a
value slightly below 1/4 miles for a 100-foot baseline.

5. RELATIONSHIP BETWEEN SENSOR ACCURACY AND REPORTING CONSISTENCY

The two types of acceptance criteria in Section 2 can be related to each
other by an analytical calculation. Two assumptions are required: First, an
analytical form for the sensor error must be defined. Two different forms will
be examined in the following subsections. Second, the distribution of actual
visibilities must be defined. For a given reporting value (e.g., 3/4 mile) the
actual visibility can assume a range of values (0.625 to 0.875 miles). For the
calculation this range is divided into twenty increments (0.0125 mile wide).
The actual visibility distribution is taken as one point in the middle of each
incremsent, i.e., twenty values in all. . The analytical model for the sensor
error is then used to calculate the probability of the sensor reporting value
being different from the actual reporting value. Of course, for small errors,
the probability  of a different reported value 1is higher when the actual
visibility is near the edge of the range for a given reporting value than when
it is in the middle. The probability is averaged over the twenty evenly spaced
actual visibility wvalues to represent all possible situations having the same
actual reported visibility.

5.1 FRACTIONAL ERROR

One simple error fora which appears to describe sensor disagreements under
many conditions is a random fractional error (in the extinction coefficient).
If the errors are assumed to have a normal distribution, they can be
characterized by a single parameter, the fractional standard deviation. The
probabilities of sensor value being beyond a limit are evaluated using the
mathesatical function called the error function.

Table 1 shows the results of the serror probability calculation for a
fractional standard deviation of 0.14. For each actual visibility the

probabilities are calculated for the sensor report being more than one value low

A-9
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TABLE 1.

DAY
DAY
DAY
DAY
DAY
DAY
DAY
DAY
DAY
DAY
DAY
DAY
DAY
DAY
NITE
NITE
NITE
NITE
NITE

NITE

RW(NI) MIN SIGMA

<174
1/4
1/2
/74
1,00
1.3
1.30
2.00
2.30
3.00
3.30
4

-
3
<1/4
/4
172
/74
1.00
1.23
1.30
2.00
2.350
3.00
3.50
4

-

3

90.10
43,03
28.83
20.59
146.02
13.11
10.30
8.01
.53
$.54
4.81
4,00
3.9
0.18
226.9%
110.43
61.30
41.40
30.81
24,30
18.24
13.49
10.38
8.44
7.25
S.79
4,31
0.07

21 LOW
0.0000
0.0000
0.0000
9.0000
0.0002
0.0037
0.0100
0.0037
0.0037
0.0149
0.0340
0.0411
0.0180
0.0000
0.0000
0.0000
0.0000
0.0000
0.0000
0,0009
0.0036
0.,0009
0.0007
0.0044
0.0136
0.018S
0.0057
0.0000

REPORTING PROBABILITIES

1 LOW
0.0000
0.0634
0.0836
0.1393
0.1713
0.2323
0.1897
0.1879
0.2323
0.257¢ -
0.2664
0.2140
0.2182
0.0000
0.0000
0.0532
0.0718
0.1184
0.143%
0.2037
0.14352
0.1594 -
0.1998
0.2305
0.2506
0.1970
0.1896
0.0000
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SANE
0.0000
0.8149
0.7771
0.4690
0.3721
0.4918
0.3373
0.3721
0.4918
0.4276
0.3764
0.4378
0.4918
0.0000
0.0000
0.83%4
0.08043
0.7137
0.4274
0.5317
0.6178
0.4341
0.3393
0.4964
0.4440
0.5324
0.3497
0.0000

1 HIGH
0.0000
0.1172
0.1334
0.1767
0.2022
0.2449
0.2233
0.2022
0.2139
0.21462
0.2623
0.2442
0.2720
0.0000
0.0000
0.1083
0.1202
0.14603
0.1897
0.2312
0.2043
0.1878
0.2043
0.2142
0.2588
0.2314
0.23%0
0.0000

21 HIGH °

0.0000
0.0003
0.0037
0.0149
0.0340
0.0231
0.0194
0.0340
0.0381
0.0842
0.0609
0.0420
0.0000
0.0000
0.0000
0.0001
0.0016
0.0075
0.0194
0.0126
0.0090
0.0178
0.0333
0.0522
0.0331
0.0204
0.0000
0.0000

REPORTING ERRORS FOR SENSOR FRACTIONAL ERROR (STD. DEV.) = 0.140

>1 DIFFERENT
0.000
0.000
0.004
0.013
0.034
0.029
0.029
. 0.038
0,062
0.09Y
0.093
0,084
0,018
0,000
0.000
0.000
0.002
0.008
0.019
0.014
0.013
0.019
0.034
0.057
0.047
0.039
0.004
0.000
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(e.g., 1/4 mile reported for 1/2 mile actual), for one value low (1/4 mile
reported for 1/2 mile actual), for the same reported and actual value (1/2 mile
for 1/2 mile actual), for one value high (3/4 mile for 1/2 mile actual), and for
more than one value high (1 mile or more for 1/2 mile actual). In addition, the
total probability of being more than one value different is listed in the last
column. The acceptance criteria of Section 2.2 requires that this last value be
less than 0.10. A fractional deviation near 0.14 gives this limiting value for
the specified AWOS reporting values. In the last column the highest value by far
occurs for 3.00 mile visibility during the daytime. The errors are smaller at

night because the reported value depends less strongly upon the extinction

coefficient than during the daytime. NOTE: The error analysis is not done for
174 mile and 5 miles since the proper distribution of visibility cannot be

reasonably defined. These values are included to show the break points.

Figure U4 shows how this error parameter (the probability for actual and
reporting values differing by more than one value) depends upon the fractional
error (standard deviation). The effect of deleting the 3.5-mile reporting value
is also illustrated in Figure 4 (dashed line) and in Table 2. Deleting the 3.5-
mile reporting value makes the reporting errors significantly smaller and also
more uniform over the different reporting values.

5.2 100-PERCENT-TRANSMISSION ERROR

The primary cause of transmissometer error is window contamination, which
causes a systematic error in the visibility measurement. This error will be
modeled by assuming that the window contamination builds up uniformly to a loss
of E percent (100-E maximum transmission), after which the 100-percent
calibration is restored by window cleaning and/or recalibration. The 100-

[4

percent calibration error is thus distributed uniformly over the range 0 to E.

%
| AP IR

Table 3 shows the results of the error analysis for a 1000-foot baseline
and E = 3.5 percent which represents the 10-percent limit on more than one value

e

) difference. In this case the maximum error occurs for U-mile day visibility,
SR which is higher than for fractional errors. This shift results from the
ff‘ enhanced

pe - A-11
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TABLE 2. REPORTING ERRORS FOR SENSOR FRACTINNAL ERROR (STD. DEV.) = 0.190

REPORTING PROBABILITIES
RVWI(NI) MIN SIGMA D1 LOW 1 LOW SAME 1 HIGH >1 HIGH >i DIFFERENT

DAY <1/4 90,16 0.0000 0,0000 0,0000 0.0000 0.0000 0.000
bAY 1/4 48.03  0.0000 0.0864  0.7522  0.1571  0.0043 0.004
DAY 172 28,83  0.0000 0.1135  0.7001  0.1473  0.0191 ' 0.019
bAY /4 20,59  0.0000 0.1864  0.5677  0.1977  0.0482 0.048
DAY 1,00 16,02  0.,0030 0,2429  0.4440 0.2068  0.0833 0.086
DAY 1.2% 13,11 0.0191  0,2710 0.387S  0.2516  0.0708 0.090
B 1.50 10,30 0.0337 0.2206 0.4496 0.2366  0.059S 0.093
baY 2,00 8,00  0.0176 0.2283  0.4640 0.2068 0.0833 0.101
DAY 2.%0 635  0.0191  0.2710 0.3875 0.2516 0.0708 0.090
DAY 3.00 S«IS  0.0337  0.2206  0.4496  0.2386  0.039S 0.093
DAY 4 4,00 0,076 0.2283  0.4640 0.2068  0.0833 0.101
|7 4 s 3.28 0.019% 0.2710 0.3873 0.322¢ 0.0000 0.019 -
MY - >s 0,18  0.0000 0.0000 0,0000 0.0000  0.0000 0.000
NITE <1/4 226,96 0.0000 0.0000 0,0000 0.0000 0.0000 0.000
NITE /4 110,43  0.0000  0.0749 0.7816 0.1415  0.0021 0.002
NITE 172 61,30  0,0000 0.0971 0.7379  0.1541  0.0109 0.011
NITE /4 41,40  0,0000 0.1574  0.6201 0.1896  0.0309 0.031
NITE 1.00 30.81  0.,0007 0.2141  0.5213  0.2063  0.0577 0.058
NITE 1.29 20,30  0.,0074  0.2516 0.4438  0.2512  0.0440 0.053
MTE 1,50 18,24  0.,0164  0.2043  0,5110 0.2316  0.0346 0.053
NITE 2,00 13.49  0.0067  0,2043  0.5285  0.2059  0.0547 0.061
NITE 2,50 10,58  0.0065  0.2484  0.4514  0.2507  0.0430 0.050
NITE 3.00 7,87  0.0147  0,2015  0.5195  0.2303  0.0339 0,049
NITE 4 5,79 0.0057  0.2003  0.35379  0.2052  0.0310 0.057
MITE s 4,51  0.0054  0.2440  0.4615  0.2891  0.0000 0,008
NITE s 0,07 0.0000 0.0000 0.0000 0.0000 0.0000 0.000
A-12
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TABLE 3. REPORTING ERRORS FOR TRANSMISSOMETER WITH BASELINE = 1000. (FEET)
WITH 1007 TRANSMISSION ERROR OF 3.5%

. REPORTING PROBABILITIES
. RUVCNI) MAX TRANS Ot LOM 1 LOW. SANE 1 HIGH >1 HIGH >1 DIFFERENT

baY <174 0.06414 0.0000 0.0000 0.0000 0.,0000 0.0000 0.000
DAY R V] ) 0.23111 0.0000 0.0000 1.,0000 0.0000 0.0000 0.000
DAY 172 0.41323 0.0000 0.0161 0.7639 0.0000 0.0000 0,000
BAY - W4 0.353377 0.0000 0.0313 0.9403 0.0000 0.,0000 0.000
DAY’ 1.00 0.61348 0.0000 0,103 0.8977 0.0000 0.0000 0.000
DAY 1,25 0,467043 0.0000 0,1713 0.828S 0.0000 0.0000 0.000
BAY 1.30 0.730%Y 0.0000 0.1727 0.8273 90,0000 0.0000 0.000
DAY . 2,00  0.78338 0.0000 0.2137 0.,7843 0.0000 0.0000 0.000
BAY 2.30 0.81893 0.0000 0.3617 0.4383 0.0000 0.0000 0.000
DAy 3,00 0.84449 0,0000 0.3414 0.4586 0.0000 0.0000 0.000
DAY - 3.50 0.86374 - 0,0130 0.4323 0.3347 0.0000 0.0000 0.013
DAY 4 0.88308 0.,0841 0.5470 0.3649 0.0000 0.0000 0.086
- DAY - 0.90495 0.0483 0.5960 0.33%7 0.0000 0.0000 0.048
DAY b 0.99432 0.0000 0.0000 0.0000 0.0000 0.0000 0.000
NITE <1/4 0.,00099 0.0000 0.0000 0.0000 0.0000 0.0000 0.000
NITE 174 0.03432 0.0000 90,0000 1.0000 0.0000 0.0000 0.000
NITE 172 0.13437 0.0000 0.0000 1.,0000 0.0000 0.0000 0.000
NITE /4 0,28313 90,0000 0.01%6 0.9804 0.0000 0.0000 0.000
NITE - 3.00 0.39099 0.0000 0.0416 0.9384 0.0000 0.0000 0.000
NITE 1,25 0.42679 0.0000 0.0736 0.9264 0.0000 0.0000 0.000
NITE 1.30 0,373%8 0.0000 0.0760  0.9240 0.0000 0.0000 0.000
NITE 2.00 0.466206 0.0000 0.0970 0.9030 0.0000 0.0000 0,000
NITE 2:.30 0.72426 0.0000 0.1697 0.8303 0.0000 0.0000 0.000
NITE 3.00 0.78683% 0.0000 0.2643 0.7333 0.0000 0.0000 0.000
NITE 3.30 0.00179 0.0000 0.3893 0.4103 0.0000 0.0000 0.000
NITE 4 0.83827 0.0000 0.3610 0.4390° 0.0000 0.0000 0.000
NITE -] 0.87159 0.0000 0.4150 0.5830 0.0000 0.0000 0.000
0.0000 0.,0000 0.000

NITE >8 0.99794 0.0000 0.0000 0.0000
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error sensitivity of a transmissometer at high visibilities. Figure 5 plots the
probability for reporting a value more than one value away (below in this case)
from the actual value as a function of the maximum error (E) in 100-percent
transmission. Plots are shown for baselines of 1000 and 750 feet (solid lines).
The effect of deleting the 3-1/2 mile reporting value is also shown (as dashed
lines). Table 4 shows the error distribution for this case. The largest error
now occurs for S5 miles. As before, eliminating the 3-1/2-mile value
significantly reduces the sensitivity to errors. The error distribution, on the
other hand remains skewed to high visibility.
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PROBABILITY OF REPORTING ERRORS GREATER THAN ONE VALUE
(PERCENT)

FIGURE 5.

MAXIMUM WINDOW LOSS (PERCENT)
Effect of Transmissometer Window Loss on the Probability of
Reporting Visibilicy With an Error of More Than One Reporting
Value. The Dashed Lines Show the Effect of Eliminating the
3 1/2 Mile Reporting Value. Transmissometer Baselines of
750 and 1000 Peet are Illustrated.
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< ‘ TABLE 4. REPORTING ERRORS FOR TRANSMISSOMETER WITH BASELINE = 1000 (FEET)
) WITH 100%2 TRANSMISSION ERROR OF 5.0%

!’\~
3
Lo
: REPORTING PROBABILITIES s
RW(NI) MAX TRANS 1 LOW 1 L0W SANE 1 HIGH >1 HIGH >1 DIFFERENT
DAY <1/4 0.06414 0.0000 0.0000 0.,0000 0.0000 0.0000 ) 0.000
DAY 1/4 0,23111 0.0000 0.,0000 1.,0000 0.0000 0.0000 0,000
DAY 1/2 0,41523 0.0000 0.0243 0.9737 0.0000 0.0000 0.000
DAY 3/4 0.53377 0.0000 0.0731 0.9249 0.0000 0.0000 0.000
DAY 1,00 0.41348 0.0000 0.1497 0.8503 0.0000 0,0000 0.000 -
DAY 1.23  0.4704S 90,0000 0.2314 0.7484 0.0000 0.0000 0.000 -
DAY 1,30 0.730%0 0.0000 0.2583 0.7447 0.0000 0.0000 9.000
DAY 2,00 0.78338 0.0000 0.3184 0.46014 0.0000 0.0000 0.000
DAy 2,30 0.91873 0.0000 0.3334 0.4444 0.0000 0.0000 0.000
DAY 3.00 0.85473 90,0083 0.3360 0.45%% 0,0000 0.0000 0.008
- Day 4 0.88308 0.0139 0.46107 0.3734 0.0000 0.0000 0.014
pAY S 0.90493 0.1043 0.6407 0.2330 0.0000 0.0000 0.104
DAY 3 0.99452 0.0000 0.0000 0.0000 0.0000 0.0000 0.000
NITE <1/4 0.,00097 0.0000 0.0000 0.0000 0.0000 0.0000 0.000
NITE 4 0.03432 9.0000 0.0000 1.0000 0.0000 0.,0000 0.000
NITE 12 0.15437 0.0000 0.0000 1.0000 0.0000 0.0000 0.000
. NITE /4 0.28313 0.0000 0.0297 0.9713 0.0000 0.0000 0.000
‘j.\ NITE 1,00 0,3%09 0.0000 0.039% 0.9403 0.0000 0.0000 0,000
AN NITE 1.23  0.47479 0.0000 0.1060 0.8%940 0.0000 0.0000 0.000
::-'. NITE 1.30 0.573%8 0.0000 0.1098 0.8902 0.0000 0.0000 0.000
T NITE - 2,00 0.66206 0.0000 0.1418 0.83%82 0.0000 0.0000 0.000
. MNITE 2:30 0.7242% 0.0000 0.2493 0.7%07 0.0000 0.0000 ' 0,000
[ 541 9 3.00 0.7862¢ 0.0000 0.2634 0.7366 0,0000 0.0000 0.000
NITE 4 0.83827 0.0000 0.3449 0.453t 0.0000 0.0000 0.000
NITE -] 0.871%Y 0.0000 0.3871 0.4129 0.0000 0.0000 0.000
NITE 8 0.99794 0.0000 0.0000 0.0000 0.0000 0.0000 0.000
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U.S. BEPARTMENT OF COMMERCE

National Ocaanic and Atmospheric Administration
NATIONAL WEATHER SERVICE .
Test & Evaluation Division

Sterling, Virginia 22170

¢ M0

‘ March 18, 1982 OA/WS44:SMI

AN

T0: OA/432 = Richard Reynolds

- ‘ ARD-410 Ray Colao
Federal Aviation Administration

b
TROM: QA/WSA4 = James T. Bradley A&7
{

SUBJECT: Evaluation of ASEA and FF Izpulsphysik Laser Cloud Height
2] Indicacors (Cils) '

We have evaluated the performance of the ASEA QL 1211 and FF Impuls~
. physik LD-WHL laser CHIs in raia, fog, snow, and haze. Comparisons vers
N - uade between cloud height data collected through the T&ED sutomated CHI
- facility, vhich includes an RBC, observations made by T4ED personnel, and
official WWS observations taken at Dulles Airport. The attached report
- details the evaluation process and the results obtained. While performing
the evaluation, we noted other perforuance characteristics which ware impor- -
tant and have also included them in our repore.

In determining the response of the CHIs to the various weather occurrences,

. vhich inclodes the respcuse to changes in {ntensity, type, etc., careful ex-

" amination of essentially each CHI observation in association with the prevail-

« ing weather conditions was rsquired. As a result, our results/conclusions are
not based upon "number crunching” of voluminous data but are more qualitative
in nature. The msjor conclusions are:

9 a. The performance of the Impulsphysik CHI was found to be
3 superior to that of the ASEA.

b. The Ispulsphysik CHI was found to demonstrate performance
Teasonably clogse to that of an RBC, though it tended to
be somevhat conservative (lower cloud heights) in rain, fog,
and snow,

c. The Impulsphysik CHI exhibited characteristics vwhich tend
to sake its cloud height ocutput amensble for use with cur-
rent observational algorithms or for additional algorithm
development and refinement. These included good cloud
consistency (frequency of cloud hits) and predictability

for different weather types, ability to detect clouds up

Ay, | 1omH anniversarY  1870-1380 X
[ 4 ]
( @ National Qcsanic and Atmaspharic Administration .
D, 5 2 | A young sgency waeh & histare )
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E:f:\ . to its stated maximum range of 5000 feetr during various
p'-;\ veather occurrences, and failure to exhibit excessive
LAY

false, or "noisy” cloud hits which were reported at
tines by the ASEA and RBC.

« Its been well documented that laser CHIs will all report about the same
cloud heights in "good” veather. Our evaluation focused on the CHI response
during poor weather conditions. Based upon all the information accumulated,
ve would recommend the Impulsphysik LD-WHL CHI for use in automated observing
systems. The CHI has not been tested under environmental extremes and ve
haven't addressed other aspects such as mainotenance philosophy, etc.

If you would like any further discussions or have aay questions, myself
. and Sctave Inbembo, the task leader, will be available.

Attachment (1) -
Evaluation of ASEA and Impulsphysik
Chls

ce:
OA/WS4 - RStrickler
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Performance of the ASEA QL1211 and FF Impulsphysik LD-WHL Laser

Cloud Height Indicators (CHIs) in Rain, Snow, Fog and Haze

A number of rain, fog, snow, and haze events were examined in detail.
Available as data sources were the printout of cloud heights from the Test and
Evaluation Division (T&ED) automated CHI facility, observations made by T&ED
personnel, and official NWS observations taken at Dulles Airport (hourly and
special reports). Cloud heights from the printouts were output once a minute or
more frequently depending upon the mode of operation selected for the data
acquisition facility. Once a minute data comprised the great majority of data
collected. Though indicated on the printout as pairs of simultaneous
observations, due to the different sampling rates of the sensors involved (which
also included an RBC) some cloud heights reported may have differed in time as
much as 45 seconds or so. However, during any particular weather episode, such
differences are not oconsidered significant over the entire period evaluated.
Essentially, then, the cloud heights acquired can be termed "simultaneous.” The
ASEA has been in the T&ED CHI facility since late May 1981, and the Impulsphysik
since late September 1981,

Data from the T&ED RBC are fed through the AUTOB and WIIS (AV-AWOS)
processing schemes. The Impulsphysik CHI has two-layer reporting capability,
while the ASEA reports only one cloud height. In as many instances as possible,
the weather events selected occurred during "wdrking hours®™ so that T&ED
personnel could make pertinent observations as the events occurred. Each weather
episode and corresponding CHI and RBC response were evaluated on a case by case
basis. Enough cases were sampled to snsure that the nature of CHI response could
be determined with a good degree of confidence.

To determine the response of the CHIs to various weather occurrences
(including response to changes in intensity, type, etc.) required careful
examination of each CHI observation in conjunction with the nature of prevailing
meteorological conditions. As such, the observations/conclusions made
concerning sensor performance are of a qualitative nature and express the
observed
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tendencies of the CHIs. Certain performance characteristics became apparent,
though not exhibited in every case.

The following summarizes the T&ED experience with the ASEA and Impulsphysik
CHIs:

1. Performance in Rain

Thirty-two rain episodes were analyzed. Almost all of these occurred with
fog. Subsequent discussion will be broken down into categories based upon rain
intensity. The Impulsphysik CHI will be referred to as the FF CHI for purposes
of brevity. ’

Light Rain

a. Generally, the ASEA and FF cloud heights agree with the human and RBC
with visibilities around 2 miles or more. With visibilities less than 2 miles,
both CHIs will at times be "drowned-out® to a large extent. About 40 percent of
the light rain episodes (from a total of 16) exhibited this tendency to some
degres. '

b. The above menticned "drowning-out® is manifested by heights in the 200-
250 foot range for the FF and 100-200 feet for the ASEA. At 1 mile or below,
heights for both the ASEA and FF were occasionally below 100 and 200,
respectively, indicative of similar occurrences in fog (see later discussion on
fog). These heights were usually about 50-300 feet lower than those reported by
the Dulles observer and the T&ED RBC. Below 1 mile the difference between the
CHIs and RBC was closer to the minimum value. Some cases were associated with
"obacurations" reported by the human, at which time vertical visibilities were
compared with CHI heights. Quite frequently when the FF is at 200-250 feet, a
higher layer will be reported which is in agreement with the human and RBC.

c. The ASEA shows a tendency to report "zero" (indicative of no signal
being received by the photodiode) for periods of time ranging from about 10
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minutes to over 2 hours. During these periods, the FF is usually consistently
outputting cloud heights, as is the RBC. Nearly 45 percent of the light rain
cases examined exhibited this situation. Visibilities during these times were
varied, ranging from 1 mile to 6 miles. The FF performed similarly on three
occasions but for periods of 20 minutes or less. When the FF fails to detect a
return, no indication 1is output except the absence of a report. In general,
then, more cloud "hits™ are reported by the FF CHI vs. the ASEA. The T&ED RBC
consistently outputs data.

d. During drizzle, the performance of the ASEA and FF approaches that in
fog (see later discussion). This is not unexpected since the two phenomena are
similar.

Moderate and Heavy Rain

Relatively few cases of moderate and heavy rain were examined due to their
infrequent occurrence and short duration. Effect of the rain on the CHIs was
mixed during moderate intensities and showed a pronounced influence in heavy
rain.

a. Thirteen periods of moderate rain were examined with the ASEA in
operation. Visibilities observed ranged from less than 1 mile to around 3
miles. Roughly half of the cases showed good agreement with the human and RBC.
In three instances the ASEA dropped to zero, in two cases the number of cloud
hits was reduced by about 50 percent, and during two periods heights were well
below the human and RBC. In many respects performance of the ASEA paralelled
the RBC, which also responded at times with zero or obviously ™noisy," sporadic
heights. Only five FF cases were evaluated. Three of these showed no rain
effect, whereas during the other two heights dropped to 150-600 feet, which
ranged from 350-2000 feet below the human and RBC. More moderate rain data
would be desirable to get a better "handle” on CHI performance.

;
;
;

b. Very few instances of heavy rain were observed. Visibilities were

e 0
- a_wL A

generally 1 mile or less. In all cases, the CHIs either went to 2zero or

.
s oL
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reported extremely low cloud heights. The ASEA (four cases) either went to zero
or reported heights below 100 feet (32, 49, 65, 98 were prevalent). The FF
(only one case) reported heights between 150 and 185 feet. In two instances of
comparison with the ASEA, the T&ED RBC reported clouds in the 250-T00 foot range
(in good agreement with the human), but otherwise reported zeroces, which also
included the single instance of FF comparison. The human reported cloud layers
several hundred feet above the ASEA and FF.

QOther Comments

The extent to which accompanying fog contributes to CHI performance is open
to conjecture. For example, fog may play a role in producing the low cloud
height reported in light rain with visibilities less than 1 mile. Since the
heights reported are similar to those in pure fog, it appears that the fog is the
dominant factor affecting the CHI output. Similar speculation can be applied to
moderate and heavy rain.

Precipitation on the sensor cover glass seems to play an important role in
cloud detection, at least as far as the FF CHI is concerned. During a period of
rain and fog, the heights reported by the FF inexplicably dropped to zero from
2900 feet (visibility was about 3 miles). The cover glass was examined and it
was noted that approximately 50 percent of the glass was covered by large water
drops. Pollowing cleaning, the heights bdbriefly increased to 500-700 feet, still
well below the RBC which continued at 2900 feet. However, readings again
returned to zero, which prompted another examination of the cover glass. Again
the glass had the same coverage as before. By this time, some moderate rain was
falling. The cover glass was cleared once more and observations were in the
250-600 foot range with the RBC still reporting 2900 feet or so. Heights did
not return to zero this time. Examination of the cover glass indicated that
droplets were forming more rapidly and rolling off the glass rapidly, unlike the
situation in light rail where the rain drops remained on the glass for much
longer periods.
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As soon as the rain lessened to light intensity, the heights increased to
2800-2900 feet, in agreement with the RBC. Rain then became moderate, and
heights dropped to 250-750 once more, followed by zero readings (rain had became
light again). The cover glass was cleared and once again heights improved to
2850. The same sequence of events occurred again with similar return of valid
data once the cover glass was cleared.

Unfortunately, the ASEA was inoperable during the experimentation with the
cover glass. Nevertheless, clearing the cover glass of the FF CHI improved its
detection capability. Whether the distribution of droplets on the glass and how
long they remain is a major factor affecting detection performance would require
further invest'igatibn. There may be several factors involved here, including
possibly subtle changes in rain intensity, but the presence of water on the
cover glass seems to have significance.

2. Performance in Fog

Thirteen fog episodes were analyzed. Somewhat better cloud detection
ability was noted for both the ASEA and FF than in rain, down to about 1 mile
visibility.

a. Down to about 1 mile visibility, the AREA and FF are in good agreement
with the RBC and human, including comparison of the (figures for vertical
visibilities when ™obscurations" are reported by the human. In rain some
degradation in cloud detection was noticed below 2 miles.

b. Below ! mile, the ASEA will report heights below 100 feet. Typical
values are 16, 32, 65, and 98 feet. The FF will usually output heights below
200 feest. The lowest height noted during the evaluation was 105, with 150 the
typical value. Typically the FF either agrees with both the human and RBC or
runs below them by anywhere from 50-200 feet. The most prevalent situation
would show the FF lower by 50-100 feet. Obviously these differences would be
larger for the ASEA since it usually reported lower heights than the FF below 1
mile.
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¢c. As in rain, the ASEA has a pronounce tendency to report zero as the
cloud height for significant periods of time. In 9 out of the 12 fog periods
examined this was the case, whereas the FF and RBC normally would miss few cloud
heights. Only one such major episode was noted for the FF. Visibilities during
the ASEA "zero periods"™ were about equally divided between cases above and below
1 mile (the highest was 3 miles).

d. Three instances are worthy of special mention. In each case the FF was
able to detect clouds in fog at heights ranging from U4000-5000 feet. The ASEA
could not detect a cloud return each time. Visibilities during these events
ranged from about 1-1/2 miles (one case) to 3 miles (two cases). Five thousand
feet is the maximum cloud height which can be reported by both the ASEA and FF.
What is notable is that the FF could detect clouds close to its maximum range in
other than 2 clear atmosphere. The ASEA often failed to detect clouds above
3500 feet or sc even with optimum atmospheric conditions. Later on in this
report these occurrences will be discussed in more detail.

e¢. One case of thick "ground fog" occurred which was observed by T&ED
personnel in "real®™ time. The fog depth was estimated between 15 and 20 feet,
and visibility at 3/4 mile. Neither the ASEA, FF, or T&ED RBC could penetrate
the fog to report a broken to overcast layer at 3300 feet (as reported by the
Dulles Airport observer). The terrain at T&ED is susceptible to ground fog
occurrence which apparently was not the case at the airport on this day. The
ASEA was reporting 32 feet and the FF 150 feet, both typical values in fog. RBC
values were sporadic, ranging from zero to around 400 feet. Once the ground fog
cleared, all systems reported the overcase layer.

f. The frequency of report of dual FF cloud heights, where in rain the
upper level was in agreement with the human and RBC, is less in fog, at least
for the episodes evaluated.
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3. Performance in Snow

" CHI performance in snow praved to be the most erratic and difficult to

. characterize. In general, their ability to detect clouds was poorer in snow
- than in either rain or fog when compared with the human observer and RBC. More
i variability in output was noted. Fourteen episodes were analyzed. About half
G .,: the cases were observed with fog present.

a. Above 2 miles visibility when reporting heights, as a general rule,
ASEA and FF are in agreement with the human and RBC. However, during portions
of four of the episodes, the ASEA, FF, and RBC heights were lower than the human

-
i:j.' report, and in the neighborhood of 200-500 feet 1lower. In cases where
‘- "obscuration™ was reported by the human, vertical visibility heights were -used
for comparison.

A<]

b. Below or at 2 miles visibility, the FF will report from 150-250 feet
“,E; quite consistently. There are two cases, though, where such heights was
S reported when the visibility was close to 3 miles. The ASEA is much less

. predictable. Heights were very variable and sporadic, ranging from up to -

'.f several hundred feet above or below the human and/or RBC. In few instances was

there good agreement. Infrequently (three instances were noted) though, the

ASEA would report higher than the FF and in agreement with the human. When
comparing the FF with the human and RBC, it was apparent that the FF often was

t reading lower than the human (up to 1500 feet in one case but generally less
o

- than 700 feet) and about on a par with the RBC. The FF also frequently reported
f-_: two layers with its lower level in the 150-250 foot range. The upper layer

often was consistent with the human observation. An upper level was reported in
at least 50 percent of the appropriate observations. At times there was some
consistency lacking in the reporting of these upper levels, as for example, one
observation would have an upper level, the next two may not, the next six may,

and so forth. q
s !
}_l’ c. Once again the ASEA reported significant intervals of "zero" cloud :
" heights, as much as three hours at a time., The FF, while considerably more :'
\: consistent, had a greater frequency of such occurrences than in rail and fog. é
: B=-10 ::
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;, Out of the 14 episodes evaluated, 10 showed the ASEA with intervals of zeroes.
( . Four episodes had the FF indicating a failure to report, for similar time frames
: as the ASEA. The RBC also dropped to zero about as frequently as the FF. No
j'.'»_':-l: particular correlation with visibility was apparent.

-

d. Both the ASEA and FF were able to detect clouds in the 3500-5000 foot
‘_-j:j: range. The FF detected clouds at these heights more consistently and more often
:Z.::l'.z (twice as often in the samples examined). In all cases, the visibility was 5
Sj:t;‘_'. miles or greater.

A Other Comments

__ All of the previous discussion was based on data obtained in light snow.
" Very few periods of moderate and heavy snow were experienced. Consequently,
: : only three intervals each of moderate and heavy snow were evaluated.
\ Visibilities in all cases were 1/2 mile or less, and the human observer reported
*3_": "total obscuration" in all observations.

____ - The FF was very consistent in its output, with heights at either 150 or 200
‘;ff_; feet for both moderate and heavy snow. Heights were mostly similar to those of
:::.:'.j the RBC. As in light snow, the ASEA was less predictable. Heights reported
:::.-\. were either zero (the most prevalent height), below 200 feet, and over 1000
" , feet. In one instance of moderate snow, the RBC reported 2zeroes while the FF
: :,'-a reported its customary heights. The ASEA also was reporting zeroes during this
" time.

9 4, Performance in Haze

'Ii_'i

E:E::f In haze the ASEA and FF suffered no degradation of cloud detection
,:* capability. In each case, both CHIs were in excellent agreement with the human
and RBC. A total of seven episodes were examined, with visibilities in the 3-6
o mile range. The cases selected were "pure" haze occurrences, in conjunction
\. with no other phenomena.
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5. Other Performance Characteristics

While analyzing the CHI cloud data to determine performance in rain, fog,
snow, and haze, some other characteristics of the sensors became evident.
Though not specifically seeking to report on these additional characteristics,
they were very obvious and prevalent throughout the period of data collection
and are of major significance. A summary of each item now follows.

ASEA Reliability

. Frequently the ASEA would stop reporting any indication whatsoever. It's
fairly certain that a malfunction in the lasing process is at fault. Periods of
inactivity ranged from a few minutes up to several hours. No relation to
weather type, temperature, day/night, etc., was apparent. There is no question
that considerable amounts of data were lost. Whether the difficulty is a
problem of only the particular CHI at T&ED is uncertain. At this time, T4ED has
no knowledge of other similar model units encountering this failure.

"Noisy" ASEA Reports

On days when the sky is clear or clouds are well above the maximum sensor
range and visibility is high (15 miles or more), the ASEA has been observed at
times to report cloud heights for several hours at a time. These occurrences
were noticed both night and day, which eliminates the theory that sunlight could
be affecting the sensor's receiver. Electronic ™"noise™ may be responsible.
What is more significant about these "noisy" cloud hits is the effect such data
would have on the current NWS could height algorithms. From the cases examined,
as many as 30 cloud heights per half-hour were output. Since the algorithms
operate using a half-hour as the sampling period, the potential for output of
false cloud information is present. Any number of cloud hits of five or more
will cause the algorithm to output cloud information. In all four of the cases
examined, this rate was well exceeded.
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Limitation on ASEA Maximum Range

The ASEA and FF both list 5000 feet as their maximum range of detection.
However, the ASEA cannot reach 5000 feet or is seriously impaired under certain
atmospheric conditions, or if it does, observations are very sporatic. Some of
those conditions have already been discussed in earlier sections of this report.
Even when the atmosphere is free of obstructions to vision such as fog, there
are conditions which preclude the ASEA from detecting within the full range of
its stated capability.

Actually, the height above wh;ch the ASEA has problems in a "clear"
atmosphere is around 3500 feet. In one case this height was as low as 2850 feet.
During these periods the FF will report continuous cloud heights up to and
including S000 feet, and the ASEA will either report zero as the cloud height
(indicative of no return) or report the correct height very sporadically.
Twenty-nine instances were examined to see if there were any patterns associated
with the boorer performance of the ASEA.

Strong evidence supports the following conclusions:

a. The ASEA will generally have trouble detecting clouds about 3500 feet
or so during the daylight hours, except on "dark"™ overcast days. It
appears that daylight/sunlight is affecting the ASEA's sensitivity to
clouds during the daytime.

b. At night, the ASEA will normally "see" clouds to 5000 feet even with
broken or scattered cloud conditions.

c. The FF is generally not affected by daylight/sunlight. One noteworthy
and fairly typical example should be mentioned here. The sky
conditions were scattered to broken with some bright sunlight and haze,
The T&ED RBC, the human, and the FF were indicating clouds between
2850-4200 feet. The ASEA, except for an isolated hit, separated by
over 30 minutes at times, was not reporting these clouds. In fact, the
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FF was indicating more heights than the RBC, which reported a great
deal of "noisy"™ heights of below 100 feet.

6. Summary

Based upon an essentially qualitative evaluation of the ASEA QL 1211 and FF
Impulsphysik LD-WHL laser CHIs in rain, fog, snow, and haze, the Impulsphysik
unit was found to be the superior of the two. Other aspects of performance were
also identified. The FF CHI was found to demonstrate performance fairly close
to that of an RBC, and exhibited characteristics which tend to make its cloud
height output amenable to use with current observational algorithms or to any
add:ltiona; algorithm development or refinement. The basic findings are:

a. In rain, fog, and snow, the FF CHI demonstrated better overall
comparability with the human and RBC than the ASEA. Both the ASEA and
FF tended to be somewhat more conservative (lower cloud heights) than
the human and RBC in certain situations. In haze, both the ASEA and FF
showed excellent agnehent with the RBC and human.

b. Perhaps the greatest strength of the PFF CHI is i1its consistency
(frequency of cloud hits) and predictability when reporting heights in
the meteorological conditions examined. In comparison with the RBC,
the FF showed only slightly less consistency. The ASEA demonstrated a
frequent tendency to output "zero" as the cloud height. Its cloud
heights were often quite variable and sporadic. Good data consistency
and predictability make the FF much more adaptable to use with
observational algorithms than the ASEA. Certainly any refinements to
existing algorithms could be accomplished more readily.

¢. The FF CHI was able to detect clouds up to its stated maximum range of
5000 feet during the various weather occurrences. The ASEA frequently
was unable to detect clouds above 3500 feet or so. This was
particularly evident during the daylight hours when the atmosphere was
free of precipitation and/or fog, which suggests that background light

B-14

..... --‘;-. N «. O e .__._.\ ~.‘r‘:‘_ -,

..........

akam L Vv b s g

S B B . . e A MEEBL 2 & & A A S O LIARARS . 0.0 e A"

PR S S PRy,




d.

q-‘\.h.\ ..'!A" i*’-.'l(' i‘fi\J~_-\:." At

L

seriously degrades the ASEA's performance. The FF appeared not to be
seriously affected by background light.

False, "or noisy" cloud hits were observed from the ASEA at times
during cloudless conditions. The frequency of such hits was of a
sufficient magnitude to cause false cloud information to be output if
used with the current NWS cloud algorithms. No such occurrences were
observed with the FF CHI. The T&ED RBC was observed to report "noisy"
cloud data (under 100 feet) with scattered to broken clouds around 3000
feet and above under bright, hazy conditions. The FF CHI reported a
considerably higher frequency of accurate cloud hits, with no apparent
effects from the bright sky condition.
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APPENDIX C

NWS EVALUATION OF CURRENT

CEILOMETER DATA
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U.S. DEPARTIMENT OF CONNERCE

National Oceanic and Atmaspheric Administration
NATIONAL WEATHER SERVICE -
Test & Evaluation Division

RD 1, Box 105 -
Sterling, Virginia 22170 .

March 19, 1982 OA/WS44:IT8

TO: ARD=410 - Ray Colao
Federal Aviation Administration

OA/W432 - Richard Reynolds

'} .
FROM: OA/WS44 - Jaces T. Bradley .@MM

SUBJECT: Comparison of Two Impulsphysik Cloud Height Indicators (CHIs)

ACTI1ON: For Your Informacion -

Richsard Lewis has compieted the comparisons of the two GCerman CHIs. Our
conclusions are they are essentially the sase. This means that the unit used
at Arcata vas not functioning properly. Coupled with the dats that Steve
Iabenbo developed on our first Gerzin CHI, wve think the German systeas are
pretty good and could be used in an automated observation. However, ve have
to put down some conditionms:

1) They have not been tested in ocur environmental chaabers,
and as you remeumber, last sucmer the FF CHI exhibited
sope strange bdehavior near noon under strong sua.

2) The ASEA shovs good cloud height agreement to 3000-3500
feet wvhen reporting clouds, but does not see many clouds
above that height. This is in agreement with our earliaer
report of April 1978.

3) Becauss of the unique behavior of the FF CHI in rain, fog,
and snov conditions, cur cloud algorithm should be tailored
to the particular CHI in use.

4) The validity of using a single cloud height sensor at any
station oust be independently determinad by a site survey.
This is in consonance with our AV-AWOS recommendations
contained in FAA Report RD-79-63.

$) TFinally, some maintenance schadule gust be determined.

ee: OA/WS4 - RCStrickler
R 10TH ANNIVERSARY  13570-1380
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U.S. DEPARTMENT OF COMMERCE .
Nationa! Ocsanic and Atmospheric Administration

NATIONAL WEATHER SERVISE
Test & Evaluation Division
RD 1, Box 105

Sterling, Virginta 22170

July 21, 1982 0A/WS44 :RL

T0: 0A/WS44 - James,T. Bradiey .
rd Léwis

FROM:  OA/NS34 - Aicha
SUBJECT: Ceilometer Attenuation Test
ACTION: For your Information

This memorandum summarizes the results to date of our test to determine
the detection capability of the Impulsphysik laser ceilometer LD-WHL when the
beam is attenuated. The objective was to simulate a visibility obstruction to
see 1f the laser ceilometer could penetrate it and still detect clouds. An
additional objective was to setup an acceptance standard for ceilometers. Dr.
Dave Burnham of the Transportation Systems Center (TSC) and Ray Colao of the
Federal Aviation Administration (FAA) were both consulted in developing the
test procedure.

The LD-WHL system {is designed to detect clouds to 5000 feet. It is range
normalized to improve the signal-to-nofse (S/N) ratio by firing more laser
pulses as the range increases. Twenty-one pulses are fired in the lowest 50-
foot bin at 150 feet. This 1s increased linearly to about 1000 pulses at 5000
;tszg.f This normalization provides the best S/N from a uniform cloud base at

..t.

The first tests of the system showed that it would range to 5000 feet
even in bright sunlight. It's detection capability was superior to the Rotat-
ing Beam Ceflometer (RBC). Our next step was to attenuate the returned beam
by installing neutral density filter discs directly above the photodiode's
optical filter which transmits at 908 nm (half width 14 nm). The objective
was to see at what attenuation the ceilometer would begin to miss clouds.

We were aided by the ceilometer’'s self-check capability. A precisely
controlled 1ight emitting diode (.84 - .92 um bandwidth) is periodically fired
onto the photodiode. The amplified signal will be a constant if the amplifier
is performing properly. The measured sensitivity is reported by the system
every hour as a percentage (nominally 67%). When a neutral density filter is
installed, the reported value drops to a lower percentage, which should be
directly proportional to the transmission value of the filter.
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We used gelatin filters (No. 96) from Kodak. Their specifications indicate
that the filters are only about 50 percent of the stated neutral density value
at the 908 wavelength of the laser (See Figure 1). Table 1 shows the neutral
density values, which should be obtained by overlaying a series of neutral
density filters (N.D.F. 2) above the optical filter. The expected neutral den-
sity 1s half this value. The expected transmission is shown. This should be
the same as the measured transmission shown in the last column. The first two
filters give the transmission that would be expected from cne filter (about 80
percent). Subsequent filters then attenuate approximately as expected. The
reason for this is not clear though it may be related to the affect of back-
ground 1ight on the receiver threshold or internal reflections between discs.

n any case, subsequent analysis assumes that the measured transmission (last
column) is a simulation of the atmospheric attenuation that would be exper-
fenced by a transmitted and returned pulse.

Actual cloud measurements with the filters {nstalled were performed in good
visibility conditions. Two collocated Impulsphysik laser ceilometers had pre-
viously beeen shown to perform consistently. The filters were then installed on
one of them and their respective percentages of cloud hits were calculated.
Table 2 shows the results of these tasts.

The data shows that with 65 percent of the original signal intensity the
Taser still ranges effectively to 4100 feet with some reduction in rate of re-
turns at 4800 feet. With 58 percent of signal intensity, clouds are still
- detected at 3700 feet with 100 percent effectiveness with 25 miles visibility.
Even with 45 percent of signal, clouds at 4000 fest can be deteacted with a lower
rate of return. However, clouds at 4700 feet are missed entirely with 45 per-
cent attenuation.

While these results are not complets, they do demonstrate the effects of
beam attenuation. Additional data taken during rain and low visibility showed
another interesting affect, as demonstrated in the section of printout in Figure
2. This shows that the returns from rain at 250 feet, as reported by one
ceilometer (GER2 L&U), are not detected by the ceilometer (GER L&U) with the
beam attenuated by 55 percent (equivalent to 37.2 percent sensitivity). The
visibility at this time was 1 1/2 miles in 1ight rain and fog. _The observer
at Dulles was reporting a broken cloud layer at 600 feet. The #ffect of the
filter is to actually enhance the ceilometers capability to detect the iayer
at 400 to 700 feet.

One conclusion from these results is that with the excess power available,
the ceflometer should range to well above 5000 feet under good visibility con-
ditions. The signal can be attenuated by about two-thirds and still range to
S000 feet with near 100 percent effectiveness. When the simulated attenuation
is removed, the power will be increased by a factor of 1.5; the range would
then increase to 1.5 x 5000 or 6700 fest.

The more difficult problem is detarmining the maximum range when the beam
{s attenuated by obstructions to vision. Calculations based on measured
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TABLE 1. FILTER ATTENUATION

(expected and measured values)

K . Expected
I Mo of .2 ND

Nomingl KD Value Expected Measured
SN Filters HD Value at 908 nm Transaission Transmissior

.2 1 79.4 91
4 .2 63.1 82
.6 .3 50.1 64
8 . 9.8 s3

1.0 .5 31.6 40
¥
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TABLE 2. PERCENTAGE CLOUD RETURNS FROM IMPULSPHYSIK CEILOMETERS

(vith and w/o attenuators)

No. of %2 Cloud Returns Z Cloud Returns
.2 ND Measured Cloud Ceilometars Ceilometers
Date/Tinme Filcers Attenuation Heighe With Filcers W/0 Filters VSE
4/20 1400 1 9l 2000 100 100 12
4/20 1430 1 9% 4000 100 100 15
4/20 1500 1 9% 3000 100 100 15
4/20 1600 2 82 4300 100 100 1s
4/20 1682 2 82 2600 100 100 12
4/20 1720 2 82 3000 100 100 15
4/20 1830 3 66 4900 53 68 1s
4/20 1835 3 66 3500 92 100 15
4/20 1900 3 6h 4100 100 100 1s
4/20 2023 3 6s 3100 100 100 15
. 4/20 2200 3 65 1800 100 100 1s :
4/21 0730 3 6 4800 80 100 15
4/28 0020 4 LY 1900 100 100 7 =
4/28 0230 4 60 4100 30 43 10 a
4/28 0530 4 S8 3700 100 100 28 !.‘
4/28 0700 s A3 3800 64 100 23 -
4/28 0730 s 45 3900 u 100 25
4/28 os1$ L] 4s 4700 0. 74 25 :I§
4/28 0830 L 43 4300 13 58 25 p}
]
w
. ®
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I —JE O

: DAIZ TIZ AUTOS wiIst UIIS2 G LaU G2 LU FRINCE  roS 21 i
. = 4
08:25:07:56:05 873 797 892 23200 0 361 4 5 g
08:28:07:59:08 896 201 0 200 22200 ¢ 410 ] 5 5
08:28:03:01:05 336 8aé 0 " 200 23200 550 O & 5 o
08:25:05:02:06 2617 8u6 2508 33200 0 45¢ L 5 X
04:26:08:03:04 O 0 0 550 #3200 0 %10 5 £ g
OR:26:08:05:06 2357 M7 2391 650 #8250 S50 O 5 5 )
04:26:08:06:05 O e 0 #3200 550 410 a 5 R
0%:26:06:07:08 2112 301 2151 750 83200 0 310 ] 5 ‘o
08:26:06:08:08 695 363 698 800 #2200 0 558 3 S R
08:26:06:09:05 500 498 0 650 62250 550 459 I 5 -
LASSY: 68.8 2 SCUSITIVITY: 37.2 © = ceporid oy GER N
04:26:08:11:08 535 522 ) 350 600 #32%0 550 607 3 5 ﬁ
08:26:08:12:08 333 249 ] %00 29250 0 509 ] 5 ¢
08:26:08:13:08 AT6 %86 ‘0 600 #8300 550 410 3 5 o
08:26:03:15:08 821 806 0 300 #0250 0 361 8 5 ™
04:26:08:17:08 530 554 0 600 #8250 550 &59 ] 5 q
0%:26:08:18:08 O ] 0 500 98250 600 702 8 5 -1
08:26:06:19:08 603 616 0 550 08250 8S0 459 ] ] A
08:26:08:20:08 515 516 o 500 88250 0 359 5 5 |i
08:26:08:21:08 720 728 0 500 8250 o 607 ] L] %
08:26:08:22:08 828 83 0 ss0 - #0260 500 636 ] s ~
08:26:08:23:08 592 598 0 650 #8250 1000 X10 8 5 =
08:26:08:28:08 0 0 ] 450 98250 0 359 3 5 -
0R:26:08:25:08 576 L33 ] [\ %00 #0250 0 159 3 ] K
08:26:08:26:08 395 397 0 550 80250 0 361 3 5 i
08:26:08:27:08 O 0 o 300 88250 0 607 3 5 !
08:26:08:28:08 343 833 (] 450 #3280 600 364 3 S B
08:26:08:29:08 766 175 0 750 0280 0 %59 3 [ N
08:26:08:30:08 490 498 0 600 750 ®%250 3500 N10 3 5 ~
04:26:08:31:08 525 512 0 3s0 20250 0 312 3 5 L
04:26:08:32:08 343 353 0 450 #8200 © 310 3 5 A
08:26:06:33:08 608 323 618 500 82250 550 308 3 S !
08:26:08:38:04 535 138 0 $00 2250 0 810 3 5 -
04:26:08:35:08 671 348 662 200 882850 x00 656 3 5 <
08:26:06:36:08 683 265 433 600 88300 600 262 3 S o
04:26:08:38:04 618 - 385 598 650 *8200 0 310 3 5 -
04:26:08:39:08 386 383 0 550 #2200 O 3c8 3 5 .
08:26:08:81:08 275 283 0 350 28200 0 213 3 5 ’
OA:26:08:42:08 AST7 373 367 [TT) 238200 O 0 ] s =
08:26:08:83:08 713 710 ] 500 20200 © 310 ] 5 -
ON:26:08:48:04 715 118 0 50 3200 O 656 3 5 A
FAULT: SZLF CHECK §
FAULT: FINISHED AFTER 0 MIM. -
08:26:08:47:08 636 652 ] %0 8200 . 0 830 5 5 g
08:26:08:38:08 3800 806 0 450 2200 800 310 } -] )
08:26:08:%49:08 830 870 0 650 8350 #3200 O 210 5 :
08:26:08:50:08 638 636 0 650 2200 O 363 4 s .
08:26:08:51:08 581 (] 0 600 38250 0O 310 4 5 g
04:26:08:52:08 997 931 0 550 28200- 9%0 853 3 5 -
04:26:08:53:08 759 0 0 500 32250 0O 310 3 5 .
08:26:08:58:08 9AS . 581 957 .S00 8200 0 513 4 5
08:26:08:55:08 625 630 0 500 #8200 0 %10 M 5 !
08:26:08:56:08 793 789 0 750 #2200 0 110 3 5 .
08:26:08:57:08 881 213 861 600 33200 0 310 3 5
FIGURE 2. CLOUD HEIGHTS IN FEET
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AD-AL138 743  ANOS (AUTOMATIC WEATHER OBSERVING SYSTEM) SENSOR 3/3 .
EVALUATION TRANSMISSOMET. . (U)> TRANSPORTATION SYSTEMS
. CENTER CAMBRIDGE MAR_ D C BURNHAM ET AL. JAN 84
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extinction coefficient must assume constant conditions from the surface to
the cloud base. Also, the effects of rain and snow on the laser beam may
be difficult to quantify. Additional testing will be required to distin-
guish the cloud base from precipitation effects and to more adequately
define the range capability when the visibility is obstructed.

ce:

QA/N432 - R. Reynolds
FAA - R. Colao
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FF ~ R. Brown
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EFFECT OF BACKGROUND LIGHT ON RVV-700 ACCURACY
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EFFECT OF FORWARD-SCATTERED LIGHT ON TRANSMISSOMETER MEASUREMENTS

" David C. Burnham

N 1. INTRODUCTION

lj'-:' Middleton (Ref. 1) calculates the error introduced by single scattering

t:', into the measurements of a transmissometer. The geometry of his calculation
N is shown in Figure E-1. On page 178 he evaluates the direct light received
” from the projector:

‘-

2

- 2, -ob 1)

Ea (Io/b Ye

\ and the scattered light accepted by the receiver

-

. E, = £, 7% , (2)

o ¥ 1/(1 + ¢ cot ©)

( . K= 2n !&m‘-—-—lz d xzd 7 (3)

. o o (1-x)" + 9y~ x

'_f.. Equations 2 and 3 have been rearranged by the substitutions R' = B0 and x =
";: r/b to isolate the geometric integral given by K which depends only upon the

receiver maximum half cone angle V¥, the projector maximum half cone angle

W e, and the dependence of the scattering function B (¢ ) upon the

- scattering angle ¢ which is given by

NJE: a1 = y/[(1-0)2 + mpzxz]l/ 2

- It should be noted that as long as VY , © and B(¢) are fixed, the effect

:-\.: of the forward-scatter error is fixed by the constant K. The scattering

R

: coefficient B(4) depends upon the droplet-size distribution but not the

) number of droplets. Larger drops produce scattering that is more strongly

peaked in the forward direction. The integral of B8(¢) 1is fixed by the

RS relationship

) ™

0 27rf B(d) sind do = 1

.z'; 0
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FIGURE E-1. GEOMETRY FOR THE CALCULATION OF THE TRANSMISSOMETER SCATTERING
K CORRECTION.
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J‘_l
; - The effect of the forwardescatter error E; on the measured extinction
-; coefficient can be determined by examining Equations 1 and 2. The correct
\:: transmittance 1is given by
)

'

- 2, _ -ob

- T EaI(Iolb )=e (6)
e
‘_ The measured transmittance is given by the expression

Y

-~ -o_b

. T, = T(1 + Kob) = e N

>

‘!

‘.-

a0 Bquations 6 and 7 can be combined to yield the error in the measured

o

1 transmittance: :
by

o o, =0 =- [u(l+Kb)]/b 5 - KI(L - 3 Keb) (8)
.- where the last approximation assumes that the accepted light (Kob) is less

.'.‘,: than the direct light. The resulting fractional error in extinction
r coefficient becomes
Ao/o = (@ = 0,)/ & R(1 - & Kob) (9
- m 2 ik
.7 which is approximately the constant K until Aob approaches one or T
approaches o (1/K)

-

“~

“~

4 2. TRANSMISSOMETER ESTIMATE

3
T The integral in Equation 3 can be carried out under the assumption that ¥

:l:f and © are such small angles that 8 (4) can be considered constant and equal b
::'. to B(o) « The maximum accepted scattering angle is O+ v . Under these !
4 assumptions (1 - x)2 is much larger than wzxz and cot ©= 1/06 . The :
. resulting value for K is:

}_ K = 21 B(oPY . (10)

Y E-3
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The forward-scatter error is proportional to the product of the projector
half angle O and the receiver half angle ¥ . The estimate of Equation 10
is an upper limit since B(¢) generally decreases with ¢ and will reduce
the integral below Equation 10 when a significant decrease occurs within the
angle ¥ + O, Since ¥ is generally much smaller than © for practical
transaissometers, it 1s the projector that determines the applicability of
Equation 10.

The simple approximation described here can be used to analyze the
forward-scatter measuresments reported by Douglas and Booker (Ref. 2, pp. 5-
19 to 5-36). They used a 500-foot baseline tranmissometer. The results are
analyzed in Table E=1. The projector lamp had a half angular spread of
about 2° x 49 which corresponds to a value of g of approximately 0.05
radians. The receiver half angle V¥ is 6.2 milliradians. The results for
transaittances below 0.1 show a value for 8(o) which varies slowly with
extinction coefficient. The Douglas and Booker values for other values of
in Table E-2 are in rough agreement with the proportionality predicted by
Equation 10. Thus Equation 10 appears to be a convenient estimate of
forvard=-scatter errors even though its assumptions may not be completely
valid and its range of validity is exceeded in Table E-1 (A b > 1).

3. LASER RVR CALIBRATOR

The FAA laser RVR calibrator is a tranmsissometer with a very narrow
projector beam and a wider receiver beam. The calculation of the forward-
scatter error is therefore somewhat simpler than that for the conventional
transaissometer discussed in sections 1 and 2.

Figure E-2 shows the geometry of the RVR calibrator. At the normal
operating distances (b) the laser beam diameter is much smaller than the
diameter D of the receiver collecting optics. As in Section 1, the
calculation will estimate the single-scattering contribution to the light
accepted by the receiver.

Depending upon the position z of the scatterer in the laser beam, two
E-4




1

v
2

. |.“'I

5

~
o TABLE BE-1. ANALYSIS OF FORWARD-SCATTER MEASUREMENTS
-
- TRANSMITTANCE gb do/g Acb B(0) = Ac/0O ¥ 2r

" 0.5 0.69 .054 0.04 28

_'“n 001 2.30 0090 0021 u6

0.01 4.61 .107 0.55 55

N 0.001 6.91 .120 0.83 62

R 0.0001 9.21 144 1.33 T4
,\\ ¥ = 6.2 milliradians
by

»

~
T TABLE E-2. ANALYSIS OF FORWARD-SCATTER MEASUREMENTS TO DETERMINE 8(0)

- 8(0) B(0) . 8(0) 8(0)

= ¥ (milliradians) 1.2 1.8 2.5 3.7

- T 2 0.5 2 28 26 29
o T = 0.1 53 2 41 52
22 T = 0.01 66 58 57 60

T 2 0.001 85 4 70 ‘4!

T = 0.0001 17 101 92 90
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200
.\‘..
{j:{ different limits are placed on the amount of scattered light collected by
& the receiver. For scattering near the receiver the solid angle accepted is
x ‘ limited by the receiver angular response (solid angle AQ = mz). Far from
:'. the receiver the solid angle is limited by the lens size (AQ = wDZ/Iozz ).
N0 The transition between the two limits takes place at the distance
o
ey (z = D/2a) where the two solid angles are equal. As in Section 2 the
assumption is made that the volume scattering coefficient B'(4) is constant
CRRS
:;-Z:'_- B(o) over the scattering angles of interest (i.e. up to a ). The amount of
,\, scattered light collected from an increment dz is then given by
'.’-'_j::
dF_ = l’(z)enc,z AQB' (0)dz (11)
o8
AN where F(z) is the beam flux at point z and e~ UZ represents the attenuation
Yy ‘e .
,"3::;7 of the scattered light. The flux F(z) is also attenuated and is given by:
;Vl
~ P(z) = F o002 (12)
¥\:
":*‘: The expression for the total amount of scattered light collected is obtained
o by integrating Equationm 11:
‘} ' p/2a b
7l R /E =8 (0)e []n ra’dz+ L (unzlazz)dz] (13)
)/ 2a
7.
| = Kbo (14)
&
o
\1} K = 7(D/b)B(0) (& - D/4b) for b > D/2a (15)
o 2
R = m8(o)a for b < D/2a (16)
L
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{ This result is in the same form as Equations 2 and 3. Consequently the
b= effects of the forward-scatter error are those shown in Equations 8 and 9.
J::b The geometrical constant K is apﬁroximately the fractional error in the
A5%Y
::ﬁg extinction coefficient measurement.
;\;[- The forward-scatter error can be evaluated using the constants of the RVR
208 calibrator: f = 256mm, d = 2.38 mm, o = 0.0046 radians and D = 0.34 feet.
£1§ The limiting baseline between the two parts of Equation 15 is D/2 = 37
s feet. The value of B(o) is taken to be 50 on the basis of the measurements
F §=- in Section 2. The resulting forward-scatter errors are shown in Table E-~3 for
) ;:; three values of the transmissometer baseline. These errors are much smaller
NN
‘:ﬁ}' (factor of 30) than those generally observed for standard transmissometers
= with the angular field of view corresponding to the selected baseline (see
s
Il M Ref . 2)0
2
R
100N This lower estimate of forward-scatter error in the RVR calibrator could be
1, somewhat in error if the assumption of constant 8(¢) 1s not correct. The
:.\ transaissometer measurements used to define 8(o) accepted scattering angles
-2 up to 0.05 radians while the RVR calibrator accepts scattering only up

to 6z 0.005 radians. The upper limit to this error would be the ratio of
these two angles or a factor of 10.
dropped to zero above ¢

This limit would only be achieved if 3(¢)
0.005 radians, which is impossible physically.

;:§E: Thus the conclusion still holds that the RVR calibrator has much less
‘:$§ forward-scatter error than the transmissometer and could therefore be used
)‘f\ to measure the forward-scatter error of a transmissometer.
TABLE B-3. RVR CALIBRATOR FORWARD-SCATTER ERROR

o

;isi BASEL INE D/ib _K_
= (feet)
\*_ 500 0.00017 .00047
N 250 0.00034 .00091
{7 40 0.0021 .0033
e

7 E-8
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RAIN RESPONSE OF FORWARD-SCATTER VISIBILITY SENSORS

Dr. David C. Burnham
U.S. Department of Transportation
Transportation Systess Center
Cambridge, Massschusetts

1. INTRODUCTION

A usable forward-scatter visibility sensor (EGAG
Model 207) was developed by the Air Poree
Geophysics Laboratory (APGL) (Muench et al.,
1978) and has been used in a research enviroument
for the last decode. The goal of the work
reported here was to assess the suitadility of
forward-scatter sensors for operational use at
airports

Forward-scatter visidility sensors are attactive
88 3 replacement for transaisscmesters for a
oumber of practical reasons: lower cost, sispler
installation, 1less maintemance, and grester
dynemic range. The prectical advantages of
forward-scatter sensors are obtained at the
xpense of two msasuremsnt limitations. Pirst,
the point msasuresent of a forwvard-scatter sensor
gives a somswhat less representative msasuremsnt
of visibility than the line average measured by a
transaissosster. Second, the rasponse of a
forward-soatter sensor may depend upon the
obstruction to vision. This second limitatios is
the subject of this peper.

In order for a visidility sensor based on
soattered light to de successful, the smount of
soattered light detected must have a oconsistent
relationship to the extinotion coefficient
produced by the total amount of scattering. The
conoept of a forwvard-socatter sensor is besed on
the cbservation that the soattering in the range
of 20 to 50 degress is proportional to the
extinotion ocoefficient for many types of fogs
with different pertiocle sise distridutions
(Valdram, 1988). The usefulness of s forward-
scatter semsor for cbstructions to vision other
than fog (e.g., rein, snow or hase) depends upon
ubether the sese proportiomality is observed.
Pleld messuremsnts showed that, for the same
axtinotion eoefficient msasured by a
transaissiocmster, the response of forvard-
soatter sensors to "pure” (i.e., fogless) rain
x significantly greater than the responss to

The anomalous response of formmrd-scatter
sensors was first noted in an examimation of 69
selected reduced visidbility events provided Dby
AFGL from their Otis Air National Guard Base
Veather Test Facility. The extinction
cosfficients measured by £G&G 207 forvard-
soatter sensors and a 164-meter Dbaseline
transmissoneter were compared using 8 least-
square fit method. A linear least-square fit
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yields three parameters which can be used to
characterize the event and the relative sensor
respongse. The form of the rit 1is

01 = KOb+ D (1)

vhere (4 is the extinction coefficient measured
by the test sensor (in this case the EGHS 207)
and @ 1is the extinction coefficient measured
by the standard sensor (in this ocase the
transaissometer). The constants K and D are the
slope and offset respectively of the fit.
Perfect agreement between the sensors corresonds
toKs 1 and D s 0. The third paramster resulting
from the fit is the residual error in @ that is
not explained by the fit. The most useful form
for expressing this error is as the root-sesan-
square error divided by the mean value of @Y,
which will be termed the fractional residusl
standard deviation (RSD). Both intrinsic semsor
noise and the natural variation in the extinction
coefficent contribute to the fractional RSD.

Transmissoueters and forvard-scatter msters make
different aerror contridbutions to the two
parameters of the fit, K and D. The
transmissomster has no0 significant errors in
slope K but can have asignificant errors in D
which correspond to errors in the 100-percent
transmission setting. On the other bhand,
forvard=scatter sensors have small errors in D
but can have asignificant errors in K because of
instrussntal errors such as lamp intensity
changes and, in the preseat study, because of
differing responses to different obstruations to
vision.

An examination of the slopea K detween a forvard-
soatter sensor and a transmisscometer for the 69
AFGL events showed a number of cases whers the
slope was larger than 1.3, which is significantly
greater than the nominal value of 1.0. \hen
those events with large fractional RSD were

eliminated, all the remaining high slope eventa

~ occurred during rain socording to the Otis

Once the anomalous rain behavior had been noted,
events coculd be selected to identify the maximum
value of the ancsaly. The saximus slope should
oscyr for rain uncontaminated by fog. Three
aeriteria were developed to identify “pure”
fogless rain:
1) Absence of vertical variation in
extinotion coefficient as msssured
by sensors sounted at different
levels on a tower,
2) Relative huatidity less than 100
percent, and

Qoo |

T e R T S | Sy
TR PR LGOS, AN H"‘:_x'.ﬂ:' \':;'2' 1'}1}11{:"}& mmm




3) Consistenoy of the anomalous forwarde
scatter response.
Pure rain events with a significant extinction
coefficent are rare. One will be preseated in
this report and several others were identified
during the course of the study.
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Pig. 1. Comparison of forward-scatter
sensor Bsasuremsnts with transaissiosster
measurements in fog.
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Pig. 2. Comparison of forward-scatter
sensor measuresents with transaissiometer
measuressnts in pure rain.

Table 1. Least-Square Fits for Fog and Rain

Events.
SsLorg OFPFSET FRACTIONAL
e K_ D ASd
(1/10xm)
P0G 1.03 -2.9 0.08
RAIN 1.70 5.2 0.08

The rain event presented in this report was
preceeded by a fog event which allowed a direct
comparison of the rain and fog response with no
possibility of instrument drift. Figure 1 shows
& scatter plot comparing the response of an EG&G
207 sensor ("X10") to the response of the
transmissometer ("TS00%) for a fog event. The
I10 sensor was located near the center of the
transmissoseter baseline. The dashed lines in
the figure represent disagreements between the
two sensors of +15 percent. The solid line is
the least-square rit. The parametera of the fit
are shown in Table 1. Figure 2 shows the same
plot for the rain event which followed the fog
event of Figure 1. All times are GMT. The X-axis
offset is the sase for both (figures and
corresponds to a transmissometer 100-percent
setting of 96 percent. The fractional RSD 1is
small enough for both events that the slope
asasurement is megningful. The relative response
of the forward-scatter sensor to rain and fog is
given by the ratio of the slopes for the two
events. The cbassrved rain/fog response factor is
1.7 for these events. The other pure rain events
showed similar factors.

Pigures ! and 2 show that, in fact, the rain
responae of a forward-scatter assnsor ia better
defined than the fog response. In Figure 1 the
fog respouse showa evidence for a change in slope
at low extinction coefficient (high visibility)
while the rain response in PFigure 2 shows a
consistent slope. This difference 1is not
surprising since the angular distridution of
scattered light fros rain drops is probadly
independent of drop size and rain rate. On the
other hand, the angular distribution can be
expected to be different for haze than for fog.
The break in the curve of Figure 1 occurs at
approximately 4/10im, which corresponds to a
meteorological optical range of 7 im.

3. THEORETICAL DISCUSSION

The observed difference in the rain response of
transmissossters and forward-scatter sensors oan
be understood on the basis of a sisple
theoretical anaslysis which predicts a factor of
two difference in the response. The scattering
of light from spherical water drops is produced
by two effects which contribute equally to the
extinction of a light beam. The firat effect is
the direct scattering of light which hits the
drop; the resulting scattered light appears at
all scattering angles. The second effect is
caused by diffraction of the shadow of the drop;
the resulting scattered light appears only in the
forwvard direction. The forward diffraction
soattering remains undetected by a forward-
scatter asensor in bdoth fog and rain. The
transmissometer, however, collects little of the
forwvard-scattered light from fog but collects
virtually all the forward-scattered light from

rain. The relative response of the two sensors
ocan therefore be expected to differ by a factor
of two between fog and rain. The transaissometer
asasured only half the total extinction during
rain. The transaissometer value i3, in faot,
oorrect since the angular resolution of the human
oye also socepts virtually all the light forward-
scattered by rain. This argument assumes that the
angular distribution of 1light scattered by
hitting the droplet 1is independent of droplet




sizse for the scattering angles accepted by the
forwmrd-scatter sensor. The fact that the
observed anomaly is somewhat less than a factor
of two could be due to two effects: The fraction
of direat soattered light acoepted may be greater
for fog droplets than for rain drops. Some of
the diffraction scattering from fog say actually
be accoepted.

The previous discussion ocan be made wmore
quantative. The shadow diffraction scattering
from a disk is givea (Jenkins et al., 1957) by
the expressions:

1(0) = Ay (J1(P)/P)2 (2)
= TO/N 3

whers A 13 the wavelength, d is the diameter of
the disk, 0 is the scattering angle, I, 1is the
intensity at zero angle and Jy is the Bessel
function of first order. Equation 2 desoribes
the familiar ring diffraction pattern of which
has its first zero at P = 3.83. The central disk
ocontains 8N percent of the total scattered
energy. If one integrates Equation 2 to the
point where half of the total intensity is
included, one obtains the value @y s 1.69. The
half angle for the half response becomes

& = 0.533 M/d. ()]

The bhalf angle field of view used with various
transaissomster baselines is listed in Tabdble 2.
Bquation 3 is used to calculate the half response
droplet size.

& = 0.533A/8, (5)

The transmissometer will collect more than half
the diffrsction scattered light from droplets
larger than dy in diamster. These droplet sizes
represent drizsle rather than rain.

Table 2. Transmissometer Rain Drop Response

.

(ft) OF VIEW DRO S
%-'ldg mm)

250 2.2 0.18

500 1.2 0.27

750 0.9 0.36

HUMAN EYE

20780 1.0

The next question to be examined is how well the
response of the transmissomter correlates with
that of the human eye. lNormal 20/20 daytime
vision represents a resolution equivalent to that
of a 2-mm sperture (Sliney et al., 1980). The
angular width of lines resolved dy 20/20 vision
1is one arc-mimute. Thus the angular resolution
of the eye is roughly equivalent to viewing
odbjects with perfect resolution through a rain
with 2-mm drop size. If the drop size is ! mm,
the visual acuity would bde reduced to roughly
20/%. Since, for example, typical rumwmy
numersls can be read at 2.5 miles with 20/M0
vision, forward scattering from rain drops larger
than 1 =8 would not sppear to interfere with

265 copies

daytime aviation needs. The resolution of the
eye is poorer at night than during the daytimes.
As long as a light source is smaller than 2.5
arc-minutes, the eye responds to it as if it were
a point source (Middleton, 1952). Consequently,
forward sosttering from rain drops larger than
about ! mB oan be expected to have little affect
on night visibility.

Transaissometer msasurements oan thus be
expected to ocorrelate well with bhuman vision
during rein. Table 2 shows that there are
drizsle conditions where the transaissometer
will overestimate the visibility, e.g., for
droplet sizes between 0.15 and 1.0 mm for a 250-
foot  baseline. The longest Dbaseline
transuissiometer correlates best with the human
eye.

§4.  coNCLUSIONS

Transaissomsters are show to give a asasuremsnt
of extination coefficient in rain that correlates
well with the response of the human eye.
Forward-goatter sensors which are calidrated for
fog are observed to msasure abnormaly high
extinction ocoefficients in pure rain. The
operational impact of the forvard-scatter sensor
errors is mitigated by several factors:

1) Pure rain wvith significant reductions
in visidbility is a rare phencasnon.

2) The error is in the oconservative
direction in that the actual visidility will be
higher than ssasured.

3) Por many airersft the presence of rain
on the cockpit windows will tend to reduce the
pilot's effective visibility.
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